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INTERMOUNTAIN POWER PROJECT 
UNIT #2 - RB-615 

PERFORMANCE TESTS - SEPTEMBER 1988 

tests were conducted on Unit No. 
26, 1988, to determine if this unit is 

B&Y Denver Service was contracted to 

2 from 16 
as 

the tests, with 
IPP The items of concern for purposes at 

1. 
2. 
3. 
4. 
5. 
6. 
7. 
8. 
9. 

10. 
11. 
12. 
13. 
14. 

Unit 

Pressure 
Resistance AH 

are as follows: 

F. 

to to exceed 160 PSI. 
Reheater - Not to exceed 
Economizer - Not to exceed 25 PSI. 
air in to furnace - Not to exceed 5.2 Inches H20. 

AH out - Not to exceed 7.9 Inches H20 
exceed 335,000 

o 
Air Heater 163,000 

exceed 314,000 
to exceed 27 

Air Heater Not 
Excess air Air Heaters Not 
NOx emissions Not to .55 BTU. 

Table I, on the page, contains a summary of all 
items measured these tests, and the range of the data for each item. 

All tests were and 
electronic 02 involved. 

c ... u..r.U~,'" were all tests. Steam and water side 
pressure were measured calibrated Rosemount differential pressure 
transmitters. Air and gas side resistances were measured manometer. Main 

, reheat , and reheat spray were from 
instrumentation, and spray were 

heat balance instrumentation. 
A total of (8) tests were conducted the test 

the tests were at full load (6,100,000 main steam 
out of service for each test. Test lA was a 

included in this In 
75 % load ,398,000 

Six of 
different 

and 
full load 

and one test was conducted at 50 % load (3,100,000 main steam 
The 50 % load test was divided into two tests (7A1 and 7A2) in order to 
compare unit before and after soot in the reheater. 

This will address each of the above items in the order listed 
above. The air heater information is included for its on 

The test obtain the data is not 
to responsible for these 

1 
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GUARANTEED UNITS GUARANTEE ACTUAL ACTUAL REMARKS 
ITEM ( RANGE 

% 88.57 88.92 88.70 - 89.06 Passed 

SH Steam F 995-1015 1006.8 1002 - 1008 Passed 

RH Steam 995-1015 1009.2 1009 1010 Passed 

SH Press. PSIG 160 157.7 156.3 - 159.1 Passed 

RH Press. PSIG 25 23. 23.0 - 23.7 Passed 

* Econ PSIG 25 41.4 41.2 41.6 Passed 

Air Resistance In. WC 5.2 5.9 5.5 6.1 

Draft Loss In. WC 7.9 5.9 5.8 - 6.0 Passed 

Total Air & Gas In. WC 13 1 11.8 11.3 - 12.1 Passed 
Resistance 

335 66.7 25.3 - 151.8 Passed 

Reheat 0 8.2 7.1 10 4 Passed 

Control 3965 3100 45 50 % Xair Passed 

Excess Air % 27 23.9 23.4 24.9 Passed 
Air Heaters 

Pri AH 163 148 132 - 162 Passed 

Sec AH 314 245 230 - 291 Passed 

NOx .55 .31 .25 - .44 Passed 

( Actual column corrected to contract conditions. 

* pressure must be due to a in one of the valves. 
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The was in accordance with ASME PTC·4.l Steam 
was conducted with , 

electronic for the measurement of the 
oxygen content of the , Orsat, and 
conducted at all gas loacations, 

traverses were 
to the actual tests, to 

that the arithmatic averages the same 
at these locations. 

between arithmatic and 
Orsats were used to 

the 

conducted. 
Due to the of the air heater gas outlet flues, it was not 

the gas the heaters 
installed at the to obtain a total 
heaters, and at the air heater gas inlets and 

outlets to measure air heater The air heaters were 
calculated difference as in the section on calculation 

5 contains a 
these tests. The number of 

gas 
in 

installed for 
are follows: 

Economizer gas outlet East side . 
Economizer gas outlet West 

heater gas inlet East 
heater gas inlet West 
heater gas outlet East 

28 (7 wide - 4 
28 (7 wide 4 

18 (6 wide 
18 (6 wide -

9 (3 wide 
air heater gas outlet West - 9 (3 wide . 

4 inlet East 48 wide 
- 48 (12 wide - 4 

In addition to the flue gas , the 
were installed on the air side of the air heaters: 

heater air in East - 8 wide - 2 
air heater air in West - 8 wide - 2 

air heater air in East - 8 wide -
air heater air in West 8 wide 

heater air out East 15 (5 wide 
heater air out West (5 wide 

Plant instrumentation was used to measure the air 
air heaters. 

the 

Water manometers were 
and the furnace, and between the furnace and 
to determin~ if the unit is the air and gas 

air heater inlets 
air heater gas outlets 

side pressure 
In addition, manometers were installed to measure pressure 

differentials at the locations: 

JDR-

Air in to g~s out differential 
Air in to out differential 
Air side differential 
Air side differential 
Gas side differential 
Gas side differential 

air flow to each mill 

3· 

air heaters 
air heaters 

air heaters 
air heaters 

air heaters 
air heaters 
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The flow differentials were" used to calculate as 
a check on the instrumentation. The air in to gas out 
were used to correct air heater values to contract conditions. 

In order to measure water and side pressure 
Rosemount differential transmitters were installed in the locations listed 

Economizer Inlet to drum 
Drum outlet 
Reheat inlet to 

Coal and ash were obtained IPP the tests. 
were collected from two different mills half hour the 

A table 

All other 
collected from 
intervals and 

Ash and fuel were also conducted IPP. 
fuel used for each test is shown in 

necessary to determine unit was 
obtained minute 

140 every ten minutes for 

7. 

the 

Unit 
Abbreviated 

test fuel 

was calculated in accordance with ASME PTC-4.l Heat Loss 
Form. Excess airs were determined from measured 02 and 

in accordance with ASME PTC-19.l0 Flue And Exhaust Gas 
The 

loss method are 
The average 

average of the air 
air heaters. method for 

is described below. The 
excess air 
house, which is a mix of the gas 

heaters. This is an ideal aI'ram~,enle 

gas at the economizer outlet 
calculation of total air heater ~~a~.a~~~ 

the heat 
gas 

inlet enables 
level. 

In order to individual air heater and, it 
desirable to measure the conditions at the gas and air inlets and outlets of 
each air heater. Due to the duct of this 

to measure the excess air or gas 
Therefore, it was necessary to 

outlet conditions based on the air heater gas outlet 
gas inlet conditions. The method used to calculate air and gas 

and air heaters, and to determine the 

The total gas mass 
house was calculated 

outlet conditions is as follows. 

the economizer and 
based on the flue gas 

fuel Fuel 
the 

was calculated based on the measured unit 
determined as described above. Air flow 

air heater was calculated heat balance us 
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, hot and cold 
this calculated 

side data, the gas flow 

, and mill inlet 

heat balnce. The gas flow 
was then the difference between total gas mass 
economizer and gas flow the air heaters. 

air 
flow 

air 

was 
calculated above and 
air heater gas inlet 

heater from above. 

the difference between 
air heater as 

and outlet data-'and gas mass 

the 
the 

the air 
air heater, average gas 

gas mass flows, it is 
the air heaters. A 

and calculations are 

the total air flow was calculated 
a infiltration of two (2) 

the difference between total flow and 
the The 

determine the average air unit, 
and is not a critical value 

The results of the tests will be discus'sed in the order appear in 
the 1 contains a of all test data obtained 
the test tests conducted were numbered in the 
manner: 

TEST No. DESCRIPTION 

1A Run front mill out of service 
2A Full load rear mill out of service 
3A Full load front mill out of service 
4A Full load ~ 2nd 
SA Full load 3rd row rear mill out of service 
6A Full load ~ Lower rear mill out of 

7Al 50 % load ~ 3,100 before 
7A2 50 % load ~ 3,100 after 

8A 75 % load 4,400 ,C,B 

Some items of note the will be discussed here. 

combustion to a with the 
Merrick feeders was discovered which causes the feeders to overload 

Because of this , there were some 

to 

the tests. Tests 6A and SA are the tests 

were ppm 

After 
fuel burned had 
the fuel burned 

JDR~ 

100 ppm. The average CO values for these two tests 

run (test , it became obvious that the 
different characteristics than 

tests on Unit #1. For this reason, all 
schedule for the remainder of the 

5~ 
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This schedule allowed within one half hour of the start of a 
test, and 
summary of 
that 
of 
inlet blowers 
reheat 

Prior to 

necessary. 10 contains a 
to each test. test 
was test 6A (lower mill out 

lower 
the test, in order to avoid the use of 

, a leak in one of the 
outlet valves. The decision was made to leave the unit on line until 
the scheduled uu~a~c, and to to conduct the the tests with 
It was not to estimate the amount of that was 
However, of the tests are consistent with the unit #1 tests, which 
would indicate that the leak was not 

As a result of the leak mentioned above, the customer elected to delete 
the 5% overpressure test from the test schedule. 

determine when 

140 was used tests. 
in 

the tests was consistent and of 
in fuel, the became an invaluable 

and where to blow soot. 

The was 
the data 

A total of six conducted at the full load condition 
of 6,100 main steam flow. Test lA was run and was not used 
an official test. It is included in the data because the allowable 

schedules were 
demonstrates the effect of a 
data for this test is of 

a result of this It also 
fuel on overall unit 

but the test was considered to be a 
The 

run due to the 
II shows the 
conditions. 

to control reheat without Table 
for all of the full load tests corrected to contract 

Test No. 2A 3A 4A SA 6A 

89.03 88.70 88.83 89.06 88.97 

The was exceeded for all test 
conditions. The average for all of the tests conducted was 88.92 

2 contains a summary of the unit 
for all tests conducted. A summary of the total unit calculations is 
contained 3. The calculations for unburned carbon used in the 

are shown in 7, with the average fuel 
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that Tests were 
also conducted at 75 and 50 reheat 
could be maintained at 1005 F over the load range. The 50 

load test was conducted with a main steam flow of 3,100 , which 
divided was well below the flow of 3,965 

into two tests to demonstrate that reheat 
this load. With an excess air of 44 

, even with a mill out of service and a clean furnace. This 
would indicate that reheat could be maintained with an excess air 
of 45 and 50 
Test 7A2 is 

an unfavorable 
an effort to 

reheat section was blown the 
cleaned which caused the reheat 

to sag. 
obtained for each test, 

III shows the 

data demonstrates the units' 
1005 F 10 

for 

Test No. 

lA 
2A 
3A 
4A 
SA 
6A 

7Al 
7A2 

8A 

The not to exceed 335,000 
or less. All test results show 

met 
reheat spray of do to the to 

control gas flow to make 
versus calculated 
after the reheat 

reheat. Table 
spray flow 

order, and show a reasonable 
reheat spray heat balance. spray was for all tests 

lA. Therefore, this item is considered to be met. 

JDR-ll0788 -7-
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The pressure the economizer, not valves or static 
head, was 25 psi. The test connection at the 
economizer inlet was of the and check valves. The 
pressure from the manufacturer for the valve is 2.7 and 7.0 psi 
for the check valve. The static head was calculated based on the average 

volume between the inlet and outlet conditions. The cold was 
calculated based on the volume at 90 F and the outlet . 
pressure. The data was also corrected for the difference between actual and 

flows the square of the ratio of the flows. Table IV summarizes 
the pressure calculations. The actual calculations can be seen in 

6. The average pressure for all tests conducted was 41.43 
The be the result of one of the valves 
It is for two identical economizers to have this 

Since the pressure on Unit #1 was well 
value, B&W considers this to be met. If this 

is not , then a retest should be conducted with a pressure 
installed downstream of the valves, to eliminate them as a source of 

Test No. Actual Corrected for Corrected for Corrected for 
Static Hd 50' ) Valves Flow DUf. 
Cold (110.3') 

2A 34.95 51.28 41.58 41.16 
3A 34.94 51.27 41.57 41.59 
4A 34.07 50.40 40.70 41.55 
SA 34.23 50.56 40.86 41.27 
6A 34.53 50.68 40.98 41.60 

The pressure from the reheater inlet to B&W' termination at 
the reheater outlet was not to exceed 25 The test connection 

the reheater outlet was installed 19.0 ft. downstream of the last bend in 
the Corrections were made to the to account for losses in 
the customer for two bend losses, friction loss, and transition loss 
due to diameter The cold correction was based on the 
volume at 90 F and outlet pressure The were also corrected 
for the difference between actual and the ratio of the 
square of the flows. Table V shows a summary of the 
calculations. The actual calculations are contained in The 

pressure for all of the tests was 23.5 The 
transmitter error is 0.1 

JDR-
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Test No. Actual Corrected for Corrected for Corrected for 
Cold (116') Cust. Flow Diff. 

2A -24.54 25.58 24.42 23.59 
3A 24.47 25.65 24.50 23 63 
4A 24.49 25.63 24.45 .03 
5A -24.72 25.40 24.24 23.52 
6A -24.54 25.40 24.24 23.52 

The from the drum to B&W's terminal at the 
was not to exceed 160 The test connection 
outlet was installed 1.0 downstream of the two bends in 

Corrections were made to the to 
account for losses in customer for two bends, friction losses, and 
a transition loss due to a diameter. The cold correction 
was based on the volume F and outlet pressure. The 

were also corrected for the difference between actual and 
the square of the ratio of the flows. Table VI shows a summary of 

pressure calculations. Once , the calculations are contained in 
6. The average pressure all of the tests is 157.7 The 
transmitter error is 

Test No. Actual Corrected Corrected for Corrected for 
Cust Cold ( .5' ) Flow Diff 

2A 167.5 159.24 161.62 158.12 
3A 168.3 160.07 162.45 159.10 
4A 166.2 157.92 160.30 156.29 
5A 165.8 157.61 159.99 157.81 
6A 165.4 157.21 159.59 157.37 

An average net resistance from the air heater air inlet to the furnace of 
5.2 inches of water and from the furnace to the air heater gas outlet of 7.9 
inches of water were on this contract. The test were' 
corrected for the difference between and actual air and flows 
the square of the ratio the flows. Table VII contains a summary of the air 
and gas resistance corrections. 6 contains the actual correction 
calculations The average air side resistance for all tests was 5.9 inches of 
water. The gas side resistance was 5.9 inches of water. While the 
air side resistance is .7 inches , the draft loss is 2 
inches less than which makes the total resistance well below the 

value. The set at 67 for the 
tests which these were at 

JDR-ll0788 9 
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or near open the air resistance would be reduced For this 
reason, and the low overall resistance, this is considered to have 
been met. 

AIR SIDE RESISTANCE GAS SIDE RESISTANCE Air in to Gas 
Test No. Actual Corrected Actual Corrected Out Diff. Test 

for Flow for Flow 

2A 5.85 5.90 6.32 5.95 12.1 
3A 6.15 5 95 6.45 5.91 12.6 
4A 5.95 .54 6.45 5.81 12 4 
5A 5.85 5.82 6.25 5.99 11.9 
6A 5.95 6.08 6.25 5.99 12.2 

The heater for this unit 

The air 
heaters are 163,000 
contains a summary of the , and the values of 

and corrected for out differential 
pressure based on ASME PTC-4.3 Air Heater Test calculations for air 

corrections are contained in The actual excess air 
air heaters and the excess air the air heaters corrected 

for are also included for each test. Both 
the air heaters are well within the values 
for 

Test No. Total Excess Air Excess Air 
AH's AH's 

Percent Corr. For 
Uncorr. Corr. Uncorr. Corr. Excess Air 

Economizer 

2A 142 132 229 237 368 22.7 23.4 
3A 176 162 287 291 453 24.8 24 9 
4A 161 148 227 232 380 24.5 23.7 
SA 158 145 222 230 375 23.4 23.6 
6A 164 151 230 237 388 23.2 23.9 

AVERAGE 160 148 239 245 392 23.7 23.9 
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The excess air the air heaters 
The average value of excess air 

for these tests. When corrected to 

not to exceed 27 
heaters was 23.7 

economizer excess 
, the average value of excess air the air heaters is 23 9 

This is well within the limit. The 
the instruments used to measure 02 is 0.1 % 02. This 

excess air. 
All measurements were obtained continuous 

were verified with orsats at fifteen minute intervals. 
of the average versus the average orsat 

each , for all tests. 

The 
converted 

value of NOx for this unit is .55 
per million to per million BTU 

EPA Method 7. 

E-PPM*C*F*20. (20.9-02% in flue gas) 
Where: 

E-Emissions in POUUlOS per million BTU 

C-2.59E-9* 46.01 of NOx-46. 

HHV 

NOx was 
the 

Table IX shows a summary of the NOx values as converted to 

and 

and corrected to 0 excess air. The average NOx emissions for all full 
load tests was 0.31 which eas within the 

JDR-

Test No. 

2A 
3A 
4A 
5A 
6A 

7AI 
7A2 

8A 

NOx 
PPM 

328.5 
249.8 
270.8 
234.7 
204.3 
156.3 
152.6 
179.9 

NOx 

.38 

.29 

.32 

.27 

.24 

.18 

.18 

.21 

11 

NOx 
Corr. to a % 
Excess Air 

.44 

.34 

.38 

.32 

.28 

.26 

.25 

.25 

the house was 280 
contains a summary of the 

heater , and 
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Test No. Measured Corrected For Corrected For Ent. 

AH Ent. & 

) 2A 289.8 286.0 300.2 
3A 299.5 295.2 312.8 
4A 294 2 290.9 305.1 
SA 286 0 284.6 296.6 
6A 294.3 288.0 305.3 

The for this unit have been met or exceeded with the 
of the economizer pressure and air side resistance. The economizer 
pressure is almost twice what it was for the unit #1 tests, which would 
indicate that is wrong with either the or check valve. The 

air side resistance was caused air 
down to 67 %. these pressure within the 

the draft loss is low to make the total 

JDR-l10788 -12-

1 



ATTACHMENTS 

1 - DATA LISTING 

2 EFFICIENCY CALCULATIONS - INDIVIDUAL AIR 

3 - BOILER OUTPUT CALCULATIONS 

4 GAS SAMPLING GRID TRAVERSE DATA 

5 GAS SAMPLING GRID SKETCHES 

6 - PRESSURE DROP, AIR RESISTANCE, AND DRAFT LOSS CALCULATIONS 

7 AVERAGE FUEL ANALYSIS AND CARBON LOSS CALCULATIONS 

8 AIR AND GAS FLOY CALCULATION METHODOLOGY 

9 ORSAT VERSUS ANALYZER 

10 - SOOTBLOYING SUMMARY SHEETS 

1 



I 1 



APPENDIX 1 

DATA LISTING 

1 



--~----- ----------------------------------------

RB-614 11 Oct 1988 07:38:49 

TEST NO. 
TEST SEQ. NO. 
DATE 
TIME START 
TIME END 
LOAD MW 

FUEL 
ALPHAl 
ALPHA2 

lA 2A 

1 2 
16Sep88 19Sep88 

l155 1025 
1605 1530 
850 850 

3A 
3 

1320 
1715 
846 

1A AVERAGE OF SCANS 18 ---->41, FULL LOAD HILL OFF 

4A 
4 

1045 
1435 
850 

2A AVERAGE OF SCANS 8 ----> 33. FULL LOAD, D HILL OFF 
3A AVERAGE OF SCANS 61 ----) 82, FULL LOAD. E HILL OFF 
4A AVERAGE OF SCANS 13 34, FULL LOAD F HILL OFF 
SA AVERAGE OF SCANS 9 ----> 33. FULL LOAD B HILL OFF 
6A AVERAGE OF SCANS 14 38. FULL LOAD G HILL OFF 
8A AVERAGE OF SCANS 31 ----) 42, 75% LOAD B,C,H HILLS OFF 
7A1 AVERAGE OF SCANS 4 ----)7, LOW LOAD BEFORE SOOTBLOWING 
7A2 AVERAGE OF SCANS 20---->24, LOW LOAD AFTER SOOTBLOWING 

5A 
5 

1005 
1415 
847 

1 AVE. TESTS 11 -->29 FULL LOAD D HILL OUT. 19% EXCESS AIR 

DATA PAGE NO. 2 FLOWS MLB/HR (HT/HR) 

6A 
6 

1025 
1435 
849 

8A 
7 

0515 
0115 
646 

7A1 
8 

2355 
0040 
433 

7A2 1 
9 10 

13Jun88 
0240 1055 
0355 1405 
435 851 

LOAD MW 
HP STEAM FLOW 
FW FLOW 

XI027A 850.4 849.7 846.4 850.1 847.0 848.9 645.7 432.9 435.2 850.6 2 1 
XI023A 6086.9 6143.7 6120.4 6084.4 6089.7 6082.5 4316.9 2961.0 2971.6 6024.2 2 2 
XI021A 6064.1 6131 9 6098.1 6037.5 6069.5 6054.2 4259.2 2949.6 2966.8 6008.4 2 3 

BLOW DOWN FLOW 
RH-l SP FLOW 

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0 0 2 4 

SH-l SP FLOW 
SH-l SP FLOW 
SH-2 SP FLOW 
SB-2 SP FLOW 
TOTAL AIR FLOW 
TOTAL FUEL FLOW 
FEGT PYROSONICS 

DATA PAGE NO. 3 

SSH OUI T (P) 
TURS THROT T (P) 
EeON IN T (P) 
SH-1 SPRAY TEMP 
LVG 1st 

W XI097A 
E XI096A 
W XI092A 
E XI091A 

XI078A 
XIOOIA 

IG 

4.93 
7.16 

72.96 
334.4 

0.0 

10.01 
0.00 
0.00 

71.63 
323.2 

0.0 0.0 

FLUID TEMPERATURES F (C) - PLANT 

0.0 

65 

9.44 
16.66 
17.50 
72.37 
326.4 

0.0 

10.39 
0.00 
8.86 

29.11 

0.0 

1.91 
o 00 
8.60 

63.99 

0.0 

TE0002 1006.8 1002.5 1008.1 1008.5 1008.7 1008.5 1006.9 
XI015A 1003.2 998.8 1005.2 1005.0 1005.1 1005.0 1004.8 
XI025A 549.0 548.2 548.9 549.3 548.3 548.6 515.1 
TE0991 344.4 337.3 343.4 342.5 343.4 320.8 

LVG 1st STG ATT(P)-E TE0865 
ENT 1st STG ATT(P)-W TE0864 
ENT 1st STG ATT(P)-E TE0863 

723.6 
121.7 

716.9 
712.9 

719.9 
719.7 

716.6 
723.1 
719.4 

718.3 
717.6 
721.8 

113.9 
719.3 
716.4 

702.7 
703.5 
704.2 

0.0 0.0 

0.00 2 7 
10.18 2 8 

0.0 

9 
10 

999.8 1002.1 1009.2 3 1 
998.3 1000.6 1005.8 3 
473.7 414.7 544.0 3 5 
308.4 289.6 341.4 3 7 

703 3 
704.9 
103.6 

697.8 
698.2 

712.8 3 9 
712.8 3 10 
711.4 :I 11 



TEST NO. 
TEST SEQ. NO. 
DATE 
TIME START 
TIME END 
LOAD MW 

lA 
1 

2A 
2 

16Sep88 19Sep88 
1155 1025 
1605 1530 
850 850 

3A 
3 

1320 
1715 
846 

DATA PACE NO. 3 FLUID TEMPERATURES F (Cl - PLANT 

LVG 
LVG RH-1 T (P)-S 
BRH AT TURS (P)-N 
BRH AT TURS (P)-S 
ENT RH-l T (P) 
CRH ENT ATT P 

ENT 2nd STC AT 
ENT 2nd STC AT 
ECON OUT T (P) 
ECON OUT T (P) 
SAT CON TUBE(P) 

SH OUT PRESS (P) 
DRUM PRESS (P) 
HRH RH-l PRESS 
CRH RH-1 PRESS 
NO.1 HIR EXT P 
NO.1 HTR EXT P 
NO.2 HTR EXT P 
NO.2 HTR EXT P 
ECON IN PRESS 
SEC SH J 
SEC SH IN PRES (P) W 
ECON DIFF PRES (B) 
RH DIFF PRES (B) 
sa DIFF PRES (B) 

AMBIENT AIR TEMP KR0531 
AIR ENT SEC AN (P)-A TE0938 
AIR ENT SEC AN (P)-B TE0940 
AIR ENT PRJ AN (P)-A TE09I1 
AIR ENT PRI AH P -8 TE0912 
AIR LVG SEC AN (P)-A XI149A 
AIR LVG SEC AN (P) XI150A 
AIR LVC PRI AN (P)-A TE0911 

1015.8 1007.8 
1018.8 1009.5 
1013.8 1006.0 
993.8 1005.5 

776.5 
710.9 
718.1 
773.8 
575.0 
584 7 
676.6 

24.50 
166.8 

103.0 
85.98 
83.25 
107.8 
1 
643.3 
649.3 
516.5 

95.8 
778.7 
766.4 
780.3 
768.7 
571.9 
582.2 
676.9 

24.54 
167.5 

103.0 
68.19 
66.55 
89.1 

628.9 
633.3 
522.3 

584.7 
676.7 

24.47 
168.3 

68.4 
69.68 
61.29 

91. 3 

637.2 
640.4 
521.8 

loA 
4 

1045 
1435 
850 

676.6 

5A 
5 

1005 
1415 
847 

676.6 

\ 

6A 
6 

8A 
7 

26Sep88 
1025 0515 
1435 0715 
849 

573.6 
583.6 
676.6 

646 

539.2 
549.7 
669.8 

7Al 
8 

0040 
433 

506.2 
520.4 
665.3 

2403.9 2404.5 2405.4 2404.4 2400.0 
2629.0 2627.9 2627.9 2508.3 2432.1 

504.8 500.8 502.1 372.1 250.7 

24.49 
166.2 

67.3 
68.32 
65.32 
89.4 

629.5 
634.2 
519.6 

34.23 
24.72 
165.8 

68.4 
64 75 
62.18 
86.1 

624.4 
633.7 
513 7 

392.0 
392.0 263.7 

2614.6 2526.9 
2476.5 2423.3 
2471.6 2418.4 
11.72 1.41 
30.71 36.66 

165.4 84.8 36.6 

10.2 
72.09 
69.81 
94.1 

632 2 
637.6 
516.7 

64.5 
69.96 
61 54 

95.0 
o 

601 7 
605.1 
511. 3 

65.2 
71.82 
69.64 
100.2 
102.2 
514.4 
515.0 
498.6 

1A2 
9 

435 

504.5 
517.8 
665.8 

2406.1 
2440.2 

251.5 

1 
10 

13Jun88 
1055 
1405 
851 

1001.6 3 13 
1004 '" 3 14 

3 15 
3 16 

3 19 
3 20 

719.4 3 21 
773.2 3 22 

776.3 3 24 
567.6 3 27 
577.6 3 28 
615.7 3 29 

2397.0 5 2 
2615.4 5 

507.3 5 " 
541.9 5 5 

1051.6 S 1 
533.2 8 
532.9 5 9 

2140.5 5 12 

2539.3 5 14 
29.40 5 15 
24.17 5 29 

37.3 164.6 5 30 

65.2 
71.48 
69.17 

99.1 
101.5 
557.8 
563 0 
491.8 

69.8 6 1 
18.72 6 2 
15.23 6 3 
101.5 6 4 
100.3 6 
624.6 6 6 
631. 7 6 1 
514.9 6 8 



TEST NO. 1A 2A 3A 4A 5A 6A 8A 7A1 7A2 1 
TEST SEQ. NO. 1 2 3 4 5 6 7 8 9 10 
DATE 13.1un88 
TIME START 1055 
TIME END 1115 1415 0715 0040 1405 
LOAD HW 850 846 850 847 849 646 433 435 851 

AIR LVG PRI AN 527.3 531.4 535.0 519.6 507.4 518.8 9 
GAS LVG SEC AN 298.0 288.4 285.4 289.6 277.5 265.9 263.9 290.3 6 10 
GAS LVG SEC AN 313.9 297.3 288.4 300.1 270.8 252.0 242.4 303.4 611 
GAS LVG PRI AN 295.2 295.4 292.3' 293.5 283.4 285.3 289.2 6 12 

306.0 613 

717.4 6 15 
2.8993 3.1110 2.6460 6 20 
3.4021 2.1916 3.2011 6 21 
260.2 239.1 227.8 6 24 

STACK P 0.0 0.0 0.0 0.0 6 25 
STACK 02/C02 4.8916 4.1910 5.6610 13 25 
DRY BULB TEMP 0.0 0.0 0.0 0.0 6 26 
WET BULB TEMP (P) o 0 0.0 0.0 6 27 
BAROMETRIC PRESS (P) 25.43 6 29 
DRY BULB TEMP B 74 14 7 26 
WET BULB TEMP (B) 54.85 7 21 
MOIST IN AIR (B) .0071 .0075 .0062 1 28 
BAROMETRIC PRESS (B) 0.0 o 0 0.0 1 29 
REL HUMIDITY (P) 42.98 56.69 29.64 1 30 
PLANT 02 OLD P 4.0546 3.3342 1 5158 9 29 
PLANT 02 (OLD) CP) 1.8725 2.9088 1.3603 9 30 
OLD PLANT 02-A(P)- 1.9 2.0 893.8 917 
OLD PLANT 02-A(P)- 2.5 .1 2.1 2.1 1.5 .6 .7 924.3 9 18 
OLD PLANT 02-A(P)- 3 TE0537 1.9 1.9 1.5 .4 .5 146.0 9 19 
OLD PLANT 02-A P - 4 TE0538 1.9 1.9 1.4 .7 .7 
OLD PLANT 02-B(P)- 1 TE0539 2.1 1.8 2.1 1.8 1 8 7 1.2 .3 .4 906.5 9 21 
OLD PLANT 02-B(P)- 2 TE0540 2.3 2.1 2.3 2.0 2.0 1.9 .6 .2 .7 943.8 9 22 
OLD PLANT 02-B(P)- 3 TE0541 2.5 2.2 2.5 2.2 .3 2.2 .2 .4 .5 923.0 9 23 
OLD PLANT 02-B(P)- 4 TE0542 2.5 .4 2.5 2.1 2.0 2.1 1.6 .7 .8 960.5 9 24 

68.68 66.92 63.84 71.32 68.86 70.91 70.59 71.12 7 2 

..,)" 68.91 61.56 64.19 71.45 69.15 70.95 70.55 78.20 7 3 
87.8 85.5 93.4 94.4 100.4 99.9 99.0 7 4 

85.7 93.2 93.5 98.7 98.1 100.3 7 5 
AIR LVG PRI 524.8 5 
AIR LVG PRI 514.1 518.8 7 9 
GAS LVG PRI 301.8 287 0 7 12 
GAS LVG PRI 300.6 291.4 7 13 
GAS LVG EGON 721.9 720.1 1 14 
GAS LVG ECON 723 9 
GAS 708.6 683.5 629.2 711.4 7 18 



TEST NO. 
TEST SEQ. NO. 
DATE 
TIME START 
TIME END 
LOAD MW 

lA 2A 
1 2 

16Sep88 19Sep88 
1155 1025 
1605 1530 
850 850 

3A 
3 

1320 
1715 
846 

DATA PAGE NO. 1 AIR , GAS DATA B&W 

GA5 ENT PRI AH 
02 LVG ECON (B) 
02 LVG ECON (B) 

02 LVG ECON (B) 
02 LVG ECON (B) 
C02 LVG ECON 

CO LVG ECON PPM 
NOX LVG ECON (B) CHEH 

722.1 714.2 
3.0816 2.5428 
3.0561 3.4723 3.3924 
3.0816 2.5428 2.7918 
3.0561 3.4723 3.3924 
15.86 15.93 16.16 
15.11 15.47 16.20 

49.4 47.9 48.1 
44 3 51.5 139.6 

258.8 328.5 249.8 

DATA PAGE NO. 8 FW HTR TEMPERATURES F {el - PLANT 

NO.1 BTR EXT T 
NO.1 BTR EXT T 
NO.2 BTR EXT 
NO.2 BTR EXT T 
NO.1 FW LVG 
NO.1 

NO.1 FW ENT 
NO.2 FW ENT 

NO.1 DRAIN T 
NO.1 DRAIN T 
NO.2 DRAIN T 
NO.2 DRAIN T 

INT ssa MANIF 
INT SSB MANIF 
INT 55B MANIF 
INT 55B MANIF 

INT 5SH MANIF (P)-7 
INT 55H MANIF (P)-8 
INT SSH MANIF (P)-9 
INT 5SB MANIF (P)-10 TE0530 
IN! SSB MANIF P -11 TEOS31 
INT SSB MANIF (P)-12 TE0532 
INT SSB MANIF (P)-13 TE0533 
INT SSB MANIF (P)-14 TE0534 
INT 5a MAN LEG(P)-23 TE0543 
INT 5H HAN LEG P -24 TE0544 

194.1 
794.4 
623.1 
623.8 
549.1 
549.4 
475.2 
467.8 
393.4 
393.7 
484.4 
486.8 
402.9 

935.1 
931.5 
938.7 
944.6 
916.6 
919.2 
916. 
908.1 
915.8 
920.1 
885.9 
905.2 
941.0 

789.1 
789.4 
611.3 
618.1 
548.5 
549.0 
474.0 
475.6 

3 

486.6 
401.8 
401.0 
891.6 
929.7 
926.9 
930.4 
934 6 
937.0 
946.7 
919.6 
927.0 

796.1 
796.3 
623.2 
623.9 

924.6 
917.4 
920.0 
922.8 
926.0 
934.5 
919.8 
922.8 

4A SA 6A 
4 5 6 

225ep88 23Sep88 
1045 1005 1025 
1435 1415 1435 
850 841 849 

15.74 
30.3 
62.4 

270.8 

796.0 
179.8 
623.1 
623.9 
549.5 
538.7 
414.8 
476.4 

15.91 
49.2 
28.5 

234.7 

794 4 
794.3 
622.3 
623.0 
548.1 
549.7 
473.8 
475.2 

15.22 
41.6 

210.6 
204.3 

795.1 
795.3 
622.6 
623.4 
548.8 
549.5 
414.2 

401.9 
401.1 
868.5 
909.9 
916.3 
926.2 
930.6 
927.6 
929.8 
914.3 
921.4 

8A 7Al 
7 8 

26Sep88 
0515 
0715 0040 
646 433 

15.06 
133.7 
489.2 
179.9 

742.2 
741.8 
581.8 
582.4 
516.0 
516.0 
446.2 
447.9 

454.3 
311.1 

949.7 
946.8 

889.9 
839.7 
904.0 
944.5 

12.30 
29.2 
36.6 

156.3 

691.6 
690.9 
541. 7 
542.2 
474.6 
474.1 
410.3 
412.1 
341.0 
341.4 
368.1 
1015.3 
346.5 

939.3 
940.5 
935.4 
921.2 
919.6 
884.4 
841.6 
922.1 
963.3 

7A2 1 
9 10 

13Jun88 
10240 1055 
0355 1405 
435 851 

3.6122 7 20 
3.1789 7 21 
3.6122 12 19 
3.1789 12 20 

12.99 16.48 7 23 
36.0 598.3 13 26 
42.7 98.9 13 27 

152.2 220.0 7 24 

693.9 
693.9 
541.8 
542.8 
475.7 
475.1 
410.6 
412.3 
340.8 

939.5 
946.1 
950.7 
939.6 
932.6 
895.0 
840.9 
934.6 
971.6 

797.7 8 1 
798.0 8 2 
625.5 8 3 
626.2 8 4 
550 
552.4 8 6 
416.5 8 7 
478.0 8 8 
393.8 8 11 

483.5 8 13 
487.1 8 14 
402.8 8 15 
402.4 8 16 

963.8 8 18 
947.8 8 19 
938.2 8 20 

8 21 
8 22 
8 23 
8 24 
8 25 

896.7826 

935.0 8 28 
940 9 8 29 
891. 9 8 30 
924.0 9 25 
967.6 9 26 



TEST NO. 
SEQ. NO. 

DATE 
TIME START 
TIME END 
LOAD MW 

DATA PAGE NO. 10 

PUL V A COAL FLOW 
PULV B COAL FLOW 
PULV C COAL FLOW 
PULY D COAL FLOW 
PULV COAL FLOW 

'PULV F COAL FLOW 
PULV G COAL FLOW 
PULV H COAL FLOW 
PULV A PA FLOW 
PULV B PA FLOW 
PULV C PA FLOW 
PULV D PA FLOW 
PULV E PA FLOW 
PULV F PA FLOW 
PULV G PA FLOW 
PULV H PA FLOW 
PULV A PA FLOW 
PULV B PA FLOW 
PULV C PA FLOW 
PULV D PA FLOW 
PULV E PA FLOW 
PULV F PA FLOW 
PULV G PA FLOW 
PULV H PA FLOW 

PULV A INLET T 
PULV B INLET T 
PULV C INLET T 
PULV D INLET T 
PULV INLET T 
PULV F INLET T 
PULV G INLET T 
PULV H INLET I 
PULV A INLET T 
PULV B INLET T 
PULV C INLET T 
PULV D INLET T 
PULV E INLET T 
PULV F INLET T 
PULV G INLET T 
PULV H INLET T 
PULY A PA DIFF 

1A 2A 
1 2 

16Sep88 19Sep88 
1155 1025 
1605 1530 
850 850 

3A 
3 

1320 
1715 
846 

4A 
4 

1045 
1435 
850 

5A 
5 

1005 
1415 
847 

PULVERIZER COAL AND PA FLOW 

9:i.50 
95.30 
95.97 

221.5 
199.7 
203.1 

91.95 
91.12 
92.65 

.51 

221.1 
205.3 
205.5 

3.1500 

93.10 
93.30 
93.54 
92.10 

o 00 
91.24 
92.40 
92.75 

222.0 
208.8 
201.0 

92.64 
92.62 
93.22 
91.89 
92.17 
1.47 

91.98 
92.33 

0.0 
208.1 
206 6 

278.6 
281.4 
301.8 

316.S 
286.4 
299.6 
313.1 
320.9 

92.65 
92.81 
93 39 
92.01 
92 36 
91.24 
92.08 

.07 

209.9 
197.2 
209.2 
201 3 
221.7 
204.0 

o 0 

310.3 
321.4 
331.9 

354.4 
98.6 

307.2 
341.2 
350.2 
331 0 
328.1 
313.2 
345.6 
96.5 

.1500 3.1400 3.1600 

6A 
6 

1025 
1435 
849 

93.32 
93.17 

8A 7Al 
7 8 

26Sep88 
0515 2355 
0115 0040 
646 433 

98.48 
.OS 
.04 

87.90 
.10 

0.0 
200.6 
199.6 

0.0 
0.0 
0.0 

216.3 ·226.1 0.0 
0.0 
0.0 

0.0 208.9 
202.5 0.0 

309.9 
306.8 
327.2 

87.7 
348.3 
307.7 
311.7 
342.S 
344.5 
309.3 

294.1 
88.0 
96.3 

295.1 
92.4 

0.0 
0.0 
0.0 
0.0 
0.0 

7A2 1 
9 10 

13Jun88 
0240 1055 
0355 1405 
435 851 

85.19 
.08 
.04 

202.5 
0.0 

199.3 
198.4 

0.0 
0.0 
0.0 

0.0 
0.0 
0.0 

289.5 
91.0 

104.5 

0.0 
0.0 
0.0 
0.0 
0.0 

91.82 10 
91.80 10 2 
92.00 10 3 

.52 10 4 

89.53 10 6 
10 7 
10 S 
10 16 
10 11 
10 18 

0.0 10 19 
209.8 10 20 
205.6 10 21 
208.0 
206.0 10 23 

0.0 10 24 
0.0 10 25 
0.0 10 26 

0.0 10 28 
0.0 10 29 
0.0 10 30 
0.0 10 15 

282.5 11 1 
282.4 11 2 

11 3 
11 4 
11 5 
11 6 
11 7 

310.8 11 8 
12.6 11 9 

0.0 11 11 
0.0 11 12 
0.0 11 13 
0.0 11 14 

0.0 10 14 
3.2000 0.0000 0.0000 0.0000 11 16 



TEST NO. 
TEST SEQ. NO. 
DATE 
TIME START 
TIME END 
LOAD HW 

POLV B 
PULV C PA DIFF 
PULV D PA DIFF 
PULV PA DIFF 
PULV F PA DIFF 

PULV 8 PA DIFF 
POLV A DIFF P 
PULV DIFF P 
POLV C DIFF P 
PULV 0 DIFF P 
PULV E DIFF P PT0154 
PULV F DIFF P PT0155 
PULV G DIFF P PT0156 
PULV B DIFF P PT0151 

RH-l SP VLV POSIT PB 
S8-1 SP VLV POSIT-A PB 
S8-1 SP VLV POSIT-B PB 
S8-2 SP VLV POSIT-A 
S8-2 SP VLV 
RH PASS DMPR POS-A 
RH PASS DMPR POS-B 
SB PASS DMPR POS-A 
SB PASS DMPR POS-B 

02 LVG PRI Aft W 
02 LVG PRI Aft E 
C02 LVG PRI Aft W 
C02 LVG PRI Aft 

TRAV 
TRAV 
TRAV 
TRAV 

02 ENT PRI Aft W COMP 0 
02 ENT PRJ Aft E COMP 0 
C02 ENT PRI Aft W COMP 0 
C02 ENT PRI Aft E COMP 0 
GAS LVG RH PS (B)SW GRID 
GAS LVG RH GRID 
GAS LVG PSB PS (B)NW GRID 
GAS LVG PSB PS (B)NE GRID 
A RIGHT EAST 

lA 2A 
2 

16Sep88 19Sep88 
1155 1025 
1605 
850 

1530 
850 

3A 
3 

3.4600 3 

4A 
4 

1435 
850 

2.7800 2.8000 2.1900 
0.0000 3.1300 3.1200 

0.0000 2:8400 0.0000 2.8600 
3.3200 
3.1200 
3.3600 
10.89 
12.31 
13.58 
11.38 

.03 
14.30 
13.75 
13.89 

0.0 
0.0 
0.0 
o 0 
0.0 

40.1 
0.0 

100.0 
o 0 

13.59 
13.23 
12.19 

0.0 
0.0 
0.0 
0.0 

0.0 
55.0 
0.0 

13.37 
13.89 
13.61 

0.0 
0.0 
0.0 
0.0 

0.0 
88.5 

0.0 

.05 
14 19 
14.25 

0.0 
0.0 
o 0 
0.0 

0.0 
92.9 
0.0 

SA 
5 

1415 
847 

15.10 
14.51 

.08 

0.0 
0.0 
0.0 
0.0 

0.0 
88.0 

0.0 

6.5351 5.8416 5.9486 6.2693 6.4173 
6.0938 6.1426 6.5035 6.4591 5.6949 

0.0 0.0 0.0 0.0 0.0 
0.0 0.0 0.0 0.0 0.0 

0.0 
0.0 

746.6 
741.2 
726.1 
729.1 

0.0 
699.1 

0.0 
112.9 

0.0 
706 3 

0.0 0.0 

6A 
6 

1435 
849 

14.81 
.03 

13.63 

0.0 
0.0 
0.0 
0.0 

0.0 
72.1 
0.0 

8A 
1 

0715 
646 

7A1 
8 

0040 
433 

0.0000 0.0000 
0.0000 0.0000 
3.2000 0.0000 

9500 

14.47 
.09 

0.0 
0.0 
0.0 
0.0 

0.0 
24.2 
0.0 

11.28 
.09 

0.0 
0.0 
0.0 
0.0 

0.0 
20.0 
0.0 

7708 7.2445 8.8464 
6.4840 7.1746 8.3941 

0.0 0.0 0 0 
0.0 0.0 0.0 

7A2 
9 

0355 
435' 

12.08 
11 75 

.09 

0.0 
0.0 
0.0 
0.0 

20.0 
0.0 

1 
10 

13Jun88 
1055 
1405 
851 

0.0000 11 18 
0.0000 11 19 
o 0000 20 
0.0000 11 21 

0.0000 11 23 
10.16 11 24 
11.66 11 25 
13.60 11 26 

7 
12.98 11 28 
13.35 11 29 
13.45 11 30 
12.63 10 13 

0.0 12 1 
0.0 12 3 
0.0 12 4 
0.0 12 5 

0.0 12 16 
44.8 9 27 
0.0 12 18 

9.4030 6.9038 13 5 
8.9176 6.1059 13 6 

0.0 0.0 13 7 
0.0 0.0 13 8 

3.4899 6.6591 5.644 

0.0 

4.2809 6.7310 6.1736 2.7619 13 14 
0.0 0.0 0.0 0.0 13 15 

657.3 
0.0 

0.0 

60B.5 
0.0 

0.0 
662.2 
664.7 
605.3 
611.5 

0.0 

0.0 13 16 
746.6 13 21 
749.2 13 22 
688.4 13 23 
689.6 13 24 

0.0 13 29 



._-----

TEST NO. lA 2A 3A 4A 5A 
TEST SEQ. NO. 1 2 3 4 5 
DATE 16Sep88 19Sep88 20Sep88 21Sep88 22Sep88 
TIME START 1155 1025 1320 1045 1005 1025 0515 2355 0240 1055 
TIME END 1605 1530 1715 1435 1415 1435 0715 0040 0355 1405 
LOAD MW 850 850 846 850 847 849 646 433 435 851 

02 ENT BAG BS E TELE 4.5132 4.3353 4.5105 4 4477 3.9583 4.4959 5.2028 7.8223 7 4081 4.0448 14 24 
02 ENT BAG HS W TELE 4.0091 3.5982 3.9844 3 9597 4.1547 3.5411 4.6061 7.5295 6.8325 4.4889 14 25 
GAS ENT BAG HS W GRID 306.4 290.9 298.8 295.8 285.4 295.2 274.6 256.5 249.2 300.4 14 26 
GAS ENT BAG HS E GRID 307.3 288.8 300.3 292.6 286.6 293.3 271.6 256.0 249.0 284.2 14 27 
GAS LVG PRr AN tBl W GRID 0.0 0.0 0.0 0.0 0.0 0.0 o 0 0.0 0.0 0.0 14 28 
GAS LVG PRJ AN (B) E GRID 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 14 29 

DATA PAGE NO. 15 MISCELLANEOUS 

AN AIR IN P 
WI HANO I 0.0 0 0.0 

0.0/ 
0.0 0.0 0.0 15 1 

AN AIR IN P E HANO 0.0 0 0.0 0 o 0 O. 0.0 0.0 0.0 0.0 15 2 
PRI AN AIR OUT P W TRAV 0.0 0 0.0 0.0 0.0 15 3 

0.0 0.0 15 4 
0.0 0.0 15 5 
0.0 0.0 15 6 
0.0 0.0 15 7 
0.0 0.0 15 8 

0.00 15 9 
0.00 15 10 
0.0 15 11 

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 15 12 
SEC AN GAS IN P W TRAV 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 15 13 
SEC AN GAS IN P E TRAV 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 15 14 
SEC AN AIR-GAS DP W HANO 12.00 11. 75 12.20 12.00 11.60 11.90 8.50 0.00 0.00 0.00 15 15 
SEC AN AIR-GAS DP E HANO 13.00 12.50 13.00 12.80 12.35 12.60 9.00 0.00 0.00 0.00 15 16 
SEC AN AIR OUT P W TRAV 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 1517 
SEC An AIR OUT P E TRAV 0.0 0.0 0.0 0.0 0.0 0.0 0.0 
PRI An GAS SIDE DP W HAN 1.5100 1. 4900 1.4200 1.4400 1.6700 1.6100 1. 3300 
PRI AN GAS SIDE DP E HAN 1. 4900 1. 4400 1. 3700 1.4200 1.5900 1 5400 1.2100 
PRI An AIR SIDE DP W HAN .6600 .5000 .4800 .5000 .6200 .5900 .2000 
PRr An AIR SIDE DP E HAN .8000 .6800 .6200 .6100 .8000 .8000 .5700 0.0000 
SEC An GAS SIDE DP W HAN 3.4500 3.4100 3.5000 3.5000 3.3000 3 4000 2.3000 0.0000 
SEC An GAS SIDE DP E HAN 3.4800 3.3000 3.5000 3.5000 3.2000 3.2000 2.3000 0.00001 0.00001 0.0000115 24 
SEC AN AIR SIDE DP W HAN 1.2500 1.2000 1.2000 1.2000 1.2000 1 2000 .6000 0.0000 

...lII. SEC AN AIR SIDE DP E HAN 2.2900 2.1000 2.2000 2.2000 2.1000 2.0000 1.3000 0.0000 0.0000 0.0000 15 26 
AIR IN TO FURN DP W HAN 5.7600 5.6000 5.9000 5.7000 5.5000 5.6000 3.9000 0.0000 0.0000 0.0000 15 27 
AIR IN TO FURN OP E HAN 6.3700 6.1000 6.4000 6.2000 6.2000 6.3000 4.4000 0.0000 0.0000 0.0000 15 28 
FURN TO GAS OUT OP W HAN 6.3800 6.3000 6.4000 6.4000 6.2000 6.2000 4.7000 0.0000 0.0000 0.0000 12 21 
FURN TO GAS OUT DP E HAN 6.4200 6.3000 6.5000 6.5000 6.3000 6.3000 4.8000 0.0000 0.0000 0.0000 12 22 
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APPENDIX 2 

EFFICIENCY CALCULATIONS INDIVIDUAL AIR HEATER BASIS 
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TEST 1A 
CONTRACT CORRECTED TEST 1A 

SUMMARY FOR CONTR. wITH TEST 
SHEET CONDITIONS CONDITIONS 

) Fuel CONTRACT TEST 
64 

0 
(1) 

497.8 588.6 588.6 
F 397.2 0.0 351.1 
F 66.7 66 8 90.3 

Gas 
Gas 
Gas 
Gas 
Gas Flow Ent AH 
Ave Gas 294.7 305.5 319.9 

Econ % 17.0 17.0 16 7 
Excess Air Ent Pri AH % 17 0 16.0 
Excess Air Ent Sec AH % 17.0 16.7 
Excess Air Sec AH % 22.6 
Excess Air Pri AH % 42.1 
Excess Air to Burners % 15.0 15.0 14.6 
Sec AH 422 301 
Pri AH 0 174 

Moisture In Air DA .0067 .0067 .0070 
Gas wt Econ Fuel 9.999 10.585 
Air Wt to Burners Fuel 9.471 10.017 

wet Gas wt Econ Fuel 10.554 11.179 

Losses % 
Gas 4.84 5.20 5.05 

H20 in Fuel ) 5.15 .88 .95 
H2 in 4.31 4.24 
Moisture in Air .07 .06 .06 
Unburned Combustible .20 .10 .10 
Radiation .17 .17 .16 
Unaccounted (3) 1. 00 .50 .50 

Summation of Losses 11.43 11.22 11.06 

% 88.57 88.78 88.94 

Unit MKB 6691.5 6691.5 6782.3 
Fuel MKB 7555.0 7537.2 7625.7 
Fuel Rate 686.2 684 6 660.2 

( Includes Pass Flow (2) Includes H2 in Fuel Loss 
(3) Includes Manufacturer's of .5 % 

TEST lA . 1155 1605 850 MW DRY RUN FINAL INDIVIDUAL AHS JDR-l10488 
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TEST 2A 
CONTRACT 'f CORRECTED TEST 2A 

SUMMARY FOR CONTR. WITH TEST 
SHEET CONDITIONS CONDITIONS 

Fuel CONTRACT TEST 
64 
0 

( 
AH Air Pass Flow 497.8 712.8 712.8 
Mill Inlet F 397.2 0.0 312.8 
Ave Air Ent AH F 66.7 66.9 72.4 

Gas 
Gas 
Gas 
Gas 
Gas Flow Ent AH 
Ave Gas AH 294.7 297.2 300.2 

Excess Air Econ % 17.0 17.0 16.3 
Excess Air Ent Pri AH % 17.0 16.4 

Air Sec AH % 17.0 16 3 
Excess Air Sec AH % 20.7 
Excess Air Pri AH % 39.0 
Excess Air to Burners % 15.0 15.0 14.2 
Sec AH 422 229 
Pri AH 0 142 

Moisture In Air .0067 .0067 .0049 
Gas Wt Econ 10.003 10.929 

) Air Wt to Burners 9.475 10.357 
Wet Gas Wt Econ 10.558 11.511 

Losses % 
Gas 4.84 5. 4.99 

H20 in Fuel (2) 5.15 .87 .79 
H2 in Fuel 4.29 4.34 
Moisture in Air .07 .06 .04 
Unburned Combustible .20 .06 .06 
Radiation .17 .17 .16 
Unaccounted (3) 1.00 .50 .50 

Summation of Losses 11.43 10.97 10.88 

% 88.57 89.03 89.12 

Unit MKB 6691.5 6691.5 6770 5 
Fuel MKB 7555.0 7516.0 7597.1 
Fuel Rate 686 2 682.7 635 0 

(1) Includes Pass Flow (2) Includes H2 in Fuel Loss 
(3) Includes Manufacturer's of .5 % 

TEST 2A 1025-1530 :250 MY D MILL OUT FINAL INDIVIDUAL AHS JDR-110488 



TEST 3A 
CONTRACT CORRECTED TEST 3A 

SUMMARY FOR CONTR. WITH TEST 
SHEET CONDITIONS CONDITIONS 

Fuel CONTRACT TEST 
Air 64 
Air 0 
Air (1) 
AH Air Pass Flow 497.8 750.2 750.2 
Mill Inlet F 397.2 0.0 303.1 
Ave Air Ent AH F 66.7 66.9 73.2 

736.0 729.7 729 
730 

Gas 
Ave Gas 294.7 309.4 312.8 

Excess Air Econ % 17.0 17.0 16.9 
Excess Air Ent Pri AH % 17.0 13.3 
Excess Air Ent Sec AH % .0 16.9 
Excess Air Sec AH % 22 4 
Excess Air Pri AH % 41.2 
Excess Air to Burners % 15.0 15.0 14.8 
Sec AH 422 287 
Pri AH 0 176 

Moisture In Air DA .0067 .0067 .0070 
Gas Wt Econ Fuel 10. 10 895 
Air Wt to Burners Fuel 9.472 10.319 

Wet Gas Wt Econ Fuel 10.555 11 494 

Losses % 
Gas 4 84 5 29 5.29 

H20 in Fuel (2) 5.15 .88 .81 
H2 in Fuel 4.31 4.35 
Moisture in Air .07 .06 .07 
Unburned Combustible .20 .09 .09 
Radiation .17 .17 .16 
Unaccounted (3) 1. 00 .50 .50 

Summation of Losses 11.43 11.30 11.27 

% 88.57 88.70 88.73 

Unit MKB 6691.5 6691. 5 6779 2 
Fuel MKB 7555.0 7544.0 7640.3 
Fuel Rate 686.2 685 2 645 6 

( Includes Pass Flow (2) Includes H2 in Fuel Loss 
(3) Includes Manufacturer's of .5 % 

TEST 3A 1320 1715 :846 MW E MILL OUT FINAL INDIVIDUAL AHS JDR-110488 



TEST 
CONTRACT CORRECTED TEST 4A 

SUMMARY FOR CONTR. WITH TEST 
SHEET CONDITIONS CONDITIONS 

'I Fuel CONTRACT TEST 
Air 64 
Air 0 
Air ( 
AH Air Pass Flow 497.8 754.8 754 8 
Mill Inlet F 397.2 0.0 300.8 
Ave Air Ent AH F 66.7 66.9 71. 7 

Gas 722.4 
Gas 722 
Gas 
Gas 
Gas Flow Ent AH 
Ave Gas 294.7 302.6 305.0 

Excess Air Econ % 17 0 17.0 17.8 
Excess Air Ent AH % 17.0 16.6 
Excess Air Ent Sec AH % 17.0 17.8 
Exces's Air Sec AH % 22.1 
Excess Air Pri AH % 42.5 
Excess Air to Burners % 15.0 15.0 15.7 
Sec AH 422 227 
Pri AH 0 161 

Moisture In Air DA .0067 .0067 .0071 
Gas Wt Econ Fuel 9.997 11.082 
Air Wt to Burners Fuel 9.469 10.502 

Wet Gas Wt Econ Fuel 10.552 11.680 

Losses % 
Gas 4.84 5.14 5.20 

H20 in Fuel (2) 5.15 .88 .75 
H2 in Fuel 4.30 4.32 
Moisture in Air .07 .06 .07 
Unburned Combustible .20 .12 .12 
Radiation .17 .17 .16 
Unaccounted (3) 1. 00 .50 .50 

Summation of Losses 11.43 11.17 11.12 

% 88.57 88.83 88.88 

Unit MKB 6691. 5 6691. 6818.1 
Fuel MKB 7555.0 7532.9 7671.1 
Fuel Rate 686.2 684.2 642.6 

(1) Includes Pass Flow (2) Includes H2 in Fuel Loss 
(3) Includes Manufacturer's of .5 % 

TEST 4A 1045 1435 :850 MW F MILL OUT FINAL INDIVIDUAL AHS JDR~110488 
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TEST SA 
CONTRACT CORRECTED TEST SA 

'f 

SUMMARY FOR CONTR. WITH TEST 
SHEET. CONDITIONS CONDITIONS 

Fuel CONTRACT TEST 
Air 64 
Air 0 
Air (1) 
AH Air 497.8 620.8 620.8 
Mill F 397.2 0.0 333.2 

F 66.7 66.9 68.7 

722.9 

Flow Ent AH 
Ave Gas AH 294.7 296.0 296.5 

Excess Air Econ % 17 0 17.0 16.8 
Excess Air Ent Pri AH % .0 16.9 

Air Ent Sec AH % 17.0 16.8 
Excess Air Sec AH % 21.2 
Excess Air Pri AH % 39.6 
Excess Air to Burners % 15.0 15.0 14.7 
Sec AH 422 222 
Pri AH a 158 

Moisture In Air DA .0067 .0067 .0075 
Gas Wt Econ Fuel 10.004 10.838 
Air Wt to Burners Fuel 9.476 10.258 

Wet Gas Wt Econ Fuel 10.559 11.442 

Losses % 
Gas 4.84 5.00 5.01 

H20 in Fuel (2) 5.15 .87 .85 
H2 in Fuel 4.29 4.29 
Moisture in Air .07 .06 .07 
Unburned Combustible .20 .05 .05 
Radiation .17 .17 .16 
Unaccounted (3) 1.00 .50 .50 

Summation of Losses 11.43 10.94 10.93 

% 88.57 89.06 89.07 

Unit MKB 6691.5 6691.5 6763.2 
Fuel MKB 7555.0 7513.5 7593.1 
Fuel Rate 686.2 682.4 641 3 

) Includes Pass Flow (2) Includes H2 in Fuel Loss 
(3) Includes Manufacturer's of .5 % 

TEST 5A 1005·1415 :847 MW H MILL OUT FINAL AHS JDR-ll0488 

1 



TEST 6A 
CONTRACT CORRECTED TEST 6A 

SUMMARY FOR CONTR. TEST 
SHEET CONDITIONS CONDITIONS 

Fuel CONTRACT 
Air 64 
Air 0 
Air (1) 
AH Air Pass Flow 497.8 662.4 662.4 
Mill Inlet F 397.2 0.0 327.1 
Ave Air Ent AH F 66.7 66.9 76.2 

/ 

Gas 
Ave Gas AH 294.7 300.0 305.3 

Excess Air Econ % 17 0 17.0 16.3 
Excess Air Ent Pri AH % 17.0 15.7 
Excess Air Ent Sec AH % 17.0 16 3 
Exces's Air Sec AH % 20.9 
Excess Air Pri AH % 40.3 
Excess Air to Burners % 15.0 15.0 14.2 

AH 422 230 
Pri AH 0 164 

Moisture In Air DA .0067 .0067 .0065 
Gas Wt Econ Fuel 10.005 10.728 
Air Wt to Burners Fuel 9.477 10.140 

Wet Gas Wt Econ Fuel 10.561 11.315 

Losses % 
Gas 4.84 5.08 5.01 

H20 in Fuel (2) 5.15 .88 .88 
H2 in Fuel 4.30 4.21 
Moisture in Air .07 .06 .06 
Unburned Combustible .20 .04 .04 
Radiation .17 .17 .16 
Unaccounted (3) 1.00 .50 .50 

Summation of Losses 11.43 11.03 10.86 

88.57 88.97 89.14 

Unit MKB 6691.5 669l.5 6766.8 
Fuel MKB 7555.0 7521.1 7591. 2 
Fuel Rate 686.2 683.1 644.6 

(1) Includes Pass Flow (2) Includes H2 in Fuel Loss 
(3) Includes Manufacturer' of .5 % 

TEST 6A 1025 1435 :849 MW G MILL OUT FINAL INDIVIDUAL AH JDR~110488 

I 1 



TEST 7A1 
CONTRACT CORRECTED TEST 7A1 

SUMMARY FOR CONTR. WITH TEST 
SHEET CONDITIONS CONDITIONS 

Fuel TEST 
Air 
Air 
Air 
AH Air 497.8 374.8 
Mill F 397.2 0.0 

F 66.7 65.6 

Econ 736.0 
AH 
AH 
AH 

Gas Flow Ent AH 
Ave Gas AH 294.7 261.9 269.4 

Excess Air Econ % 17.0 17.0 44.7 
Excess Air Ent Pri AH % 17.0 45.7 
Excess Air Ent Sec AH % 17.0 44.7 
Excess Air Sec AH % 55.1 
Excess Air Pri AH % 68.1 
Excess Air to Burners % .0 15.0 40.8 
Sec AH 422 286 
Pri AH 0 75 

Moisture In Air DA .0067 .0067 .0052 - Gas Wt Econ Fuel 10.001 13.335 
Air Wt to Burners Fuel 9.473 12.605 

Wet Gas Wt Econ Fuel 10. 13.937 

Losses % 
Gas 4.84 4.28 5 22 

H20 in Fuel (2) 5.15 86 .84 
H2 in Fuel 4.24 4.30 
Moisture Air .07 .05 .05 
Unburned Combustible .20 .08 .08 
Radiation .17 .17 .30 
Unaccounted (3) 1. 00 .50 .50 

Summation of Losses 11.43 10.18 11.29 

88.57 89.82 88.71 

Unit MKB 6691.5 6691.5 3603.3 
Fuel MKB 7555.0 7449.9 4061. 9 
Fuel Rate 686.2 676.6 342.8 

(1) Includes Pass Flow (2) Includes H2 in Fuel Loss 
(3) Includes Manufacturer's of .5 % 

TEST 7Al 2355-0040 :433 MW 50% LOAD FINAL INDIVIDUAL AHS JDR-I10488 

1 



TEST 7A2 
CONTRACT CORRECTED TEST 7A2 

SUMMARY FOR CONTR. WITH TEST 
SHEET CONDITIONS CONDITIONS 

Fuel CONTRACT TEST 
64 
0 

497.8 366.8 366.8 
F 397.2 0.0 318.8 
F 66.7 65.6 76.2 

Gas 
Gas 
Gas 
Gas 
Gas Flow Ent AH 
Ave Gas 294.7 253.6 263.1 

Excess Air Econ % 17.0 17.0 37.5 
Excess Air Ent Pri AH % 17.0 38.3 
Excess Air Ent Sec AH % 17.0 37.5 
Exces's Air % 46.6 
Excess Air % 75.7 
Excess Air to Burners % 15.0 15.0 33.5 
Sec AH 422 243 

AH 0 146 

Moisture In Air DA .0067 .0067 .0052 
Gas Wt Econ Fuel 10.001 12.685 
Air Wt to Burners Fuel 9.473 11.954 

Wet Gas Wt Econ Fuel 10.556 13.285 

Losses % 
Gas 4.84 4.10 4.80 

H20 in Fuel (2) 5.15 .86 .84 
H2 in Fuel 4.22 4.29 
Moisture in Air .07 .05 .05 
Unburned Combustible .20 .08 .08 
Radiation .17 17 .30 
Unaccounted (3) 1 00 .50 .50 

Summation of Losses 11.43 9.98 10.86 

% 88.57 90.02 89.14 

Unit MKB 669l.5 6691.5 3583 7 
Fuel MKB 7555.0 7433.3 4020.3 
Fuel Rate 686.2 675.1 339.3 

(1) Includes Pass Flow (2) Includes H2 in Fuel Loss 
(3) Includes Manufacturer's of .5 % 

TEST 7A2 0240 0355 435 MW 50% LOAD AFTER SOOTBLOWING RH JDR-110488 

1 



Fuel 
Air 
Air 
Air ( 
AH Air Pass Flow 
Mill Inlet 
Ave Air Ent AH 

Gas Flow Ent AH 
Ave Gas 

Excess Air Econ 
Excess Air Ent Pri AH 
Excess Air Ent Sec AH 
Excess Air Sec AH 
Excess Air Pri AH 
Excess Air to Burners 
Sec AH 
Pri AH 

Moisture In Air 
Gas Wt Econ 
Air Wt to Burners 

Wet Gas Wt Econ 

Losses 
Gas 

H20 in Fuel 
H2 in Fuel 
Moisture in Air 
Unburned Combustible 
Radiation 
Unaccounted 

Summation of Losses 

Unit 
Fuel 
Fuel Rate 

(1) Includes 
(3) Includes 

TEST 8A 0515-0715 

F 
F 

% 
% 
% 
% 
% 
% 

DA 
Fuel 
Fuel 
Fuel 

% 

% 

MKB 
MKB 

CONTRACT 
SUMMARY 
SHEET 

497.8 
397.2 
66.7 

294.7 

17.0 

15.0 
422 

0 

0067 

4.84 
(2) 5.15 

.07 

.20 

.17 
(3) 1.00 

11.43 

88.57 

6691 
7555.0 
686.2 

H2 in Fuel Loss 
% 

TEST 8A 
CORRECTED TEST 8A 
FOR CONTR. WITH TEST 

CONDITIONS CONDITIONS 

CONTRACT TEST 
64 

0 

489.5 489.5 
0.0 325.6 

66.1 74.1 

281.0 286.7 

17.0 20.3 
17.0 22.2 
17.0 20.3 

27.2 
51.1 

15.0 17 .6 
268 
148 

.0067 .0067 
10.002 11.268 

9.474 10.644 
10.557 11. 883 

4.69 4.81 
.87 .81 

4.27 4.39 
.06 .06 
.07 .07 
.17 .21 
.50 50 
.63 10.85 

89.37 89 15 

6691. 5 5139.8 
7487.4 5765.3 

680.1 482.0 

646 MW 75% LOAD FINAL INDIVIDUAL AHS JDR-II0788 
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APPENDIX 3 

BOILER OUTPUT CALCULATIONS 
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\ 

RB-61S 31 Oct 1988 13:39:13 

TEST NO 1A DATE TIME START 1155 TIME END 1605 

USING MEASURED FW FLOW 
USING DATA CHOICE 1 

DRUM, SAT FLUID 
DRUM, SAT V AFOR 
DRUM, BLOWDOWN 
SH SPRAY 
ENT SEC. 
LVG PRI 2 
ENT PRI-2 
LVG PRI-1 
ENT ECON 
LVG SEC SH 
ENT RH -1 ATTEMP 
ENT RH-1 
LVG RH-1 
NO 1 HTR FW ENT 
NO. 1 HTR FW LVG 
NO. 1 HTR DRAIN 
NO. 1 HTR EXTR 
NO. 2 HTR FW ENT 
NO. 2 HTR FW LVG 
NO. 2 HTR DRAIN 
NO. 2 HTR EXTR 
RH-1 SPRAY 
CORR ENT RH-1 
1st STAGE SPRAY 
2nd STAGE SPRAY 
RH-1 SPRAY 

FLOWS 

STEAM LVG SEC SH 
STEAM LVG PRI 2 SH 
STEAM LVG PRI 1 SH 
FEEDWATER TO ECON 
BLOWDOWN 
SH EXTRACTION 
STEAM LVG RH-1 

P 2629.2 PSIG 
P - 2629.2 PSIG 
P 2629.2 PSIG 

.2 psrG 
P 2525.9 PSIG 
P - 2525 9 PSIG 
P - 2558.5 PSIG 
P - 2558.5 PSIG 
P 2679.2 psrG 
P 2406.3 PSIG 
P 548.1 PSIG 
P 548.1 PSIG 
P 507.7 PSIG 

2679.2 PSIG 
P - 2679 2 PSIG 
P 1047.3 PSIG 
P - 1047.3 PSIG 
P - .2 PSIG 
P .2 PSIG 
P 533.2 PSIG 
P - 533.2 PSIG 
P - 748.1 PSIG 
P 548.1 PSIG 

MEASURED 34. 7 
MEASURED 12.1 
MEASURED 33.8 

T - 676.4 F H 750.1 
T 676.4 F H 1076.8 
T 676.4 F H 750.1 
T - 344.4 F H 320.2 
T 773.7 F H 1274.0 
T 775 9 F H 1276.4 
T - 718.4 F H 1198.6 
T 722.7 H 1205.5 
T - 549.0 F H 545.4 
T 1006.8 F H - 1464.7 
T - 625.0 F H - 1309.4 
T 596.3 F H 1291.2 
T - 1017.3 F H 1529.0 
T 471.5 F H 455.4 
T - 549.2 F H - 545.6 
T - 485.6 F H 471.0 
T 794.3 F H - 1383.1 
T - 393.6 F H - 371.3 
T 471.5 F H - 455.4 
T 402.5 F H - 378.2 
T - 623.4 F H 1309.6 
T 338.5 F H 310.8 
T 614.3 F H 1302.7 

CALCULATED "47.2 USED C 
CALCULATED 15.3 USED C 
CALCULATED 92.3 USED M 

6126.5 
6111.2 

- 6064.1 
6064.1 

o 0 

BOILER 
BLOWDOWN HEAT 
EXTRACTION HEAT 
SUPERHEATER 
REHEATER 1 
REHEATER 2 
TOTAL OUTPUT 

3222.4 
0.0 
0.0 

2424 2 
- 113 .7 

o 0 
6782.3 

STEAM ENT RH-l ATTEMP -
NO. 1 HTR. EXTR. FLOW 
NO. 2 HTR. EXTR. FLOW 
TURB LKG 

o 0 
5017.6 
4983.8 

599.5 
488.0 

55.3 

1 
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RB-615 

TEST NO 2A DATE 

USING MEASURED FW FLOW 
USING DATA CHOICE 1 

DRUM, SAT FLUID 
DRUM, SAT VAPOR 
DRUM, BLOWDOWN 
SH SPRAY 
ENT SEC. 
LVG PRI-2 
ENT PRI-2 
LVG PRI-1 
ENT ECON 
LVG SEC SH 
ENT RH-1 ATTEMP 
ENT RH-l 
LVG RH-l 
NO. 1 HTR FW ENT 
NO. 1 HTR FW LVG 
NO. 1 HTR DRAIN 
NO. 1 HTR EXTR 
NO. 2 HTR FW ENT 
NO. 2 HTR FW LVG' 
NO. 2 HTR DRAIN 
NO. 2 HTR EXTR 
RH-1 SPRAY 
CORR ENT RH-1 

31 Oct 1988 13:40:06 

TIME START 1025 TIME END 1530 

P - 2632.8 PSIG T - 676.6 F H - 750.5 
P 2632.8 PSIG T 676.6 F H 1076.3 
P - 2632.8 PSIG T - 676.6 F H - 750.5 
P - 2782.8 PSIG T - 337.3 F H 312.9 
P 2528.3 PSIG T 772.6 F H 1272.6 
P 2528.3 PSIG T 774.5 F H 1274 7 
P 2561.3 PSIG T 713.1 F H - 1189.2 
P - 2561.3 PSIG T - 714.9 F H 1192.3 
P 2682 8 PSIG T 548.2 F H 544.3 
P 2407.3 PSIG T 1002. F H - 1461. 8 
P - 543.0 PSIG T - 619.3 F H - 1306 3 
P - 543.0 PSIG T - 616.7 F H - 1304.7 
P 502.9 PSIG T 1008.7 F H 1524.5 
P - 2682.8 PSIG T - 474.8 F H - 459.1 
P 2682.8 PSIG T 548.7 F H 545.0 
P 1043.0 PSIG T 485.1 F H 470.3 
P 1043.0 PSIG T - 789.2 F H 1380.1 
P 2682.8 PSIG T 392.2 F H- 369.9 
P 2682.8 PSIG T - 474.8 F H 459.1 
P 528 3 PSIG T - 401.4 F H - 377 .0 
P - 528.3 PSIG T 617.7 F H - 1306.5 
P 743.0 PSIG T 95.8 F H - 65.8 
P - 543.0 PSIG T - 615.9 F H 1304.2 

1st STAGE SPRAY MEASURED 10.0 CALCULATED 21. 8 USED 
2nd STAGE SPRAY MEASURED 0.0 CALCULATED 13.4 USED 
RH-1 SPRAY MEASURED 8.7 CALCULATED 6.6 USED 

FLOWS HEAT ABSORPTION 

STEAM LVG SEC SH 6167.1 BOILER 3262.3 
STEAM LVG 2 SH 6153.7 BLOWDOWN HEAT 0.0 
STEAM LVG 1 SH 6131. 9 EXTRACTION HEAT 0.0 
FEEDwATER TO ECON 6131. 9 SUPERHEATER 2404.3 
BLOWDOWN 0.0 REHEATER 1 - 1104.0 
SH EXTRACTION 0.0 REHEATER 2 0.0 
STEAM LVG RH-l 5010.7 TOTAL OUTPUT 6770.5 
STEAM ENT RH-l ATTEMP - 5002.1 
NO. 1 HTR. EXTR. FLOw 578.8 
NO. 2 HTR. EXTR. FLOw 530 6 
TURB LKG 55.6 

C 
C 
M 



RB-615 

TEST NO 3A DATE 

USING MEASURED FW FLOW 
USING DATA CHOICE 1 

DRUM, SAT FLUID 
DRUM, SAT VAPOR 
DRUM, SLOWDOWN 
SH SPRAY 
ENT SEC. 
LVG PRI 2 
ENT PRI-2 
LVG PRI-1 
ENT ECON 
LVG SEC SH 
ENT RH-1 ATTEMP 
ENT RH-1 
LVG RH-1 
NO. 1 HTR FW ENT 
NO. 1 HTR FW LVG 
NO. 1 HTR DRAIN 
NO. 1 HTR EXTR 
NO. 2 HTR FW ENT 
NO. 2 HTR FW LVG 
NO. 2 HTR DRAIN 
NO. 2 HTREXTR 
RH-1 SPRAY 
CORR ENT RH-l 

31 Oct 1988 D: :01 

TIME START 1320 TIME END 1715 

P 2629.1 PSIG T - 676.4 F H 750 1 
P 2629.1 PSIG T - 676.4 F H 1076.8 
P - 2629.1 PSIG T 676.4 F H - 750.1 
P - 2779.1 PSIG T 343.4 F H 319 2 
P 2524.4 PSIG T .9 F H - 1274.3 
P - 2524.4 PSIG T 781.2 F H 1282.0 
P 2557.4 PSIG T - 718.3 F H 1198.6 
P 2557.4 PSIG T 719.8 F H - 1201.0 
P - 2679.1 PSIG T 548.9 F H 545.1 
P 2403.1 PSIG T 1008 7 F H ;,. 1466.1 
P - 545.3 PSIG T 625.2 F H 1309.8 
P - 545 3 PSIG T - 622 2 F H - 1307.9 
P - 505.2 PSIG T 1009 6 F H 1524.9 
P - 2679.1 PSIG T - 475.5 F H - 459.8 
P 2679.1 PSIG T 549.3 F H 545.7 
P - 1049.9 PSIG T 484.6 F H - 469.8 
P 1049.9 PSIG T - 796.2 F H 1384.1 
P 2679.1 PSIG T 392.7 F H 370.4 
P - 2679.1 PSIG T - 475.5 F H - 459.8 
P 530.5 T 401 9 H 377 5 
P 530. PSIG T 623.6 F H - 1309.9 
P - 745.3 PSIG T - 95.9 F H 65.9 
P 545.3 PSIG T 622.4 F H 1308.0 

STAGE SPRAY MEASURED 9.5 CALCULATED 16.6 USED 
2nd STAGE SPRAY MEASURED 43.4 CALCULATED 49.1 USED 
RH-l SPRAY MEASURED 7.1 CALCULATED 7.5 USED 

FLOWS HEAT ABSORPTION 

STEAM LVG SEC SH 6163.9 BOILER 3241. 9 
STEAM LVG PRI-2 SH - 6114.7 BLOWDOWN HEAT 0.0 
STEAM LVG PRI-1 SH - 6098.1 EXTRACTION HEAT 0.0 
FEEDWATER TO ECON - 6098.1 SUPERHEATER 2449.7 
BLOWDOWN 0.0 REHEATER 1 1087 6 
SH EXTRACTION o 0 REHEATER 2 0.0 
STEAM LVG RH-l 5014. TOTAL OUTPUT 6779.2 
STEAM ENT RH-1 ATTEMP 5007. 
NO. 1 HTR. EXTR. FLOW 573.0 
NO. 2 HTR. EXTR. FLOW 527.9 
TURB LKG 6 

1 

C 
C 
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RB-615 31 Oct 1988 13:41:52 

TEST NO 4A DATE TIME START 1045 TIME END 1435 

USING MEASURED FW FLOw 
USING DATA CHOICE 1 

DRUM, SAT FLUID 
DRUM, SAT VAPOR 
DRUM, BLOWDOWN 
SH SPRAY 
ENT SEC. 
LVG PRI-2 
ENT PRI-2 
LVG PRI-1 
ENT ECON 
LVG SEC SH 
ENT RH-1 ATTEMP 
ENT RH-1 
LVG RH-l 
NO. 1 HTR FW ENT 
NO. 1 HTR FW LVG 
NO. 1 HTR DRAIN 
NO. 1 HTR EXTR 
NO. 2 HTR FW ENT 
NO. 2 HTR FW LVG 
NO. 2 HTR DRAIN 
NO. 2 HTR EXTR 
RH-1 SPRAY 
CORR ENT RH-l 

P 2629.0 PSIG 
P 2629.0 PSIG 
P 2629.0 PSIG 
P 2779.0 PsrG 
P 2524.7 PSIG 
P - 2524.7 PSIG 

2557.7 PSIG 
P 2557.7 PSIG 
P - .0 PSIG 
P 2403.9 PSIG 
P - 545.1 PSIG 
P - 545.1 PsrG 
P 504.8 PSIG 
P 2679.0 PSIG 
P 2679.0 PSIG 
P 1048.4 PSIG 
P 1048.4 PSIG 
P - 2679.0 PSIG 
P 2679.0 PSIG 
P 530.5 PSIG 
P - 530.5 PSIG 
P 745.1 PSIG 
P - 545.1 PSIG 

1st STAGE SPRAY MEASURED 9.9 

T 676.4 F H - 750.0 
T 676.4 F H - 1076.8 
T - 676.4 F H 750.0 
T - 337.0 F H 312.6 
T 767.9 F H 1267.8 
T 784.7 F H 1285.6 
T - 718.8 F H 1199.3 

721.3F H - 1203.4 
T 549.3 H 545.7 
T - 1008 F H - 1466.0 
T 625.4 F H - 1309.9 
T 622.0 F H 1307.8 
T - 1009.6 F H 1524.9 
T 475.6 F H - 460.0 
T 544.1 F H 539.4 
T - 485.8 F H - 471.1 
T 787.9 F H 1379.0 
T - 392.8 F H - 370.5 

475.6 F H 460.0 
T 402.0 F H 377.6 
T - 623.5 F H - 1309.9 
T 92.3 F H 62.3 
T 622.6 F H 1308.2 

CALCULATED 27.5 USED 
2nd STAGE SPRAY MEASURED 104.3 CALCULATED 112.9 USED 
RH-l SPRAY MEASURED 7.1 CALCULATED 8.5 USED 

FLOwS HEAT ABSORPTION 

STEAM LVG SEC SH 6177.8 BOILER 3206.4 
STEAM LVG PRI 2 SH 6065.0 BLOWDOWN HEAT 0.0 
STEAM LVG PRI 1 SH 6037 5 EXTRACTION HEAT 0.0 
FEEDwATER TO ECON - 6037.5 SUPERHEATER 2511 6 
BLOWDOWN 0.0 REHEATER 1 - 1100.1 
SH EXTRACTION o 0 REHEATER 2 0.0 

LVG RH-1 5074.5 TOTAL OUTPUT 6818.1 
STEAM ENT RH-1 ATTEMP - 5067.4 
NO 1 HTR. EXTR. FLOw 528.1 
NO. 2 HTR. EXTR. FLOw - 526.6 
TURB LKG 55.7 

1 
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-615 31 Oct 1988 13:42:42 

TEST NO SA DATE TIME START 1005 TIME END 1415 

USING MEASURED FW FLOW 
USING DATA CHOICE 1 

SAT FLUID 
DRUM, SAT VAPOR 
DRUM, BLOWDOWN 
SH SPRAY 
ENT SEC. 
LVG PRI 2 
ENT PRI 2 
LVG PRI 1 
ENT ECON 
LVG SEC SH 
ENT RH-l ATTEMP 
ENT RH-l 

RH-1 
NO. 1 HTR FW ENT 
NO. 1 HTR FW LVG 
NO. 1 HTR DRAIN 
NO. 1 HTR EXTR 
NO. 2 HTR FW ENT 
NO. 2 HTR FW LVG 
NO. 2 HTR DRAIN 
NO. 2 HTR EXTR 
RH-l SPRAY 
CORR ENT RH-l 
1st STAGE SPRAY 
2nd STAGE SPRAY 
RH-1 SPRAY 

FLOWS 

STEAM LVG SEC SH 
STEAM LVG PRI 2 SH 
STEAM LVG PRI 1 SH 
FEEDWATER TO ECON 
BLOWDOWN 
SH EXTRACTION 
STEAM LVG RH-1 

P 2627.9 PSIG 
P - 2627 9 PSIG 
P - 2627.9 PsrG 
P 2777.9 PSIG 
P - 2524.4 PSIG 
P - 2524.4 PsrG 
P 2557.1 PSIG 
P 2557.1 PSIG 
P 2677.9 PSIG 
P 2404.5 PSIG 
P 540.6 PSIG 
P - 540.6 PSIG 
P - 500.8 PsrG 

2677.9 PsrG 
P 2677 9 PSIG 
P - 1035.4 PSIG 

1035.4 PSIG 
P 2677.9 PSIG 
P - 2677.9 PSIG 
P - 526.1 PsrG 
P - 526.1 PSIG 
P - 740.6 PSIG 
P 540.6 PSIG 

MEASURED 9 .4 
MEASURED 34.2 

8.6 

T - 676.3 F H 749 9 
T - 676.3 F H 1076.9 
T 676.3 F H - 749.9 
T 342.5 F H 318.3 
T - 776.5 F H 1277.1 

783.6 F H - 1284.5 
T 717.4 F H 1197.1 
T - 719.7 F H 1200.9 
T - 548.3 F H - 544.5 
T - .7 H 1466.0 
T - 624.3 F H - 1309.6 
T 1 F H 1307.6 
T 1009.6 F H 1525.1 
T 474.5 F H 458.8 
T - 548.9 F H - 545.2 
T 496.8 F H 484.0 
T - 794.3 F H "" 1383.7 
T - 392.1 F H - 369.7 
T .5 F H 45S.8 
T - 401.2 F H - 376.7 

622.6 F H .7 
T - .1 F H - 21S.1 
T 621.3 F H 1307.7 

CALCULATED 25.8 USED C 
CALCULATED 46.S USED C 
CALCULATED 9.1 USED M \ 

HEAT ABSORPTION 

6142.0 
6095.2 

- 6069.5 
- 6069 

BOILER 
BLOWDOWN HEAT 
EXTRACTION HEAT 
SUPERHEATER 
REHEATER 1 
REHEATER 2 
TOTAL OUTPUT 

- 3231.4 
0.0 
0.0 

"" 2445.0 
'" 1086.8 

0.0 
- 6763.2 

0.0 
0.0 

- 5000.0 
4991.3 

582.9 
STEAM ENT RH-l ATTEMP 
NO. 1 HTR. EXTR. FLOW -
NO. 2 HTR. EXTR. FLOW 
TURB LKG 

512.4 
55.4 

1 



( 

RB 615 

TEST NO 6A DATE 

USING MEASURED FW FLOW 
USING DATA CHOICE 1 

DRUM, SAT FLUID 
DRUM, SAT VAPOR 
DRUM, BLOWDOWN 
SH SPRAY 
ENT SEC. 
LVG PRI 2 
ENT PRI 2 
LVG PRI 1 
ENT ECON 
LVG SEC SH 
ENT RH-l ATTEMP 
ENT RH-1 
LVG RH-1 
NO. 1 HTR FW ENT 
NO. 1 HTR FW LVG 
NO. 1 HTR DRAIN 
NO. 1 HTR EXTR 
NO.2 HTR FW ENT 
NO.2 HTR FW LVG 
NO. 2 HTR DRAIN 
NO. 2 HTR EXTR 
RH-1 SPRAY 

31 Oct 1988 13:43:33 

TIME START 1025 TIME END 1435 

P 2627.9 PSIG 
P 2627.9 PSIG 

- 2627.9 psrG 
P 2777.9 PsrG 
P 2524.8 PsrG 
P - 2524.8 psrG 
P - 2557.3 psrG 
P - 2557.3 PSIG 
P - 2677 9 PSIG 
P 2405.4 PSIG 
P 542.1 PSIG 
P - 542.1 psrG 
P - 502.1 psrG 
P - 2677.9 psrG 
P - 2677.9 PsrG 
P 1042.5 psrG 
P 1042.5 PSIG 
P - 2677.9 PSIG 
P 2677.9 PSIG 
P - 527.5 PsrG 
P 527.5 PsrG 
P 742.1 PSIG 
P - 542.1 PSIG 

T - 676.3 F H 749.9 
T - 676.3 F H - 1076.9 
T 676.3 F H 749.9 

- 343 4 F H 319.2 
T 770.9 F H 1271.0 
T - 781.2 F H 1282 0 
T - 716.2 F H - 1195.0 
T 717.8 F H - 1197.8 
T - 548.6 F H 544.8 
T - 1008.5 F H - 1465.9 
T 624.8 F H 1309.8 
T 621.6 F H 1307.8 
T 1009.6 F H 1525.0 
T - 475.0 F H - 459.3 
T - 549.2 F H - 545.5 
T 485.2 F H 470.5 
T 795.2 F H 1383.9 
T - 392.4 F H - 370.0 
T 475.0 F H 459.3 
T - 401.5 F H - 377.0 
T 623.0 F H 1309.8 
T 246.8 F H 216.8 
T - 621.2 F H - 1307.5 CORR ENT RH~ 1 

1st STAGE SPRAY 
2nd STAGE SPRAY 
RH~1 SPRAY 

MEASURED 8.9 
MEASURED 58.3 
MEASURED 10 .4 

CALCULATED 18.9 USED C 
CALCULATED 69.7 USED C 
CALCULATED 9.2 USED M 

FLOWS 

STEAM LVG SEC SH 
STEAM LVG PRI-2 SH 
STEAM LVG PRI-l SH 
FEEDWATER TO ECON 
BLOWDOWN 

- 6142.8 
- 6073.1 

SH EXTRACTION 
STEAM LVG RH ~ 1 
STEAM ENT RH-l ATTEMP -
NO 1 HTR. EXTR. FLOW 
NO. 2 HTR. EXTR. FLOW -
TURB LKG 

6054.2 
6054.2 

0.0 
o 0 

5004.2 
4993 8 

571.5 
522.1 
55.4 

HEAT ABSORPTION 

BOILER 
BLOWDOWN HEAT 
EXTRACTION HEAT 
SUPERHEATER 
REHEATER 1 
REHEATER 2 
TOTAL OUTPUT 

- 3221. 6 
0.0 
0.0 

- 2456.7 
- 1088.5 

0.0 
- 6766.8 

1 
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RB-615 

TEST NO 7A1 DATE 

USING MEASURED FW FLOW 
USING DATA CHOICE 1 

DRUM. SAT FLUID 
DRUM, SAT VAPOR 
DRUM, BLOWDOWN 
SH SPRAY 
ENT SEC. 
LVG PRI 2 
ENT PRI-2 
LVG PRI-1 
ENT ECON 
LVG SEC SH 
ENT RH -1 ATTEMP 
ENT RH-l 
LVG RH-1 
NO. 1 HTR FW ENT 
NO. 1 HTR FW LVG 
NO. 1 HTR DRAIN 
NO. 1 HTR EXTR 
NO. 2 HTR FW ENT 
NO. 2 HTR FW LVG 
NO. 2 HTR DRAIN 
NO. 2 HTR EXTR 
RH-1 SPRAY 

31 Oct l7:J8 13 :44: 33 

TIME START 2355 TIME END 0040 

.7 PSrG 
P - 2432.7 PSIG 
P 2432.7 PSrG 
P - 2582.7 PSIG 
P 2417.6 PSIG 
P 2417.6 PSrG 
P - .4 PSrG 
P 2422.4 psrG 
P - 2482.7 PSIG 
P 2400.0 PSrG 
P 271 0 PSrG 
P - 271 0 PsrG 
P 250.7 psrG 
P 2482.7 psrG 
P - 2482.7 PSIG 
P 514.6 PSIG 
P 514.6 PSIG 
P 2482.7 PSrG 
P - 2482.7 PSIG 
P - 263.6 psrG 
P 263.6 psrG 
P - 471.0 PSIG 
P 271.0 PSIG 

T 665.0 F H - 724.9 
T 665.0 F H 1098.9 
T - 665.0 F H - 724.9 
T - 308.4 F H 283.0 
T - 762.5 F H - 1270.8 
T - 767.9 F H - 1276.5 
T .5 F H - 1190.6 
T - 704.3 F H 1193.5 
T 473.7 F H 457.7 
T 999.8 F H - 1460.3 
T 543.7 F H 1285.0 
T 541. F H 1283.5 
T - 993.2 F H 1523.6 
T - 411.2 F H 389 7 
T - 474.3 F H 458. 
T 391.7 F H 366.5 
T - 691.2 F H - 1351.0 
T 341 2 F H - 316.4 
T 411.2 F H 389.7 
T 346.0 F H 317.8 
T - 542.0 F H - 1284.7 
T 111.9 F H 81.1 
T - 537.2 F H - 1281.2 CORR ENT RH-1 

1st STAGE SPRAY 
2nd STAGE SPRAY 
RH-1 SPRAY 

MEASURED 6.3 CALCULATED 9.7 USED C 
MEASURED 0 . 0 
MEASURED 7 9 

FLOWS 

STEAM LVG SEC SH 
STEAM LVG PRI 2 SH 
STEAM LVG PRI 1 SH 
FEEDWATER TO ECON 
BLOWDOWN 
SH EXTRACTION 
STEAM LVG RH-1 
STEAM ENT RH-1 ATTEMP -
NO. 1 HTR. EXTR. FLOW 
NO. 2 HTR. EXTR. FLOW
TURB LKG 

2976.5 
2959 3 
2949.6 
2949.6 

0.0 
0.0 

2534.9 
2526.9 
205.9 
213.2 

30.5 

CALCULATED 17 2 USED C 
CALCULATED 3.0 USED M 

HEAT ABSORPTION 

BOILER 
BLOWDOWN HEAT 
EXTRACTION HEAT 
SUPERHEATER 
REHEATER 1 
REHEATER 2 
TOTAL OUTPUT 

- 1891. 2 
0.0 
0.0 

- 1097.8 
614.4 

0.0 
3603.3 

1 



RB-615 

TEST NO 7A2 DATE 

USING MEASURED FW FLOw 
USING DATA CHOICE 1 

DRUM, SAT FLUID 
DRUM, SAT VAPOR 
DRUM, BLOWDOWN 
SH SPRAY 
ENT SEC. 
LVG PRl 2 
ENT PRI-2 
LVG PRI 1 
ENT ECON 
LVG SEC SH 
ENT RH -1 ATTEMP 
ENT RH-1 
LVG RH-1 
NO. 1 HTR FW ENT 
NO.1 HTR FW LVG 
NO. 1 HTR DRAIN 
NO. 1 HTR EXTR 
NO. 2 HTR FW ENT 
NO 2 HTR FW LVG 
NO. 2 HTR DRAIN 
NO. 2 HTR EXTR 
RH-1 SPRAY 

31 Oct 1988 13:45:27 

TIME START 0240 TIME END 0355 

P 2440.2 PSIG 
P 2440.2 PSIG 
P - 2440.2 PSIG 
P 2590.2 PSIG 
P 2424.4 PSIG 
P - 2424.4 PSIG 
P 2429.4 PSIG 
P 2429.4 PSIG 
P - 2490.2 PSIG 
P - 2406.1 PSIG 
P 271.6 PSIG 
P 271.6 PSIG 
P - 251. 5 PSIG 
P 2490 2 PSIG 
P .2 PSIG 

518.9 PSIG 
P - 518.9 PSIG 
P - 2490.2 PSIG 
P 2490.2 PSIG 
P 264.2 PSIG 
P - 264.2 PSIG 
P- 471.6PSIG 
P 271.6 PSIG 

T 665.4 F H - 725.9 
T - 665 4 F H 1098.1 
T 665.4 F H - 725 9 
T 289.6 F H - 263.9 
T - 755.9 F H 1262.9 
T 761.0 F H - 1268.5 
T 696.6 F H 1179.0 
T - 698.0 F H 1181.6 

474.7 F H - 458.9 
T - 1002 1 F H 1461.6 
T 544.0 F H - 1285.1 
T - 541.5 F H 1283.7 
T 964.9 F H 1508.7 
T - 411.4F H - 390.0 
T - .4 F H 459.6 
T 415.4 F H - 392.1 
T 693.9 F H 1352.3 
T - 341.0 F H - 316 2 
T - 411.4 F H - 390.0 
T 345.8 F H 317.6 
T 542.3 F H - 1284.8 
T - 108.8 F H - 78.1 
T 537.5 F H 1281.3 CORR ENT RH-1 

1st STAGE SPRAY 
2nd STAGE SPRAY 
RH-1 SPRAY 

MEASURED 7 . 2 CALCULATED 8.4 USED C 

FLOWS 

STEAM LVG SEC SH 
STEAM LVG PRI-2 SH 
STEAM LVG PRI-1 SH 
FEEDWATER TO ECON 
BLOWDOWN 
SH EXTRACTION 
STEAM LVG RH-l 

MEASURED 0.0 
MEASURED 7.9 

2992.0 
2975.1 

- 2966.8 
- 2966.8 

STEAM ENT RH-1 ATTEMP -
NO. 1 HTR. EXTR. FLOW -
NO. 2 HTR. EXTR. FLOW -
TURB LKG 

0.0 
0.0 

2544.4 
2536. 

215.2 
209 7 

30.6 

CALCULATED -16.9 USED C 
CALCULATED 3.0 USED M 

HEAT ABSORPTION 

BOILER 
BLOWDOWN HEAT 
EXTRACTION HEAT 
SUPERHEATER 
REHEATER 1 
REHEATER 2 
TOTAL OUTPUT 

1896.5 
0.0 
0.0 

1108.7 
578.5 

0.0 
3583.7 

1 



RB-615 31 Oct 1988 13:46:25 

TEST NO 8A DATE TIME START 0515 TIME END 0715 

USING MEASURED FW FLOW 
USING DATA 1 

SAT FLUID P - 2508.3 PSIG T - 669.5 F H 734.6 
DRUM, SAT VAPOR P 2508.3 PSIG T 669. H 1090.8 
DRUM, BLOWDOWN P - 2508.3 PSIG T 669.5 F H - 734.6 
SH SPRAY P 2658.3 PSIG T 320.8 F H - 295.8 
ENT SEC. P 2460.2 PSIG T 747.2 F H - 1249.5 
LVG PRI-2 P 2460.2 PSIG T 774.4 F H - 1279.9 
ENT PRI 2 P - 2475.4 PSIG T - 702.0 F H 1182.0 
LVG PRI-1 P 2475.4 T 703.9 F H 1185.3 
ENT ECON P - 2558.3 PSIG T 515.1 F H 504.9 
LVG SEC SH P 2404.4 PSIG T - 1006.9 F H 1464.9 
ENT RH-l ATTEMP P 402.5 583 7 F H - 1296.3 
ENT RH-1 P - 402 PSIG T - 581.3 H 1294 9 
LVG RH-l P 372 1 PsrG T 1013.2 F H - 1530.6 
NO. 1 HTR FW ENT P - 2558.3 PSIG T - 447.0 F H 428.4 
NO. 1 HTR FW LVG P 2558.3 PsrG T 516.0 F H - 506.0 
NO. 1 HTR DRAIN P - 764.7 PSIG T - 453.4 F H 434.2 
NO. 1 HTR EXTR P 764.7 PSIG T 742.0 F H - 1366.2 
NO. 2 HTR FW ENT P - 2558.3 PSIG T - 370.3 F H 346.7 
NO. 2 HTR FW LVG P 2558.3 PSIG 447.0 F H 428.4 
NO. 2 HTR DRAIN P - 392.0PSIG T - 376.8 F H - 350 5 

I NO. 2 HTR EXTR P 392.0 PSIG T 582.1 F H 1296.3 l RH-1 SPRAY P 602.5 PSIG T 106.7 F H - 76.3 
CORR ENT RH-1 P 402.5 PSIG T - 579.4 F H 1293.7 
1st STAGE SPRAY MEASURED 8.6 CALCULATED ·15.6 USED C 
2nd STAGE SPRAY MEASURED 128.0 CALCULATED 136.2 C 
RH-l SPRAY MEASURED 7.9 CALCULATED 4.3 USED M 

FLOWS HEAT ABSORPTION 

STEAM LVG SEC SH - 4411.1 BOILER 2495.3 
STEAM LVG PRI-2 SH - 4274.9 BLOWDOWN HEAT 0.0 
STEAM LVG PRI-1 SH - 4259.2 EXTRACTION HEAT 0.0 
FEEDWATER TO ECON - 4259.2 SUPERHEATER 1771.0 
BLOWDOWN 0.0 REHEATER 1 873.5 
SH EXTRACTION 0.0 REHEATER 2 0.0 
STEAM LVG RH-l 3686.9 TOTAL OUTPUT - 5139. B 
STEAM ENT RH-1 ATTEMP 3679.0 
NO. 1 HTR. EXTR. FLOW - 354.5 
NO. 2 HTR. EXTR. FLOW 336.4 
TUR.B LKG 41 3 

1 
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APPENDIX 4 

GAS SAMPLING GRID TRAVERSE DATA 



BABCOCK AND WILCOX CO. 
DENVER FIELD SERVICE 

TO: CHUCK FINNEGANj IPP 

FROM: J. MIHALICH, .; 8a.W SERVICE 

RE: RB-615; GAS GRID FECHHEIMER TRAVERSES DATE: 05/25/88 

THE FECHHEIMER TRAVERSES AT THE COMPOSITE GAS GRID LOCATIONS 
HAVE BEEN . LISTED BELOW ARE THE WEIGHTED AND ARITHMETIC 
AVERAGES FOR TEMPERATURE AND 02 BY DUCT. 

TEMPERATURE AVERAGE 02 AVERAGE 
LOCATION ARITHMETIC WEIGHTED ARRITHMETIC WEIGHTED 

EAST ECON OUT 723 725 4.2% 4.2'Y. 
WEST ECON OUT 724 727 4.3% 4.3% 

EAST PRI GAS IN 716 717 3.1 'Y. 3.0% 
WEST I GAS IN 706 706 3.3% 3.3% 

EAST PRI GAS OUT 291 290 S.6% 6.8% 
WEST PRl GAS OUT 306 305 6.0% 6.0% 

EAST BAG GAS IN 286 286 4.8% 4.9% 
CENTER BAG GAS IN 311 311 4.2'Y. 4.2% 
WEST BAG GAS IN 295 295 5.5% .6% 

AS CAN BE SEEN FROM THE DATA, THE DIFFERENCE BETWEEN THE 
WEIGHTED AND ARITHMETIC AVERAGES IS QUITE SMALL. THERE SHOULD BE NO 
PROBLEM IN USING COMPOSITE GAS GRIDS AT ANY OF THESE LOCATIONS. 

ALL CALCULATED DATA SHEETS ARE LOCATED IN APPENDIX A. THIS 
DATA WAS REDUCED USING THE SAME SOFTWARE AND METHODS AS THE UINT #1 
AIRHEATER TEST OF 6/87. RAW DATA SHEETS ARE IN APPENDIX B AND THE 
ORININAL DATA SHEETS CAN BE SUPPLIED UPON 

IF YOU HAVE ANY QUESTIONS OR NEED ADDITIONAL INFORMATION, 
PLEASE CONTACT ME AT X-5395. 

CC: Te HEll; 8&W BARBERTON 
DC LANGLEY; B&W DENVER 
FJ MC GINLEY; B&W DENVER 
PHIL TICE; IPse 
AARON NISSEN; JPSC 
FILE' 

1 



APPENDIX A 



DATE 51 I 88 
" 

LOCATION EAST ECON OUTLET 
FILE IDENITY 

IC PRESSURE = 25 48 
IOENTY '" E-8 

A0 .. t.t0640E1'00 
AI '" 4.40463E-06 

PROBE A2 .. -9.96.261 II 
PROBE A3 1.87291E- 5 
PROBE A4 .. .81710E-20 
DUCT AREA 848.0 

NOTE: ALL CO2 VALUES ARE 8. BASED ON FUEL AND 02 

TAP POINT CORR V 1.02 " CO2 V LOC/AVe WTO " 02 WTO "CO2 WTD T=' 
t I 4. I 15.0 .84 3.5 1 .7 
I 2 4059 :3 9 15.2 1.48 5.8 22.5 tC~ 

1 3 38 4 4 15.0 5.8 20.7 s-
1 4 3145 4.8 14.4 1.14 5.5 16. 
I 5 3404 5.2 14. I 1.24 6.4 17.4 - ' 

1 6 3197 5.3 14.0 I 16 6. 6.2 
t 7 2950 5.4 13.9 1.07 5.8 14.9 

TAP POINT CORR V "02 V LOCiAVG WTO " 02 WTO XC02 WTD 
.2 t 1713 4.0 .62 2 5 9.4 4. 

2 2 4216 3.6 I. 5.5 23.7 !0 

2 3 3.9 1.37 5.3 20.8 
4 3245 4.7 1. I a 17. 

2 3148 4.9 14.3 I. 14 5.6 16.4 ": .... 
2 6 330O .2 14. 1.20 6.2 16.9 t 
.2 7 3160 5.2 14.1 1.15 B.0 IB.2 2~ 

TAP POINT CORR V ';02 X CO2 V LOC/AVG ""TO X 02 WTO xeD2 WTD E' 
3 1416 4.3 14.9 51 2.2 7.7 . -
:3 2 3788 4.1 15.0 1.38 6 20.7 -

3 3895 3.7 15.4 1 42 .2 21.8 IC~~ 

4 3763 4.2 1 .0 1.37 .7 20.5 :. " 

3305 4.6 14.6 1.20 5.5 17.5 E::' 

:3 3366 4.9 14.3 1.22 6.0 17.5 S 

:3 7 2799 .O 14.2 1.02 5.1 14.5 ~':; 

TAP POINT CORR V 1.02 X CO2 V WTO X 02 wro xe02 WTD TE '" 

4 1 1035 4.0 15.1 .38 1.5 5.7 :5~ 

4 .2 2381 4.1 15.0 .87 13.0 6: 

4 :3 3759 4. I 15.0 I 37 5.6 20.6 95-

4 4 3462 4.0 15.1 1.26 5.0 19 0 5 
4 5 3375 4.4 14.6 1. 23 5.4 18.1 -
4 6 3372 4.5 14.7 5.5 18.0 39-

4 7 2488 4.9 14.3 .90 4.4 13.O 5!3= 

1 



TAP POINT CaRR % CO2 V LDCIAVG tHO :; 02 WTD %CO: wTD i fA 

5 i 349 4.2 15.0 .49 • I 7.3 .l3 

5 2 407 3.8 15.3 .51 1.9 7.8 ..:.= ::: 
5 :3 3537 3.7 15.4 1.29 4.8 19.8 ti':;;: 

5 4 3154 4.2 15.O I. 4.8 17. I 8 9 

5 5 3491 4.6 4.6 1.27 5.8 18.5 3 
5 6 3473 S. 14.2 1 26 .4 7.9 94: 
5 7 26 .7 3.6 .98 5 6 13.3 7: 

TAP POINT CaRR v %02 % CO2 LOC/AVG WTD % 02 WTO Y.C02 WTO TE'~~ 

6 1 136 3.9 15.2 .49 1.9 7. ,;.:: ...:. 

6 2 799 4.2 15.0 .29 1.2 4.3 ' , , 
6 3 3974 3.9 15.2 1.44 .6 22.O 10_= 
5 4 3974 4 1 15.0 1.41 5.S 21.2 0'':' 
6 3240 4 5 14.7 1. 18 5.3 7.3 85 :; 

6 6 3307 5.3 14.0 1.20 6.4 6.8 9C: 
6 7 2563 5.7 13.6 .93 5.3 2.7 5:::-" 

TAP POINT CORR v Y.02 " CO2 V LOC/AVG WTD " 02 WTD Y.C02 wrD E~~ 
7 1324 4.7 4.5 48 2.3 7.0 -

7 2 1359 4 2 15.0 .49 2 1 7.4 ' '-
7. 3 4093 3.7 5.4 1. 49 5.5 22.9 10:::" 

7 4 3699 3.9 S.2 1. 34 5.2 ~ 

7 5 4.4 14.8 1.22 5.4 16.1 9Z 
7 6 2860 4.7 t 4.5 1.04 4.9 15.1 79-

7 7 2358 5.2 14. I .86 4.5 12.1 ,:.. 

TAP POINT V :'.02 :r. v LOC/AVG WTD Yo 02 tC02 WTO 7~"~ . 

8 1 1479 3.7 15.4 .54 2.0 6.3 .., 
-' 

8 2 53a 3.6 15 5 .56 2.0 a.7 -
8 3753 3.9 5.2 1. 5.3 20.8 
a 4 2882 3.7 15.4 1. 05 3.9 16. 7::! 
8 11 4.4 14.8 1. 02 4. 15.1 
8 6 2a92 4. 4.3 1.05 .2 15.1 80~ 

8 7 1998 5. 14. I .73 3.8 10.2 5~ 

TAP POINT CaRR v %02 % CO2 V LOC/Ave WTO " 02 WTO YoC02 WTO TE"'"''': 

9 1 1536 3.7 15 4 .56 2. I 8.6 
S :2 932 3.7 15.4 .34 1.3 5 2 .11 

9 3768 3.4 15.7 1.38 4.7 21.6 98.1 
9 4 3.5 15.6 1.23 4.3 19.1 900 
9 5 3150 3.8 15.3 1.15 4.4 17. 85 7 

9 6 2449 4.8 14 4 .89 4.3 12.8 --." 
b,~ 

9 7 791 5.5 13 8 .29 1.6 4.0 2 1 5 

TAP POINT V :'.02 Yo CO2 V WTO r. 02 WTO :r.C02 INTO TE!1P 
10 1 1487 3.8 15.3 .54 2. I 8.3 384 
10 :2 1382 6 5.S .50 1.8 7.8 35! 
10 :3 3909 .6 Is.S 1. 42 5. I 22.121 0:5 
1121 4 3602 3.3 5.8 1.3 4.3 20.6 36 
1121 5 3224 3.5 15.6 I 7 4. I 18.3 ' -' 

1121 6 2455 4. I 15.13 .89 3.7 13.4 6 -0 
13 7 232 4.9 14.3 .45 2.2 6.4 



TAP POINT CORR I.' ~02 Y- CO2 IJ Looe AvG INTO I. 02 wiD :~C02 wiD [-

II 1650 4.0 I . I .60 2.4 9.1 4-

II 2 935 3.8 15.3 .34 1.3 5.2 :;44 

II 3 3776 3.5 1.37 4.8 21.4 SSt 

It 4 3507 3.4 .27 4.3 20.0 9"'::' 

11 5 3156 3.5 I. I 4.0 17.9 2~3 
i 

i I 6 3314 4.0 20 4.8 18.2 8C~ 

" 11 7 1994 4.7 .72 .4 10.5 so:::; 

TAP POINT CORR V :t.02 Y- CO2 V LOC/AVG WTO ~, -., u .... WTO r.coz wID E:-':: 
12 3.9 . 2 .57 2.2 8.7 410 

12 2 1248 3.9 I .2 .45 1.8 6.9 :::;::: 
12 3 3866 :3 9 5.2 1.41 .5 21.4 100.l 
12 4 3447 3.6 15.5 I. 25 4.5 19 4 ass 
1 3602 3.5 5.6 1.31 4.6 20.4 97 

12 6 3559 3.7 \5.4 .29 4.8 t .9 9::: 
12 7 2767 4.0 5.1 1.01 4.0 1 .2 '7 

TAP POINT CORR v :::02 7- CO2 V LoC/AVG WTD Y- 02 WTO YOC02 WTD n::" 
13 f 1 4. I 15.0 .51 • I 7.6 3..:.5 

13 2 1415 3.4 15.7 1 1.7 8. I ' ~ 

13 3 1446 3.5 15.6 .53 1.8 8.2 ::::E: 

1 4 - ., .::> ... 5.8 1.36 4.4 2 .6 9=~ 

13 3.3 IS 8 1.32 4.3 20.7 9~ 

13 6 4.4 4.8 l. 35 6.0 20.0 1i1l0.:. 
13 7 4.7 14.5 1.30 6.1 8.9 9S.! 

TAP POINT CORR V Xo02 % CO2 V LOC/AVG WTO % 02 WTD %C02 WTD E-

14 1 308 3.2 15.8 .48 1.5 7.5 
14 1 12 3.7 15.4 .48 1.8 7.3 3 
4 3 1067 3. 15.8 .39 1.3 6.1 

14 4 38 8 3.4 15.7 1.39 4.7 21.7 9-

14 5 3816 3.3 1 .8 .39 4.6 21.9 9 

14 6 3749 3.7 J5.4 1.36 5.0 21.0 10 i 

14 7 1582 4.1 15.0 .58 2.4 8.6 4 - -

1 1 



LOCATION EAST EGON OuTLET 
FILE IDENITY 

VELOCITY .. 2751 FPM 

7. 02 4.2 
r. CO2 .. \5.0 

TEMPERATURE 725 

ARITHMATIC) % 02 '" 4.2 
AVERAGE (ARITHMATIC) ~ CO2 15.0 
AVERAGE ARITHMATIC) TEMPERATURE '" 723 

AVERAGE STATIC ( In. H20 ) -2.0 
AVERAGE DENSITY (LBM/FT"3 ) .. .02902 

ACFM (ACTUAL FT A 3/MIN 2332607 
LBiHR WET) 4062213 



DATE = 5/20/88 
ION = ECCON OUTLET WEST 

FILE IDENlTY 
IC PRESSURE .. 25.46 

IDENTY E-8 
COEFF A0 1.10640E+00 
COEFF AI 4.40463E-06 
COEFF A2 .96281 II 

PROSE COEFF A3 .. I . 9tE-ls 
PROBE COEFF A4 -1.81710E-20 
DUCT AREA 850.0 

NOTE: ALL CO2 VALUES ARE CALCULATED & BASED ON FUEL AND MEASURED 02 

TAP POINT CORR V Y.02 " CO2 V LOC/AVG WTD X 02 WTD r-C02 WTD T;:: , ... :. 

906 3.8 15.3 .32 1.2 4.9 :·t -

2; 659 3.8 15.3 .23 9 3.6 I_~ 

3 2162 3 15.8 .77 2.5 12.1 s:~ 

4 4165 3.2 I .8 1.48 4.7 23.5 10::: 

5 3794 4.0 15.1 1.35 5.4 20 4 9:"-: 

6 3237 3.6 IS 5 I. 15 4.1 t7.8 8 -
7 2512 4.0 15. I 89 3.6 13.5 65':: 

TAP POINT CORR V %02 " CO2 V LOC/AVG WTD X 02 WTD WTD ... ~~ 
! ~ 

2 I 589 4. 14.7 .21 .9 3. I 
2 2 592 :3 5 I .6 .21 .7 3.3 I,;', 

2 :3 130O 3. I 15.9 .46 1.4 7.4 3 
4 ' 3776 2.8 16.2 1.34 3.8 21.7 9"':' 

3550 3.3 15.8 1.25 4. 19.9 90S 

2 6 3249 3.8 15.3 1. 15 4 4 17 7 8~-

2 7 109 4. I .0 1. 11 4.5 16.S 8:: 

TAP POINT CORR V "02 " CO2 V LOC/AVG WTO " 02 WTO XC02 WTD TE"'';: 

I 655 3.8 15.3 .23 • 9 3.6 15 

3 2 450 3.4 15.7 • 16 .5 2.5 Ii:: 

3 3 3781 3.3 15.8 1 34 4.4 21.2 gc:;-_!:l 

3 4 3574 3.4 15.7 1.27 , 4. 19.9 90::: 

3 5 2793 4.0 15. .99 4.0 I .O T'" 

3 6 2892 4.5 14.7 1.03 4.6 lS.1 771 

:3 7 3427 4.8 14.4 I. 5.8 17 6 915 

TAP POINT CORR V "02 " CO2 WTD " 02 WTD WTO TEMP 
4 1 390 4.0 15.1 .14 .6 2. t 99 

4 2 1323 4.2 15.0 .47 2.0 7.0 340 
4 3 4310 3.9 5.2 1.53 6.O 23.3 1 102 

4 4 3946 4.2 15.0 1.40 5.9 21 ° 10 a 
4 5 2967 4.8 14.4 1.05 S. I 15.2 781 

4 6 2834 4 8 4.4 1.0 4.8 14.5 754 
4 7 3059 4.5 14.7 1.09 4.9 16.0 81: 



TAP POINT CORR V %02 Yo CO;:; V LOC/AVG wTO % 0'" ,;. WTD I~C02 wTO 
5 I 668 4.0 15.1 .24 3.6 \ --. 

I ~ 

5 
.., 

1402 4. I 15 0 .50 2 0 7.5 ~,= .. 
5 :3 4118 3.9 5.2 1.46 5 7 22.3 10~-

5 4 4.4 14.8 1.30 5.7 19.2 94 
/ 5 5 3502 4.8 14.4 \. 24 6.0 17.9 9: I 
I 
\ 6 3.9 1 .., 

.4 .93 3.6 14.2 6 - .: 

5 7 2170 4.1 15.0 77 3.2 11.6 ==-

TAP POINT CORR V %02 r. CO2 V IAVG WTn :( 02 tHO %C02 wTO E 
6 1 934 4. I 15.0 .33 1.4 5.0 ..,-

Lo-

S .2 I 1 .8 15.3 .43 1.6 6.6 :; , 

6 :3 4.0 15.1 1.34 5.3 20. s;;: 
6 4 3124 4.2 I .0 1. 11 4.7 t .6 8 
6 5 4.5 14 1. 19 5.4 17.5 2: 
6 6 2270 5.1 14.2 .81 4. I " .4 

... < 

6 7 1963 4.9 14.3 .66 3.2 9.5 .: 

TAP POINT CORR V %02 Y. CO2 V LOC/AVG WTD 7- 02 WTO Yoe02 WTD 
7 849 4. 15.0 .30 1.2 4.5 
7 

.., 794 4 15.0 .28 1.2 4.2 .. 
7 :3 4264 3 8 15.3 1.52 5 B 23.2 Ie 
7 4 3145 4.1 15.0 I. 12 4.6 16.8 <" 

7 5 3290 5.0 14.2 1. 17 s.B 16.7 " 

7 6 2984 4.7 14.5 1.03 4.8 14.9 
7 7 2595 .2 14. I .92 4.8 13 0 ~ < 

TAP POINT CORR v "02 Yo CO2 V WTO r. 02 WTO WTO 
8 1 783 4.0 15. t .28 I. I 4.2 
8 2 2816 4.0 15.1 1.00 4.0 15.1 
8 3 4290 .7 15.4 1.52 .6 .5 lIZ' 

8 4 4 15 0 1.4\ 5.9 21.1 10 -
8 5 3484 4.6 14.6 1.24 5.7 18. I -... 
8 6 3371 5.0 14 :2 1.20 6.0 17 1 

, 
." 

8 7 2926 5.4 13.9 1.04 5.6 14.4 

TAP POINT CORR V r.02 r. CO2 V LOC/AVG WTO r. 02 WTD xe02 WTO -
9 I 987 3.7 15.4 .35 1.3 5.4 ""'I ~,' 

9 2 1986 3.9 15.2 .71 2.9 10.7 c;-'--I.: 

9 :3 3783 4.1 15.0 1.34 5 5 20.2 ~ . 
':~ 

9 4 3268 4.1 15.0 1.16 4.8 17.5 13.\ 

9 5 3273 4 9 14.3 1. 16 5.7 16.7 9S 
9 6 5.0 14 1. 21 6.0 17.2 9'"' 
9 7 .2 14.1 1.07 5.6 15.0 6": 

TAP POINT CORR v %02 Yo V LOC/AVG WTO r. WTO XC02 WTO TE"'; 
10 1 986 3.7 15.4 .35 1.3 5 4 ::..: 
10 2 2308 3.9 1 .2 3.2 12.5 6:: 
10 3 3773 3.6 15.5 1.34 4.8 .8 95 
10 4 3568 3.9 15.2 I, .26 5.0 19.4 0, 

10 5 3 5 4.4 4.8 1.11 4.9 16.4 80..i 
10 6 3410 5. t 14.2 1·.21 6.2 17.2 8·:;.) 
0 7 , 3 61 4 9 14.3 .12 .S 16. ;'-::1 

y-~ 

( 

I 1 



TAP POINT CORR %02 % CO2 LQC/AV6 WTD % 02 WTO ;~coz WTO 7::._ 

II 3.5 15.6 41 .4 

I 2 3730 3.4 I .7 4 5 20.8 94 

II 3 3790 3.6 IS. 1.35 4.9 20.9 952 

11 4 4078 4.2 15.0 45 6. 21.7 0il-S 

II 375 4.8 14.4 .33 6.4 19.2 C;"", 
-'" 

I 6 3397 5.3 14 0 .21 6.4 6.9 895 

II 7 2565 5.6 13.7 5 12.5 67;;:: 

TAP POINT CORR V %02 Yo CO2 V LOC/AVG WTD Yo 02 WTD %C02 WTD· TE"': 

12 I 1246 5.5 13.8 .44 2.4 6. 30' 

2 ., 3759 3.8 ... 5.3 \.34 5. 20.5 9* 

2 3 3944 4.1 I .0 .40 . 7 2 . 9~.: . 

2 4 3354 4.3 14.9 1. 19 . I 17.7 8S~ 

2 5 3607 4.9 4.3 .28 6.3 18.4 9::: 

2 6 3532 5.6 3.7 1. 26 7.0 7.2 9:: 

2 7 2744 5.9 3 4 .98 5.8 3. I 7: 

TAP POINT CORR V ~~02 % CO2 V LOC/AVG WTD 'Y. 02 WTO '4C02 WTD E-

3 f 826 3.8 5.3 .65 2.5 9.9 4 - , :: .. 
3 2 4053 3.3 1 .8 1.44 4.8 22.7 I,ll . v _ 

3 3 3854 3. 5.6 1.37 4.8 21.3 '"'~ 

13 4 4259 4.4 4.8 I 5 6 7 22.4 I U: = 
3 5 3866 5.4 3.9 1.37 7.4 19. I 10 

3 6 4532 6 2 13.2 .6 10.0 21.2 I:: 

:3 7 4796 6. 2.9 1. 70 11. 22.0 "":,: ~ 

~-. 



ION 
FILE IDENITY 

ECCON 
WE CON 

WEST 

ITY 2813 FPM 

{WE ~ 02 .. 4.3 
( WE I ) r. C02 ... 1 4.8 
(WEIGHTED) TEMPERATURE • 727 

(fiR ITHMATIC) 
(ARITHMATIC) 

IC) 

AVERAGE IC 
AVERAGE DENSITY ( 

ACFM (ACTUAL FT 3/MIN) 
HR (WET) 

Yo 02 .. 4.3 
~ C02 14.9 

... 724 

In. H20) ... -2.0 
~3) • 02898 

.. 2391197 
41 

1 



5/19/88 
ION EAST PRI GAS INLET 

FILE IDENITY 
( Ie PRESSURE 25.32 
\ IOENTY .. E-l 

A0 1.17088E+00 
PROBE -4.30409E-06 
PROBE .. 1.54069E-10 
PROBE A3 1.65099E-15 
PROBE COEFF A4 '" 2.82564E-2 
DUCT AREA = 162 0 

NOTE: ALL CO2 VALUES ARE CALCULATED 8. BASED ON FUEL AND MEASURED 02 

TAP POINT CORR V i~02 % CO2 V LOc/AVG WTD % 02 WTD %C02 WTD -
336 3.1 5.9 .17 .5 .6 

..., 476 .0 16.0 .23 .7 .7 
'" 3 1204 2.9 - 16.1 .59 1.7 9.5 ~ 

TAP POINT CORR V %02 % CO2 V LOC/AVG wrD % 02 WTD %C02 WTO 
2 1312 3.2 15 8 .64 2.1 0.2 ~ 

2 
..., 977 15.6 .48 1.7 7.5 
" 2 3 2251 3.0 16.0 1. 0 3.3 17.7 

TAP POINT CORR V %02 % CO2 V LOC/AVG WTD 'Y. 02 WTD 'Y.C02 WiO 
3 1 2724 3.2 15.8 1.34 4.3 ,., 

.2 ... 
:3 2 2350 3.0 16.0 1 15 18.5 
3 3 2196 3.1 15.9 1.08 3.3 17.2 

TAP POINT CORR V %02 % CO2 V LOC/AVG WTO % 02 WTD r.C02 wrD . 

4 1 2078 3.0 16.0 1.02 3. 16.3 
4 2 2833 2.9 16.1 1.39 4.0 22.4 
4 3 2358 3.0 16.0 1.16 8.5 

TAP POINT CORR V %02 % CO2 V LOC/AVG wro Yo 02 wrD "CO2 WTO 
5 1 2284 3.0 16.0 1.12 3.4 18.0 fv.1 

2 2793 2.9 16.1 1.37 4.0 22.1 c_ 

3 2665 3.1 15.9 1. 31 4. 20.8 c; •• . ~ ~ 

TAP POINT CORR V %02 r. CO2 v LOC/AVG WTO " 02 wrD "CO2 WTD Tt: '.' 

6 2511 3.4 lS.7 1. 23 4.2 19.3 r - , c , 

6 2549 2.9 6.1 1 25 3.6 20.2 9~ . .. ~ 
6 3 2775 2.9 16.1 1 36 3.9 1.9 9~ . 

, 
( 

1 



LOCATION 
FILE IDENITY 

EAST PRI GAS INLET 
I 

VELOCITY 

(WEIGHTED % 02 
WEIGHTED) % C02 

(WEIGHTED) TEMPERATURE 

U,RITHMATIC) 
(ARITHMATIC) 
(ARITHMATIC) 

i; 02 
% C02 

STATIC (in. H20) 
AVERAGE DENSITY (LBM/FT"3) 

ACFM (ACTUAL FT A 3/MIN 
L8/HR (WET 

'" 

2037 FPM 

3.0 
1 .0 
717 

3.1 
16.0 
716 

-3.0 
.02898 

330064 
573934 

1 



DATE 5/ 9/88 
LOCATION WEST PRI GAS N 
FILE DENITY WPAGI 
BAROMETRIC PRESSURE .. 25. 
PROBE IDENTY 1 
PROBE COEFF A0 = 1.17088E+00 
PROBE COEFF Al -4.30409E-06 
PROBE A2 1 .54069E- 0 
PROBE COEFF A3 .65099E-IS 
PROBE COEFF A4 .82564E-21 
DUCT AREA 162.0 

NOTE: ALL CO2 VALUES ARE CALCULATED 8. BASED ON FUEL AND MEASURED 02 

TAP POINT CORR V %02 % CO2 V LOC/AVG WTD % 02 WTD "CO2 WTD , 

2849 3.4 I .7 1. 32 4.5 20.7 
2 2546 3.3 15.8 1. 18 3.9 18.6 
3 2890 3.6 15.5 1. 34 4.8 20.8 

TAP POINT CORR V %02 % CO2 V LOC/AVG WTD % 02 wro %C02 WTO 
2621 3.5 15.6 1. 22 4.3 9.0 

2 2 2619 3.1 15.9 1. 22 3.8 9.4 
2 3 2624 3.5 1 .6 1. 4. 19.0 

TAP POINT CORR V %02 % CO2 V LOC/AVG wro % 02 wrD %C02 WTD 
3 1 2301 3.2 15.8 1.07 3,4 16.9 
3 2 2877 3.2 5.8 1.34 4.3 ., ., 

'" .<. 

3 2578 3 3 15.8 .20 4.0 18.9 

TAP POINT CORR V %02 % CO2 V LOC/AVG WTD % 02 WTO Y.C02 WTO 
4 2645 3.6 15.5 1. 23 4.4 19.0 
4 

., 2481 3.0 16.0 1. 5 3.5 18.5 .:. 

4 3 2626 3.2 1 .8 1. 22 3 9 19.3 

TAP POINT CORR V %02 % CO2 V LOC/Ave WTD % 02 WTD %C02 WTO -
1 1508 3.3 15 8 .70 2.3 11.0 ! 

5 1199 15.8 .56 1.8' 8.8 - . 
3 1295 3.2 .8 .60 1.9 9.5 , .. , 

TAP POINT CORR V %02 % CO2 V LOC/Ave WTD % 02 wro %C02 WTO I: 

6 973 3.0 16.0 .45 1.4 7.2 -:: - . 

6 958 3.1 1 9 45 1.4 7.1 
6 3 11 S3 3.3 15.8 .54 1.8 8 4 ..,. , 

-' . 



LOCATION 
FILE IDENITY 

.. wEST PRI GAS IN 
WPAGI 

VELOCITY 

AVERAGE (WEIGHTED) % 02 
AVERAGE (WEIGHTED) % C02 
AVERAGE WEIGHTED) TEMPERATURE 

AVERAGE (ARITHMATIC) % 02 
AVERAGE (ARITHMATIC) % C02 
AVERAGE (ARITHMATIC) TEMPERATURE 

AVERAGE STATIC (in. H20) 
AVERAGE DENSITY (LBM/FT A 3) 

ACFM (ACTUAL FT h 3/MIN) 
LB/HR 

2152 FPM 

3.3 
5.7 

706 

3.3 
15.8 
706 

-3.0 
... 02922 

348685 
611267 



OATE 5/19/88 
LOCATION EAST PRI GAS OUT 
FILE IDENITY = EPAGO 
BAROMETRIC PRESSURE = 25.32 
PROBE IDENTY E-I t 
PROBE COEFF A0 = 1.24866E+00 
PROBE COEFF Al 1.40421E-05 
PROBE COEFF A2 S.84233E-10 
PROBE COEFF A3 -9. 7920E- 5 
PROBE COEFF A4 4.78536E-20 
DUCT AREA 90.1 

NOTE: ALL CO2 VALUES ARE CALCULATED 8. BASED ON FUEL AND MEASURED 02 

TAP POINT CORR V ~02 Y- CO2 V LOC/AVG WTO % 02 WTO %C02 WTO ~ 

2828 10.0 9.8 1.08 10.8 10.6 
.., 2583 5.0 14. .99 4.9 4.0 ~ I 
<. ~ 

." 2647 5.1 14.2 1 .01 .2 4.3 ." 
, \ ;,; ...; 

4 2496 4.9 14.3 .95 4.7 13.6 
5 2340 6. I 13.3 .89 5.4 .8 

82 7.4 1" ... .87 6.4 10.5 

TAP POINT CORR V %02 'Y. CO2 V LOC/AVG WTO 'Y. 02 WTO 'Y.C02 WTO T~" . .# 
,~ 

2 2942 10.0 S.8 1.12 11. 1.0 '7' 

'" 2868 4.3 14.9 1. 02 4.4 1 .1 -:" 

"" 
...J 

3 2479 3.5 15.6 .95 3.3 14.7 . , 
2 4 429 4.0 15.1 .93 3.7 14.0 
2 5 87 5.2 14.1 .87 4.5 12.3 
2 6 37 7.2 :3 .85 6.1 0.5 

TAP POINT CORR V ~~02 % CO2 V LOC/AVG wrD % 02 WTD %C02 WTD T- <"'. 

3 2793 9.0 10.7 1 .07 9.6 1 .4 '- . .... ...: ~ 

3 ., 2551 5.9 13.4 .97 5.7 13.1 .:. 

:3 :3 5050 3.8 5.3 1. 93 7.3 29.5 6 : I[~ 

3 4 2'482 4.0 15.1 .95 3.8 14.3 
5 1938 5.1 14 2 .74 3.8 10.5 J. 

3 6 142 6.7 12.7 .82 5.5 10.4 .r.:..'.:l 

1 1 



( 

ON 
DENITY 

EAST PR GAS OUT 
EPAGO 

AVERAGE VELOCITY 2621 FPM 

AVERAGE WEIGHTED % 02 5.9 
(WEIGHTED) % CO2 1 .4 

AVERAGE (WEIGHTED) TEMPERATURE 306 

AVERAGE (ARITHMATIC) 1. 02 6.0 
AVERAGE ARITHMATIC) Yo CO2 13.4 

AVERAGE (ARITHMATIC) TEMPERATURE 306 

AVERAGE STATIC PRESSURE in. H20 ) = -5.5 
AVERAGE DENSITY (LBM/FT"3) .04400 

ACFM (ACTUAL FT"3/MIN) 236100 
LB/HR (WET) 623318 

I 1 



DATE 5 1 88 
ION '" WEST PRI GAS OUT 

FILE IDENITY WPAGO 
IC PRESSURE 25.32 

IDENTY '" 
COEFF A0 1. 4866E+00 

Al 1 .40421 E-05 
PI:: S.84233E- (1) 

f;3 -9. 7920E-15 
A4 '" 4. (21 

90. t 

NOTE: ALL CO2 VALUES ARE 8. BASED ON FUEL AND MEASURED 02 

TAP POINT CORR V %02 % CO2 V LOC/AVG wTD ., 02 wTD %C02 wTD , ... 
I. 

1 615 6.0 3.4 '.97 5.8 12.9 
.., 
'-

2 240 4.2 15.0 .89 3.7 3.3 

3 2453 4.8 14.4 .9 4.3 13.1 "" 
4 2349 5.6 13.7 .87 4.9 11 .9 -

2279 7.1 1 .4 .84 6.0 0.4 ~ 

'--

6 2293 10.3 9. .85 8.7 8.1 

TAP POINT CORR V %02 % CO2 V LOC/AVG WTD % 02 WTn %C02 WTD TE··· 
.., 1 2925 7.2 2.3 08 7.8 13.3 -", 

"-
•. J" • 

.., 2 2675 4.6 14.6 .99 4.5 14.4 3~;: 
"-

2 :3 2475 4.0 15.1 .91 3.7 13.8 

2 4 2357 4.5 14.7 .87 3.9 12.8 
..., 
'-

5 2596 6.9 12.5 .96 S.S 12.0 "1-
.:. 

,., 6 3574 9.7 10.1 .32 12.8 13.3 -,-
<. 

" .. d:: 

TAP POINT CORR V 402 % CO2 V LOC/AVG WTD " 02 WTD 4C02 WTO TE v 

:3 3015 8.7 10.9 1.1 9 7 12.2 --.-
,,)~~ 

3 2 2561 6.0 I .4 .95 5.7 12.6 ~- -
k 

3 2258 5.6 13 .83 4.7 11.4 
.." . 
i.'" 

:3 4 3073 .5 13.8 .13 S.2 1 .7 .:'..: 

:3 5 3348 7.9 1 7 1.24 9.8 14.4 -:: ! ~ .' .. 
3 6 3501 9.9 9.9 .29 12.8 12.8 

I 

\ 



LOCATION 
FILE IDENITY 

AVERAGE ITY 

AVERAGE WEIGHTED) 
(WEIGHTED) 

AVERAGE WEIGHTED) 

AVERAGE ARITHMIHIC 
(AR THMATIC) 

AVERAGE (ARITHMATIC) 

AVERAGE STATIC 
AVERAGE DENSITY ( 

WEST PRI GAS OUT 
'" WPAGO 

2708 

% 02 6.8 
% CO2 '" 12.7 

290 

7. 02 6.6 
7. CO2 '" 12.6 

TEMPERATURE 291 

( in. H2O) 0 
A3 ) = .04487 

FPM 

ACFM ACTUAL FT"3/MIN) 243983 
L8/HR WET 656888 



---~ 

DATE 5125/88 
INLET EAST 

FILE 
25.42 

PROBE '" E-45 
PROBE COEFF A0 9.51682E-01 

Al I .9 
PROBE COEFF'A2 -9.37778E-10 
PROBE COEFF Pl3 .. 1.88580E-14 
PROBE A4 -1.36877E.,..19 

DUCT AREA '" 346.5 

NOTE: ALL CO2 VALUES ARE 8. BASED ON FUEL AND MEASURED 02 

TAP POINT CaRR v "02 Yo CO2 V LOC/AVG WTD Yo 02 WTO "CO2 WTO 

1 1 3548 4.4 14.8 I. 16 • I 17.1 

1 2 3454 4.1 15.0 1. 13 4.6 17.0 .:., 

1 :3 728 4. 15.0 .24 1 .0 3.6 

4 4285 4 5 14.7 1.40 6.3 20.6 '7 
" -

5 1369 4.3 14.9 .45 1 .9 6.7 

6 2904 4.7 14.5 .95 4.5 13.8 

7 4617 4.2 15.0 1.51 6.3 22.6 42:.; 

TAP POINT CORR V "02 Yo CO2 V LOC/AVG " 02 WTD "CO2 WTn Tr ": 

1 3034 4.6 14 
., 2 2355 4.7 14 ) .. Z 
2 1530 4.2 15 D 

2 4 148 4.7 4 {Z 
2 5 1626 5.2 4 
2 6 2896 5 0 4 
2 7 4375 5 0 14 

TAP POINT CaRR v 7.O2 " C( 
3 1 2771 4.6 14, 
3 2 2621 4.6 14, 
3 3 2979 4.4 14, 
:3 4 3209 5.1 14. 

5 "5.4 13. 

3 6 2742 .2 14. 

3 7 3651 4.9 14. 

TAP POINT CQRR V ~02 7. CO2 V /AVG WTD % 02 WTO %C02 WTD TEMF 

4 I 3061 4.6 14.6 1.00 4.6 14.6 290 

4 2 3003 4.8 14.4 .9a 4.7 14.2 :::54 

4 :3 3565 .1 14.2 I. 17 5.9 16.5 4 

4 4 3151 5.1 14.2 .03 5.3 14.6 94 

4 5 '2950 5.2 14.1 .97 5.0 13.6 271 

4 6 3094 5.1 14.2 .01 5.2 14.3 :89 

4 7 4293 4.7 14.5 1.40 6.6 20.4 40: 



LOCATION INLET EAST 
F IDENITY 

IC PRESSURE .. 25.42 
E-45 

COEFF = 9 1682E-01 
COEFF Al .. 1.9 

PROBE COEFF A2 .. -9.37778E-10 
PROBE COEFF A3 1. 14 

COEFF A4 -1 .36877E~ 9 
DUCT AREA 346. 

NOTE: ALL CO2 VALUES ARE 8. BASED ON FUEL 02 

TAP POINT CORR V Yo02 Yo CO2 V LOC/AVG WTD % WID r.C02 INTO TE ~. 

1 4.4 14.8 I. 16 .1 17.1 , 
-'~ 

.. 
.., 3454 4.1 15 0 1. 13 4.6 17.0 .,:..": 

,," 

3 728 4.2. 15.0 .24 1.0 .S -
4 4285 4 5 14.7 1.40 6.3 .6 
5 1369 4.3 14.9 .45 1.9 S.7 1, 

6 2904 4.7 14.5 4.5 13.8 .Go::':. 

7 4617 4.2 15.0 1.51 6.3 22·e .·42::: 

TAP POINT CORR V %02 % CO2 V LOC/AVG WTD 1. 02 WTDXC02 WTO . Tt ,,; 

2 t 3034 4.6 14.6 .99 4.6 14.5 
., 2 4.7 14.5 ;77 3.6 11.2 .. 
2 3 4.2 15.0 .50 2.1 7.5 1.1 " 

2 4 4.7 .5 .48 2. 7.0 t 
'-

2 5 1626 5.2 4.1 .53 2.8 7.5 4"" 

2 6 289S .0 14.2 4.7 I .5 ,,-
.;,1;. 

2 7 4375 5.0 4.2 1. 43 7.2 .4 .:]..-

TAP INT V 1.02 % CO2 V Yo WTO WTD TEM; 

3 1 2771 4.6 14.6 1 2 13.2 25-, 

3 2 2621 4.6 14.S .8S 3.9 12. 2<1:: 

" ,,> 3 3 2979 4.4 14.8 .97 4.3 14.4 27:t 

3 4 3209 5.1 14.2 1.05 .4 14 .. 9 '"' --... ::l t: 

3 '5.4 13.9 .98 .3 13.7 
3 6 2742 5.2 14.1 4.7 12.6 
3 7 3651 4.9 14.3 I. 19 5 9 17.1 340 

TAP POINT V " CO2 V WTO " WTO TEMP 
4 1 3061 4.6 14.6 1. 4.6 14 "') .. 
4 2 3003 4.8 14.4 .98 4.7 14..2 84 

4 3 3565 .1 14.2 1.17 1 ~. 3'""1" ..; .. 
4 4 151 5.1 14.2 1. 03 5.3 14.6 294-

4 5 5.2. 14.1 .97 .0 1 .6 271 

4 6 5.1 14.2 1.01 5 ., .... 3 :89 
4 7. 4.7 14.5 1 40 S.b 402 



TAP PO ~H CORR V %02 ., CO:; V LOC AVG WTD % 02 wro YoCO:; WTD TEri;: I. 

S I 3194 4.5 14.7 1.05 4.7 15. :::::1 

5 :; 2846 4.8 14.4 .93 4.5 1 .4 ...,~~ 

.::. .'t) 

5 3 2793 5 .. 2 4.1 .91 4.8 12.9 ""'1...,-: 
.:0' 

S 4 3110 5.2 4.1 1. 02 5.3 14 3 "'1"'1-
..... :i.j 

S S 3402 5.1 4.2 .11 5.7 5.8 '7 -, , 
...1 .... 0 

S 8 3315 4.9 4.3 . 08 5.3 15.5 ":7t ..... 
..JE ..... 

5 7 3387 4.6 14.6 I 5. 16.2 " 

TAP POINT CORR V %02 % CO2 V LOC/AVG WTD i. 02 WTD %C02 WTD TE:' 
6 1 4.4 14.8 .86 3.8 1 .7 .l:' 
6 2 2461 4.6 14.6 .81 3.7 11.8 ;.1 

3 2843 5.1 14.2 .93 4.7 13.2 <: 

6 4 2932 5.3 14.0 .96 5.1 13.4 ...,--
'-

6 5 3089 5.2 4.1 1.1211 5.3 14.2 4': . -
6 3168 5.0 4. 1.04 5.2 14.8 ....: . 

6 7 3433 4.9 14.3 1.12 5 5 16.1 

TAP POINT CORR V %02 % CO2 V LOC PtVG WTO % 02 WTD %C02 WTD T '. 
7 2722 4.4 14.8 .89 3.9 13.2 
7 2 2392 4.5 14.7 .78 3.5 11.5 .., -

7 2584 4.6 14.6 .85 3.9 12.3 .... ~. 

7 4 2817 5.1 14.2 .92 4.7 13.0 ..., , 

I 

7 5 321218 5.2 14.1 1.05 5.S 14.8 ."" -''-. 

7 6 3261 5.2 14.1 1 .07 5.S 15.0 3~ 

7 7 3234 5.2 14.1 1.06 5.5 14.9 3~' 

TAP POINT CORR V %02 % CO2 V LOC/AVG WTD 7- 02 WTO %C02 WTD T~ '-'. , , 
'- 8 3077 4.5 14.7 1.01 4.5 14.8 ~ -

~ 

8 2 3116 4.7 4.5 1.02 4 8 14 8 .. , 
~ -

8 :3 3566 4.9 14.3 1.17 5.7 16.7 -: 1 \ 
"":""Ii' 

8 4 3844 5.1 4.2 1. 26 6.4 17.8 ":1 :: 

8 5 4051 5.3 14.0 .33 7.0 18.S 3;:": 

8 6 3979 5.5 13.8 1.30 7. 18.0 
8 7 4416 . 3 4.0 1 44 7 . 2121. 4 ' ~ 

1 



LOCATION 
FILE IDENITY 

AVERAGE VELOCITY 

BAGHOUSE INLET EAST 

'" 3056 FPM 

AVERAGE (WEIGHTED) X 02 ~.9 

AVERAGE (WEIGHTED) % C02 = 14.4 
AVERAGE (WEIGHTED) TEMPERATURE .. 286 

ARITHMATIC) % 02 4.8 
AVERAGE (ARITHMATIC % C02 14.4 
AVERAGE (ARITHMATIC) TEMPERATURE = 286 

AVERAGE STATIC PRESSURE in. H20) -6.0 
AVERAGE DENSITY (L8M/FT h 3) .1214533 

ACFM (ACTUAL FT 3/MIN 
LB/HR WET) 

'" 10591216121 
.. 2880603 

1 



DATE 5/24 88 
LOCATION BAG INLET CENTER 
FILE IDENITY 
BAROMETRIC PRESSURE 25.36 
PROBE IDENTY ... E-45 
PROBE COEFF A0 9.51682E-01 
PROBE COEFF A! 1.SS37SE-05 
PROBE COEFF Pl2 .. -9.37778E-10 
PROBE COEFF 1'13 .. 1.88580E-14 
PROSE COEFF A4 = 1.36877E-IS 
DUCT AREA 346.5 

NOTE: ALL CO2 VALUES ARE 8. erASED ON FUEL AND 02 

TAP POINT CORR v 7002 70 CO2 V LOC/AVG WTO % 02 WTD 7oC02 WTD iE"'-

3775 4.7 14 1 . 31 6. 19.0 40': 

2 1237 4.6 14.6 .43 2.0 6.3 
3 1440 4.3 14.9 .50 2.2 7.4 IS:::: 

4 2549 4.6 14.6 .89 4.1 2.9 .:;., 

5 749 4.3 14.9 .26 1. 3.9 - -
6 1238 4.2 15.0 .43 1.8 6.4 ,'7'" 
7 3371 4.3 14 9 1 17 5.0 17.4 ,.;,:: 

TAP POINT CORR V %02 Y. CO2 LOC/Ave WTD r. 02 WTD XC02 WTD TE"~ 

2 1208 4.6 14.6 . 42 1 • 9 6 . 13 ' 

2 " 1117 4.5 14.7 .39 1.7 5.7 1 ::; .. 
3 2977 4.4 14.8 1.04 4.6 1 .3 .., - , 

,.,~ 

f 2 4 2944 4.3 4.9 1.02 4.4 15 2 .,,- , 

\ 
..J_ 

2 5 3367 4.4 4.8 1.1 5.2 17 .3 -
2 6 2263 4.4 14.8 .79 3.5 1 .6 ., < 

.:;.-

2 7 1427 4.4 14.8 .50 2.2 7.3 IS')' 

TAP POINT CaRR v ~0Z 'Y. CO2 V LOC AVG WTO 'Y. 02 WTD 7oC02 WTO Tt::~;: 

3 2776 4.6 14.6 .97 4.4 14.1 29.l 

3 2 3 66 4.4 14 8 1. 10 4.8 16 3 t; 

3 3888 4.3 14 9 1.35 S.B 20.1 41,.1, 

4 3802 4.3 14.9 1. 5.7 19.6 4' 1 I, 

3 5 3918 4.3 14.9 1. .9 20.2 426 

:3 6 4038 4.4 14 8 1.40 6.2 20.7 47~ ,.,' 

3 7 3202 4.4 14.8 1. 11 4.9 16.4 343 

TAP POINT CORR V X02 70 CO2 V LOC/AVG WTD X 02 WTD r.C02 WTD TEM;:: 

4 2754 4.5 14 7 .96 4.3 14.1 289 

4 2 3417 4.2 15.0 1.1 5.0 17 B 36: 

4 4227 4.2 15.0 1. 47 6.2 22.0 45121 
4 4 4096 4.1 15.0 1.42 5.8 21.4 436 
4 5 401 4.2 15.0 1.39 5 9 20.9 43 
4 6 3979 4. , 15.121 1. 38 5.7 20.8 43~ 

4 7 39 5 4.0 15.1 1. 36 5.4 20.6 4""" .:...; 

1 



TAP POINT CaRR v %02 % CO2 V LOC/AVG wTiJ 02 WiD ~~CC: WT[) 

5 1 2904 4.0 15.1 1.0 4.0 15.3 ":.1(.-

5 2 3548 4.1 15 0 ...,.." 5.1 18.6 .:; 
... .J . 

'f 
5 3 4361 4.1 15.0 .52 6.2 22.8 olE.: 

5 4 4112 4.0 1 .1 .43 5.7 2 .6 44_ 

5 5 4014 4.1 15 0 .40 5.7 21 .0 4 :::" 

5 6 4002 4.0 1 5.1 1. 39 5.6 1 • 4 -,-

7 3765 4.0 1 .31 5.2 9.8 -1 ...... , .. '-

TAP POINT CaRR v %02 % CO2 V LOC/AVG WTO % 02 WTO %C02 WTo Tt: ' 

6 1 2642 4 2 15.0 .92 3.9 13.7 
. 
-

6 2 3688 4.1 15.0 1.28 5.3 19.3 .,j .. , 

6 3 3708 4.0 15.1 1. 9 5.2 19.5 . ~ 
4 •• 

6 4 3698 4.0 1 . I 1. 29 5.1 19 . ' .. , 
6 5 3819 4.0 lS.l' 1.33 5.3 20.1 .. -
6 6 3545 4.1 15.0 1. 23 5.1 18. 

6 7 2983 4.1 15.0 1.04 4.3 15.6 

TAP POINT CORR V %02 % CO2 V LOC/AVG WTD % 02 WTD YOC02 WTD T' 
I' 

7 1152 4.3 14.9 40 1.7 6 ~ 1," 

7 2 677 4.1 15.0 .24 1.0 3.5 

3 2843 4.0 15. .99 4.0 5.0 

7 4 2037 3.9 15.2 .71 .8 10.8 

7 5 2392 4.0 15.1 .83 .3 12.6 

7 6 2064 4.1 1 .0 .72 2.9 10.8 

7 7 684 4.0 15.1 .59 2.3 8.9 

TAP POINT CORR %02 % CO2 V LOC/AVG WTD ~ 02 WTD %C02 WTO 

8 4025 4.0 15.1 ·1.40 5.6 21.2 .: 

8 2 2098 4.1 15.0 .73 3.0 11.0 

8 3 1578 4.0 1 • 1 .55 2.2 8.3 

8 4 3856 3.9 15 .34 5 2 20.4 .! 

8 5 703 4 0 15.1 .24 1.0 .7 

6 1586 4.0 15.1 ? ? 8.3 ..... 
8 7 2730 4.0 5.1 .95 3.8 14.4 



LOCATION 
FILE IDEN TY 

BAG INLET CENTER 

VELOCITY '" 2876 FPM 

(WEIGHTED) 7- 02 4.2 
(WEIGHTED) 7- CO2 15.0 

AVERAGE (WEIGHTED 11 

AVERAGE ( ARITHMATIC 7. 02 4.2 
AVERAGE (ARITHMATIC) 1- CO2 '" 15.0 

(ARITHMATIC) 311 

AVERAGE STATIC PRESSURE ( 1 n. H20 ) = -6.0 
AVERAGE DENSITY LBM/FT 3 ) .04382 

ACFM (ACTUAL FT A 3 MIN '" 996602 
LB/HR wET) 2620044 



5/23/88 
LOCATION BAGHOUSE INLET WEST 
FILE IDENITY '" 

IC PRESSURE '" 25.36 
IOENTY '" E-45 

PROBE COEFF A0 ,. 9.S1682E-01 
COEFF AI 1 .99376E-05 

PROBE CDEFF 112 .. 9.37778E-10 
PROBE COEFF A3 1.88580E-14 
PROBE COEFF A4 -1.36877E-19 
DUCT AREA .. 346.5 

NOTE: ALL CO2 VALUES ARE CALCULATED 8. BASED ON FUEL AND MEASURED 02 

TAP PO NT CaRR v %02 % CO2 V WTO ~ 02 WTO r.C02 WTD TE" 
2543 5 1 14.2 .85 4.3 0 

.., 
~ 

'" 
.2 3006 5.4 13.9 1.00 5.4 1 .9 :::: m~ 

3 - 3289 5.5 13.8 1.09 6.0 IS. 
4 3567 .7 13.6 1 19 6.8 16.2 3.:. .. 
5 4237 6.2 13.2 1.41 8.7 18.6 :: 

6 5089 6.6 2.8 69 I .2 21.7 4 
7 6675 6.8 12.6 ., .,., 

4. .... "" IS 1 28.1 6':.; 

TAP POINT CORR v r.02 r. CO2 v LOC/AVG WTo Yo 02 WTO r.C02 WTO TE .".~ 
2 I 2409 5.2 4 \ .60 4.2 11.3 .., 

.:.-
2 2008 .3 14.O .67 3.5 9.3 1_ 

;;: 2546 5.6 \3.7 .85 4.7 11.6 
2 4 2622 5.9 13.4 .87 .1 1.7 ""\~-

"-=~ 

2 2872 2 13.2 .96 5.9 12.6 ---- . 

2 6 3851 6. 12.9 1.28 8.3 16.S .:" 
;;: 7 2882 6.5 \ 9 .96 6.2 12.4 2 

TAP POINT CORR V "02 " CO2 LOC/AVG WTO X 02 WTO "CO2 WTO TE~-

:3 I 1970 5.1 14.2 .66 3.3 9.3 I - -

3 2 2088 5.2 14.1 .69 3.6 9.8 ""'\-.,,-
":'",.:~ 

3 3 2378 5.4 13.9 4.3 1 .0 ., 
~ .... 

:3 4 2492 5.7 13.6 83 4.7 11.3 24-1 
3 2970 6. 13.3 .99 6 0 3. 290 
3 6 6.2 13.2 .96 9 12.6 ..,~-

.... / ! 

3 7 3467 9 13.4 l. IS 6.8 15.5 334 

TAP POINT CORR V "02 X CO2 V LOC/AVG WTO X 02 WTD %C02 WTD TEMP 
4 I 2808 5.0 14.2 .93 4.7 13.3 .,--

.:;..::~ 

4 2 3114 S. I 14.2 1.04 5.3 14.7 317 

4 :3 2824 5.0 4.2 .94 4 7 13.4 280 
4 4 2913 13.8 .97 5.3 13.4 ;:: I 

4 5 3279 5.9 .4 1.09 6.4 14.7 3::3 
4 6 4056 6.1 13. 1.35 8.2 17.9 41il! 

4 7 3728 5.7 13.6 I. 4 7. 16.9 36 

1 1 



TAP POINT CORR V X02 '[ CO2 \) l..OCnW6 LvTO '/. 02 l~TD :;.C02 wTG .. .. 
3103 4.9 14.3 I 03 I 14.8 -, 

2 2384 5.1 14.2 .79 4.0 I I .2 ..l; 

5 3 3265 .~ 14.1 1 09 15.3 34: 

5 4 3341 5.5 13.8 1.11 6. I 15.3 :EJ 

5 5 2753 5.8 13.5 92 5 12.4- ""'l--
.,;,..-

6 2949 5.9 13 4 .98 8 13.2 - -
7 3400 5.7 13.6 I. 13 6.4 15.4 

TAP POINT CQRR V 402 r. CO2 V LOC/AVG WTD ~ 02 WTD %C02 WTD ' . 
6 2742 4.9 14.3 .91 4 5 13.1 ;;. . 
6 2 2338 4.7 14.5 .78 3. 11.3 

6 3 5 0 14.2 .93 4.7 13.3 - -
6 4 1 :3 14.121 1. 23 6.5 7 7;: 

6 5 3565 5.6 13. 1. 19 6.9 16 v!i' 

6 6 2932 5.7 t 3.6 .98 5.6 13.3 
6 7 3937 5.7 13.6 I. 7.5 17.8 

TAP POINT CaRR v 402 r. CO2 V LOC/AVG WTO X 02 WTO YOC02 WTD ~ ~ 

7 I 2421 4.9 14.3 .81 3.9 1 
7 .2 4.8 14.4 .78 3.7 11.2 
7 :3 2046 4.8 14.4 .S6 3.3 9.8 
7 4 980 .3 14.121 .33 1.7 4.6 

5 973 5.6 13.7 .32 1.8 4.4 
6 2034 5.9 13.4 68 4.0 9.1 

7 7 3685 5.7 13.6 1.23 7.0 16.7 -- , 

TAP POINT CaRR v %1212 ~ CO2 V LQC/AVG WTD Yo 02 WTD %C02 WTD -
8 1 3493 4 8 14.4 .16 5.6 16.7 
8 2 4020 4.9 14 :3 1.34 6.6 19.2 -, 

8 3 1667 5. 4.2 .55 2.8 7.8 
8 4 4617 5.2 14.1 .54 8.0 21.6 .. , 

8 604 .4 13.9 .53 2.9 7 4 
8 6 2644 13.a .88 4.8 12.1 
8 7 4066 5 5 1 .8 1.35 7.4 18.7 .' -, 

1 1 



LOCATION 
FILE IDENITv 

8AGHOUSE INLET ~E3T 

VELOCITY 

AVERAGE (WEIGHTED) X 02 
(WEIGHTED) % CO2 

AVERAGE (WEIGHTED TEMPERATuRE 

l'lVERAGE ARITHMATIC % 02 
AVERAGE (ARITHMATIC) Yo CO2 
AVERA6E (ARITHMATIC) TEMPERATURE 

AVERAGE STATIC PRESSURE (In. H2O 
AVERAGE DENSITY LSM/FT"'3 ) 

ACFM ACTUAL FT 3 MIN 
LBiHR (WET 

3007 FPM 

5.6 
13.7 

= 295 

.5 
'" 13 8 

295 

-6.0 
,. .04465 

= 104 779 
2790753 

1 1 



APPENDIX 8 

1 1 



... 51 t 88 
'f 

LOCATION EAST ECON OUTLET 
FILE IDENITY 

IC PRESSURE .. 25.48 
PROBE I .. E-8 
DUCT HEIGHT := 21.2 
DUCT WIDTH 40.121 

TAP POINT STAT P TEMP DELTA P 'tAW ANGl %1212 % CO2 

-2.0 690 .119 20 4. I 15.121 
2 -2.0 683 .358 20 3.9 1 ., .. 
3 -2.0 697 .297 15 4.2 15.0 
4 121 716 .227 25 4.8 14.4 
5 -2 121 731 .244 2121 5.2 14. I 
6 -2 121 733 .192 5 5.3 4.121 
7 -2.0 1 .163 121 5.4 13.9 

TAP POINT STAT P TEMP DELTA P YAW ANGl Y.02 % CO2 

2 I -2.121 709 .12161 15 4.121 1 .1 
2 2 -2 0 71213 .336 121 3.6 15.5 
2 ::: -2.121 711 1121 3.9 ., ... 
2 4 -2.121 T'''' " .. .212 1 4.7 14 

2 5 -2.0 734 .21219 2121 4 9 14.3 
2 6 -2.121 734 .21219 1121 5.2 14. 
2 7 -2.121 733 • 192 1121 5.2 14.1 

( 
\ 

TAP PO NT STAT P TEMP DELTA P YAW ANGL %1212 % CO2 

3 1 -2.0 711 .12139 121 4.3 14. 
:3 2 -2.0 71217 .28121 10 4.1 

.. 
15 121· 

3 3 -2.0 709 .295 10 3.7 15.4 
3 4 -2.0 717 .266 0 4.2 5.121 

13 721 .207 5 4.6 14.6 
3 6 -2 0 725 .214 5 4.9 14.3 
3 7 -2.0 733 .148 5 5.0 4.2 

TAP POINT STAT P TEMP DELTA P YAW ANGL %02 " CO2 

4 -2.0 708 .021 0 4.0 1 1 
4 2 -2.0 713 .112 10 4 . 15.0 
4 ::: -2.0 700 . 271 5 4.1 15.0 
4 4 -2.0 711 .227 0 4.0 • I 
4 5 -2.0 723 .214 0 4.4 14.8 
4 6 -2.0 732 .212 0 4.5 4.7 
4 7 -2.0 737 .117 5 4 9 14.3 

1 1 



TAP POINT STAT P TEMP DEL.TA P tAW ANGL 1~02 %. CO .. 

5 -2.0 700 .036 5 4.2 15.0 

2 -2.0 719 .04 15 3.8 15.3 
5 :3 -2 0 698 .256 15 3 7 15.4 
5 4 -2.0 714 90 5 4.2 15.0 

\ 5 -2.0 731 .234 10 4.6 14.6 

5 6 -2.0 745 .229 10 5. I 14.2 
5 7 -2.0 744 .139 10 .7 13.6 

TAP POINT STAT P TEMP DELTA P YAW ANGL %02 r. CO2 

6 -2.0 7 4 036 0 3.9 5.2 
2 -2.0 727 .014 20 4.2 15.0 

6 :3 -2.0 710 .300 5 3.9 15.2 
6 4 -2.0 720 .2B3 5 4.1 IS.0 

6 .0 735 · 197 5 4 4 7 
6 6 .0 751 .207 10 5.3 14.0 
6 7 -2.0 744 · 131 15 5.7 13.6 

TAP POINT STAT P TEMP DELTA P YAW ANGL ::;02 Yo CO2 

7 -2.0 683 .036 10 4.7 4.5 
7 2 -2.0 710 .036 0 4.2 15 0 
7 :5 .0 716 .314 0 3.7 15.4 
7 4 -2.0 727 .263 10 3.9 ., .... 
7 5 -2.0 743 . 224 15 4.4 14.8 
7 6 -2.0 762 · lSI 5 4.7 14.5 
7 7 -2.0 752 .104 5.2 14. 

TAP POINT STAT P TEMP DELTA P YAW ANGL :(02 :( CO2 

8 .0 698 .043 0 3.7 15.4 
8 2 -2.0 709 .046 111 3.6 15.5 
8 3 -2.0 712 300 20 3.9 15.2 
8 4 -2.0 729 .161 10 3.7 15.4 
8 5 -2.0 755 56 I 4.4 4.8 
8 6 -2.0 761 158 10 4 9 14.3 
8 7 -2.0 752 .075 5 4.1 

TAP STAT P TEMP DELTA P YAW ANGL 7.:02 ';(; CO2 

9 1 -2.0 707 .046 0 3.7 15.4 
9 :2 -2.0 713 .017 0 3.7 5.4 
9 3 -2.0 7 5 .305 20 3.4 15.7 

9 4 -2.0 733 .219 10 3. I .6 
9 5 -2.0 754 .188 10 :3 8 1 . 
9 6 -Z.0 753 · liZ 5 4.8 14 4 
9 7 -2.0 746 .012 5 5.5 13.8 

1 1 



TAP POINT STAT P TEMP DELTA P lAW ANGL %02 ~~ CO: 

10 I -2.0 710 .043 \1) 3.8 15 3 
0 2 -2.0 718 .037 0 3.6 5.5 

10 3 -2.0 721 .288 5 3.6 15. 
110 4 -2.0 735 .241 0 3.3 5.8 
10 -2 0 750 .205 15 .5 15.6 
10 6 -2.0 1 .112 0 4. I 15.0 
10 7 .0 744 .029 5 4.9 4.3 

TAP POINT STAT P TEMP DELTA P YAW ANGL :402 X CO2 

11 1 -2.0 705 .053 0 4.0 I . I 
11 2 -2.0 7 9 .017 0 3.8 5.3 
I I 3 -2.0 T'''' .. , .275 10 15.6 
II 4 -2.0 731 .231 5 .4 5.7 
1 5 -2.0 748 .197 15 3.5 15.6 
II 6 -2.0 746 .209 10 4.0 • I 

1 7 -2.0 743 .080 15 4.7 14.5 

TAP POINT STAT P TEMP DELTA P YAW AN6L :402 7. CO2 

12 I -2.0 715 .048 0 .9 15.2 
12 2 -2.0 T" ..... .031 10 3 9 I .2 
12 3 -2.0 715 .283 5 3.9 15.2 
12 4 -2.0 718 .224 0 3.6 15.5 
12 5 -2.0 744 41 5 3.5 15.6 
12 6 -2.0 741 236 .7 5.4 
12 7 -2.0 740 .144 5 4.0 1 .1 

TAP POINT STAT P TEMP DELTA P YAW ANGL Y.02 :4 CO2 

13 1 -2.0 680 .039 0 4.1 15.0 
13 2 -2.0 710 039 0 3 4 5.7 
13 3 -2.0 727 .043 15 3.5 15.6 
13 4 -2.0 706 .275 10 3.2 IS.S 
13 5 -2.0 725 .253 10 3.3 15.8 
13 6 -2.0 742 .273 15 4.4 14.8 
13 7 -2.0 732 .241 5 4.7 4.5 

TAP POINT STAT P TEMP DELTA P YAW ANGL 1.02 Yo CO2 

14 1 -2.0 68B .034 0 3.2 15.8 
i4 2 -2.0 695 .034 0 3.7 5.4 
14 3 -2 0 703 .024 15 3.3 I .8 
14 4 -2.0 700 .297 15 3.4 5.7 
14 5 -2.0 720 .292 15 3.3 IS.B 
14 6 -2.0 747 .266 10 3.7 I .4 
14 7 -2.0 734 .048 5 4 I 15.0 

1 



DATE 5/20 88 
ION .. ECCON OUTLET WEST 

FILE IDENITY '" WECON 
Ie PRESSURE 25.46 

PROBE IDENTY .. E-8 
DUCT HEIGHT 21.2 
DUCT WIDTH .. 40.0 

TAP POINT STAT P TEMP DELTA P YAW ANGL 7.02 1. CO2 

I .0 645 .017 0 3.8 1 .3 
2 -2.0 651 .009 11) .8 15.3 

3 -2.0 6910 .098 IS :3 5.8 
4 .0 710 349 IS 3 .8 

5 -2 0 731 .324 25 4.0 15. I 

6 -2.0 739 .258 30 :3 6 15.5 
7 -2.0 746 .156 30 4.0 15. 

TAP POINT STAT P TEMP DELTA P YAW PlNGl Y.02 " CO2 

:2 -2.0 680 .007 0 4. 4.7 
.0 693 .007 11) 3.5 15.6 

2 3 -2.0 710 .034 10 3. 1 IS 9 

:2 4 -2.0 699 .280 0 2.8 16.2 
2 5 -2.0 17 .268 20 3.3 I .8 
2 6 -2.0 733 .26 30 3.8 15.3 
2 7 -2.0 745 .217 25 4.1 15.0 

TAP POINT STAT P TEMP DELTA P YAW ANGl %02 r. CO2 

3 I -2.0 717 .009 5 3.8 15.3 
3 2 -2.0 720 .004 3.4 15.7 
3 :3 -2.0 711 .278 10 3. I .8 

3 4 -2.0 71 .249 10 3.4 !S.7 
-2.0 727 . 66 20 4.0 15.1 

:3 6 .0 750 .205 30 4.5 4.7 
7 0 75 .217 4.8 14.4 

TAP POINT STAT P TEMP DELTA P YAW ANGl %02 r. CO2 

4 -2 0 718 .003 5 4.0 15.1 
4 2 -2.0 723 .034 5 4.2 15.0 
4 3 -2.0 719 346 0 3.9 15.2 
4- 4 -2.0 726 .310 IS 4 2. 15.0 
4 -2.0 741 .2 7 30 4.8 14.4 
4- 6 -2.0 749 97 30 4.9 14.4 
4 7 -2 10 747 173 0 4. 4.7 

1 1 



TAP POINT STAT P TEMP DELTA P rAw ANGL %02 

5 -2.0 7 5 .009 10 4.0 5.1 
2 0 71 .038 0 4. I 15.10 
:3 .0 7 5 .320 5 3 9 15.2 

5 4 -2 0 727 258 10 4.4 14.8 
5 5 -2.0 732 244 I 4.8 14.4 
5 6 -2.0 729 .139 IS .9 15.2 

7 -2.0 729 .092 10 4.1 15.0 

TAP POINT STAT P TEMP DELTA P YAW %02 Yo CO2 

6 -2.0 7 .017 0 4.1 15.0 , -2.0 713 .029 0 3.8 15.3 .. 
6 -2.0 713 . 266 10 4.0 1 S . 
6 4 -2.10 732 .188 10 4. 15.10 
6 5 0 744 .214 10 4 4.7 
6 6 -2.10 742 109 20 5.1 14.2 
6 7 -2.0 741 .070 15 4.9 14.3 

TAP POINT STAT P TEMP DELTA P YAW ANGl :1.O2 % CO2 

7 -2 ° 718 .014 0 4. I 15.0 
7 2 -2.0 718 .0 2 0 4.2 15.10 
7 3 -2.10 720 .349 110 3.8 15.3 

7 4 -2.0 741 .185 4.1 15.0 
7 5 -2.0 753 .200 5 5.0 14.2 
7 6 -2.0 755 173 2O 4.7 14.5 
7 .0 75O .14 2O 5.2 14.1 

TAP POINT STAT P TEMP DELTA P YAW ANGl :1.02 " CO2 

8 1 -2.0 713 .012 0 4 0 5.1 
8 2 -2.0 723 51 5 4.0 1 5.1 
8 -2.0 709 .356 10 3.7 15.4 
8 4 .0 735 .292 5 4.2 15.0 

8 -2.0 752 .224 5 4.6 14 6 
8 6 -2.0 758 15 5.0 14.2 

8 7 -2.0 .209 30 .4 13.9 

TAP POINT STAT P TEMp· DELTA P YAW ANGl %02 " CO2 

9 -2.0 714 .019 0 .7 15.4 
9 2 -2.0 718 .078 10 3.9 I .2 
9 3 -2.0 706 .273 5 4.1 1 .0 

9 4 -2.0 724 .202 5 4.1 IS 0 
9 5 .0 737 .205 10 4.9 14.3 
9 6 -2.0 746 .2 9 10 5.0 4.2 
9 7 -2.0 751 .168 5 2 14.1 

1 



TAP POINT STAT P TEMP OELTA P yAW ANGL 7.02 ~ CO2 

10 -2.0 713 .019 0 3.7 15.4 

10 :2 -2.0 714 .102 0 3.9 \5.2 
10 -2.0 709 .271 5 :3 6 IS.S 

10 4 -2.0 720 .249 0 .9 
, .... 

11) 5 -2.0 726 .195 4 4 14.8 

10 6 -2.0 734 .244 20 5.1 4.2 
10 7 -2.0 743 .185 0 4.9 4.3 

TAP POINT STAT P TEMP DELTA P YAW ANGL ~02 ,; CO2 

11 -2.0 .026 0 .5 15.6 
11 .0 710 .297 20 3.4 15.7 
11 :3 -2.0 711 .290 15 3.6 I 

t I 4 -2.0 723 .3 9 10 4.2 15.0 
1 5 -2.0 731 .2 20 4.8 4.4 

11 6 -2.0 741 .241 20 5.3 14.0 
i 1 7 .0 745 31 15 5.6 13.7 

TAP POINT STAT P TEMP DELTA P YAW ANGL 7.02 7. CO2 

12' .0 680 .O31 0 5.5 1 .8 
12 , -2.0 708 .354 30 3.8 15.3 .. 
12 :3 -2.0 708 .314 15 4. I 15.0 
12 4 -2.0 720 .239 20 4.3 14.9 
1 5 .0 732 .273 20 4.9 14.3 
2 6 -2.0 743 246 5 5.6 3.7 

12 7 -2.0 744 .158 20 5.9 13.4 

TAP POINT STAT P TEMP DELTA P YAW AN6L 1.02 Yo CO2 

13 .0 709 .073 20 3.8 15.3 
13 2 -2.0 703 .351 20 .3 15.8 
I :3 -2.0 707 .317 20 3.5 1 
I 4 -2.0 722 .361 15 4 4 14.8 
13 5 -2.0 737 .295 15 5.4 
13 -2.0 738 .424 20 6.2 
13 7 -2.0 753 .427 10 6.5 



DATE 5/19/88 

LOCATION = EAST PRI GAS INLET 
FILE DENITY I 
BAROMETRIC PRESSURE 25 32 
PROBE IDENTY '" E-
DUCT HEIGHT 9.0 
DUCT WIDTH '" 8.0 

TAP POINT STAT P TEMP DELTA P YAW ANGL %02 % CO2 

-3.0 7 2 .002 0 3.1 1 .9 

2 -3.0 715 004 0 3.0 16.0 

3 -3.0 709 .026 0 2.9 16.1 

TAP POINT STAT P TEMP DELTA P YAW ANGl %02 ~, CO2 

.., -3.0 70S .031 (1) 3.2 15.8 

.:. 

2 .., -3.0 713 .017 0 3.5 15,6 
t. 

2 3 -3.0 709 .092 0 3.0 16.0 

TAP POINT STAT P TEMP DELTA P YAW ANGl %02 % CO2 

3 -3.0 712 .136 5 3.2 15.8 

3 -3.0 714 .100 0 3 0 16.0 

3 :3 -3.0 715 .087 0 3.1 15 9 

TAP POINT STAT P TEMP DELTA P YAW ANGl %02 'Y. CO2 

4 -3.0 713 .078 0 3.0 16.0 

4 2 -3.0 718 .156 15 2.9 16.1 

4 3 -3.0 721 .100 0 3.0 16.0 

TAP POINT STAT P TEMP DELTA P YAW ANGl %02 7. CO2 

5 -3.0 718 097 0 3.0 16.0 

5 2 -3.0 723 151 1 2.9 16.1 

5 3 .0 7""'1 ... .:. 29 5 3. 5.S 

TAP POINT STAT P TEMP DELTA P YAW AN6l %02 % CO2 

6 1 -3.0 7"" ...... .117 10 3.4 15.7 

6 2 -3.0 722 17 0 .9 6.1 

6 3 .0 .139 0 2.9 16.1 

1 



5/19/88 
ION WEST PRI GAS IN 

FILE IDENITY WPAGI 
Ie .32 

IDENTY 1 
HEIGHT 9.121 
WIDTH 18.121 

TAP POINT STAT P TEMP DELTA P ¥AW ANGl %02 % CO2 

-3.0 688 151 0 3. 15.7 
2 .121 70121 .119 0 3.3 5.8 

:3 -3.0 705 .153 0 .6 15.5 

TAP POINT STAT P TEMP DELTA P YAW PlNGl %02 % CO2 

2 -3.121 709 .129 10 3.5 15.6 
2 2 -3.0 710 .134 15 3.1 15.9 

2 3 .0 712 . 26 5 3.5 15.6 

TAP POINT STAT P TEMP DELTA P YAW ANGl %02 % CO2 

3 -3.0 699 .097 0 3.2 5.8 
:3 2 -3.0 704 .1 S3 5 3.2 15.8 

3 3 -3.0 709 .122 5 3.3 5.8 

; TAP POINT STAT P TEMP DELTA P YAW ANGL %02 % CO2 
( 

4 -3.0 704 .129 5 3.6 15.5 
4 .0 709 .112 0 3.121 16.0 
4 3 -3.0 7 4 .126 5 3 ? .... 15 8 

TAP POINT STAT P TEMP DELTA P ¥AW ANGL %1212 % CO2 

5 1 -3.121 707 12141 (2) 3 3 15.8 
5 2 -3.0 708 .12126 3.3 15.8 
5 :3 .0 711 .031 1121 3.2 15.8 

TAP POINT STAT P TEMP DELTA P YAW ANGL 7.1212 X CO2 

6 -3.121 704 .017 0 3.0 16.0 

6 2 -3.0 704 .017 0 3.1 15.9 
6 -3.0 71121 .024 3.3 15.8 

1 



5/19 88 
ION EAST PRI GAS OUT 

FILE IDENITY = EPAGO 
Ie PRESSURE = 25.32 

PROBE IDENTY E- 1 
DUCT HEIGHT 0.5 

WIDTH 8.6 

TAP POINT STAT P TEMP DELTA P YAW ANGL %02 'Y. CO2 

-5.5 256 . 36 11) 10.0 9.8 

2 -5. 30 .185 0 5.0 14.2 

3 -5.5 3 0 .192 0 5.1 4.2 
4 .5 318 .168 0 4.9 14.3 

5 -5.5 318 51 10 6.1 13.3 

6 -5.5 11 .141 7.4 12.1 

TAP POINT STAT P TEMP DELTA P YAW ANGL %02 " CO2 I • 

2 . 5 274 .249 0 10.0 9.8 

"" 2 -5.5 3 .195 0 4.3 4.9 .:. ,., 3 19 .166 <.. 0 3.5 I .6 

2 4 -5.5 58 11) 4.0 5.1 

2 5 -5.5 318 .14 5 5.2 14 1 
6 -5.5 307 .136 5 7.2 12.3 

TAP POINT STAT P TEMP DELTA P YAW ANGL %02 'Y. CO2 

3 -5.5 28 .,"",.., 
.... ~" III 9.0 10.7 

3 
..., -5.5 300 80 11) 5.9 13.4 .:. 

3 3 .5 3 7 .713 (() 3.8 15.3 

3 4 -5.5 319 . 166 0 4.0 5.1 
3 5 -5.5 3 7 .100 5 5.1 14.2 

3 6 309 .124 5 6 7 12.7 

1 



DATE 5/19/88 

ION WEST PRI GAS OUT 
WPA60 

= 25.32 
PROBE I .. 11 

HEIGHT 10.5 
DUCT WIDTH .. 8.6 

TAP POINT STAT P TEMP DELTA P YAW AN6l %02 % CO2 

1 .0 292 .192 0 6.0 3.4 

2 -5.0 307 158 0 4 ? 15.0 ... 
3 .0 303 .166 0 4.8 14.4 

4 -5.0 296 .153 (I) 5.6 13.7 

S -5.0 283 .146 0 7.1 12.4 

6 -S 0 276 .148 0 0.3 9.5 

TAP POINT STAT P TEMP DELTA P YAW ANGl %02 % CO2 

2 -5.0 294 241 0 7.2 1 .3 

2 2 -5.0 309 .197 0 4.6 4.6 

2 3 -5.0 309 .168 0 4.0 15. 

2 4 .0 302 .158 10 4.5 4 7 

2 5 -5 0 288 .190 0 6.9 12.5 

2 6 .0 274 .373 (I) 9.7 10.1 

TAP PO NT STAT P TEMP DELTA P YAW PlN6l %02 % CO2 

3 1 -5.0 275 .263 0 8.7 o 9 

2 -5.0 93 . 85 5 6.0 13.4 

3 3 .0 295 .141 0 5.6 13.7 

3 4 -5.0 294 .268 0 5 5 3.8 

3 5 .0 280 .327 5 7.9 11.7 

3 6 -5.0 - 275 .368 10 9.9 9,9 

1 



DATE S 25/88 
ION BAGHOUSE INLET EAST 

FILE IDENITY 
Ie PRESSURE 25.42 

IDENTY := E-45 
DUCT HEIGHT 18.0 

WIDTH .. 19.3 

TAP POINT STAT P TEMP DELTA P YAW ANGL 7.02 ~ CO2 

-6.0 280 .422 15 4.4 14.8 
2 -6.0 281 .400 15 4.1 15.0 
3 -6.0 282 .021 5 4.2 15.0 
4 -6.0 282 .610 15 4.5 14.7 
5 -6.0 280 .073 20 4.3 4.9 
6 -6.0 280 .302 20 4.7 14.5 
7 -6.0 282 .681 10 4.2 5.0. 

TAP POINT STAT P TEMP DELTA P YAW ANGL t02 ~ CO2 

2 -6.0 279 .329 20 4.6 14.6 

2 2 -6.0 281 .192 15 4.7 4.5 

2 3 -6.0 284 .085 15 4.2 15.0 

2 4 -6.0 85 .080 5 4.7 14.5 

2 5 -6.0 278 .096 15 5.2 14.1 

2 6 .0 280 .285 15 5.0 14.2 

2 7 -6.0 284 .610 10 5.0 14.2 

TAP POINT STAT P TEMP DELTA P YAW ANGL 1.02 7. CO2 

3 -6.0 283 .261 15 4.6 14.6 
3 2 -S.0 286 .219 \1) 4.6 14.6 
3 3 .0 285 80 0 4.4 4.8 
3 4 -6.0 282 .324 0 5.1 14.2 

5 -6.0 282 .286 0 5.4 13.9 
6 -6.0 285 .246 10 5.2 14. 

3 7 -6.0 285 .427 10 4.9 14.3 

TAP POINT STAT P TEMP DELTA P YAW ANGL 7.02 7. CO2 

4 1 -6.0 90 .302 10 4.6 14.6 
4 2 -6.0 289 .285 5 4.8 14.4 

• 4 3 -S.0 286 .407 10 5.1 14.2 
4 4 -6.0 285 .3 4 5 5. 14.2 
4 5 -6.0 281 .295 1 5.2 4.1 
4 6 -6 0 285 .310 10 5.1 14.2 
4 7 -S.0 286 .573 5 4.7 14.5 

TAP POINT STAT P TEMP DELTA P YAW ANGL 1.02 % CO2 

5 -6.0 286 -:"?'! t..;,J .... """, 5 4.5 14.7 
5 " -6.0 296 • 261 10 4.8 14.4 .. 
5 3 -6.0 299 .25 10 

.., 14. . .:. 
5 4 -6.0 288 .312 10 5.2 14.1 

5 5 -6.0 288 .371 10 5.1 4.2 
5 6 -6.0 288 .345 5 4.9 14.3 
5 7 -6 0 85 .361 5 4.6 14.6 

1 



Mi-' -"", J,. .~ , 

6 1 -6.0 287 ~ 2 9 0 4.4 4.8 

6 2 -6.0 290 95 5 4 6 4 6 

6 3 -6.0 .263 10 5.1 14 "') 
<. 

6 4 -6.0 290 .278 10 5.3 14.0 

6 5 -6.0 286 .302 5 5.2 14.1 

6 6 -6.0 286 .3 7 5.0 14.2 

6 7 .0 289 .366 11) 4.9 14.3 

TAP POINT STAT P TEMP DELTA P YAW ANGL X02 Yo CO2 

7 1 -6.0 290 .236 4.4 14.8 

7 2 -6.0 292 83 0 4. 14.7 

7 3 -6.0 291 .212 0 4.6 14.6 

7 4 -6.121 294 .251 5 5 1 14.2 

7 5 -6.0 288 .324 5 5.2 4.1 

7 6 -6.0 289 . 334 5 S . 14. 

7 7 -6 0 288 .329 5 5 ? .... 14.1 

TAP POINT STAT P TEMP DELTA P YAW ANGL :':02 % CO2 

8 -6.0 290 .305 10 4. 4.7 

8 -6.0 29 .312 10 4.7 14.5 

8 3 -6.0 291 .405 10 4.9 14.3 

8 4 -6 0 292 .468 10 5.1 14. 

8 5 -6.0 290 .520 10 5.3 14.0 

8 6 -6.0 285 .505 10 5.5 13.8 

8 7 -6.0 288 .642 1 5.3 14.0 

1 



DATE 
LOCATION CENTER 

ILE IDENITY 
BAROMETRIC PRESSURE 
PROBE IDENTY 
DUCT HEIGHT 
DUCT WIDTH .. 19.3 

TAP POINT STAT P TEMP DELTA P YAW ANGl 7.02 7. CO2 

1 -6.0 305 .461 5 4.7 14 5 
2 .0 307 .086 40 4.6 14.6 

-6.0 310 .1 4 40 4.3 14.9 
4 .0 312 .227 20 4.6 14.6 
5 -6.0 3 4 .020 0 4.3 14.9 
6 -6.0 308 .086 40 4.2 15.0 
7 -6.0 310 .368 15 4.3 14.9 

TAP POINT STAT P TEMP DELTA P YAW ANGL %02 % CO2 

2 -6.0 311 .053 15 4.6 14.6 

2 
,., .0 307 .043 0 4.5 4.7 .::. 

2 3 -6.0 310 .290 1 4.4 4.8 

2 4 -6.0 313 .283 15 4.3 14.9 
2 5 -6.0 1 .366 1 4.4 14.8 

6 -6.0 311 .166 10 4.4 14.8 

2 7 -6.0 :3 0 .070 10 4.4 14.8 

TAP POINT STAT P TEMP DELTA P YAW ANGL %02 t CO2 

:3 1 -6 Ii:) 305 .246 10 4.6 14.6 
3 2 -6.0 305 .307 0 4.4 14.8 

3 .0 306 456 0 4.3 14.9 
4 -6.0 311 .434 0 4.3 14.9 

:5 -6.0 313 .459 0 4.3 14.9 
:5 6 -6.0 311 .488 0 4.4 14.8 
3 7 -6.0 308 .322 10 4.4 14.8 

TAP POINT STAT P TEMP DELTA P YAW ANGL 7.02 " CO2 

4 .0 302 236 0 4.5 4.7 
4 2 -6.0 305 .358 4.2 15.0 
4 3 -6.0 306 .537 0 4. 15.121 
4 4 -6.0 306 .505 0 4.1 15.0 
4 5 -6.0 309 .483 0 4.2 15.0 
4 6 -6.0 312 .488 10 4.1 15.0 
4 7 -S.0 311 .463 5 4.0 lS.1 



1M!"' rU J.!'4 ~ 1 1 r 1c,lIr UJ-b.. I I j I 111'1\./'-

5 -6 0 305 .268 10 4.13 15.1 
2 -6.0 305 .385 4.1 15.0 

5 :3 -6.0 306 .571 0 4. 15.0 
4 -6.0 309 .507 (1) 4.0 5.1 

5 -6.0 313 .485 5 4. 15.0 
5 6 -6.0 3 :3 .493 10 4.0 5.1 

5 7 -6.0 3 1 .429 4.0 5. 

TAP POINT STAT P TEMP DELTA P YAW AN6l '402 'Yo CO2 

6 1 .0 307 17 0 4.2 15.0 

6 2 -6.0 309 .410 0 4.1 15,0 

6 :3 -6.0 313 .425 10 4.0 15.1 

6 4 -6.0 316 .412 5 4.0 15.1 

6 5 -6.0 319 .437 5 4.0 15 1 

6 6 -6.0 315 .380 5 4.1 15.0 

6 7 -6 0 15 .271 0 4.1 15.0 

TAP POINT STAT P TEMP P YAW ANGl %02 1. CO2 

7 1 -6.0 310 .075 40 4.3 14.9 

7 2 -6.0 314 .017 10 4. 15.0 

7 3 -6.0 316 278 20 4.0 15. 

7 4 -6.0 316 .148 20 3.9 5.2 

7 5 -6.0 317 90 15 4.0 15.1 

7 6 -6.0 316 .136 5 4.1 5.0 

7 7 -6.0 314 .095 10 4.0 5.1 

TAP POINT STAT P TEMP DELTA P YAW ANGl %02 % CO2 

8 1 -6.0 31 .485 0 4.0 1 5.1 

8 2 -6.0 313 .168 2S 4.1 15.0 
8 -6.0 315 .107 30 4.0 15.1 

8 4 -6.0 3 9 .473 5 3.9 15.2 

8 .0 :3 6 .041 50 4.0 15.1 
8 6 -6 0 3 4 .136 40 4.0 1 .1 

8 7 -6.0 :3 4 .258 20 4.0 15.1 

1 



.. 5/23/88 

ION '" BAG HOUSE INLET WEST 
FILE IDENI 

Ie PRESSURE 
IDENTY 

HEIGHT 18.0 
WIDTH 19.3 

TAP POINT STAT P TEMP DELTA P YAW ANGL ~t.02 Yo CO2 

1 -6.0 288 .2 2 10 .1 14.2 
2 -6.0 28 .285 5 5.4 13 9 

3 -6 0 288 5 5.5 3.8 f 4 -6 0 297 .397 5 5.7 13.6 
5 -6 0 293 .554 0 6.2 3.2 It 

6 0 282 .799 0 6 6 I 8 i 
7 -6.0 281 1.377 0 6.8 12.6 ., 

f 
! 

TAP POINT STAT P TEMP DELTA P YAW ANGL %02 r. CO2 

-6 0 293 .185 0 5.2 14.1 
2 2 -6.0 295 . 31 0 :3 4.0 
2 3 -6.0 302 .205 5 5.6 1 .7 

.2 4 -6.0 94 .217 0 5.9 13.4 

.2 -6.0 290 .261 5 6.2 13.2 
2 6 -6.0 290 459 5 6.5 12.9 

7 -6.0 289 263 5 6.5 2 9 

TAP POINT STAT P TEMP DELTA P YAW ANGL "02 r. CO2 

3 -6.0 .1 5 5.1 14.2 
3 2 -6.0 295 . t4t 0 5.2 14. I 

3 -6.0 297 .183 5 .4 13.9 
3 4 -6.0 294 .197 0 5 7 13.6 
3 .0 294 .275 11) 6. I t 3. 
3 6 -6 0 290 .261 5 6.2 13.2 
3 7 0 290 .383 10 5 9 13.4 

TAP POINT STAT P TEMP DELTA P YAW ANGL "02 Yo CO2 

4 I -6.0 305 .246 5 5.0 4.2 
4 :2 .0 306 .297 11) 5.1 14.2 
4 :3 -6.0 298 .256 10 5 11) 14.2 
4 4 -6.0 300 .27 10 5.5 13 8 
4 -6.0 296 .334 5 5.9 13.4 
4 6 -6.0 97 .500 11) 6. 3.3 
4 7 -6.0 294 429 5 5.7 13.6 

1 



TAP r'UIN! ::JiMI I"' 11:.1'11"' Wc.:..L....1 Ii I ! d'l\"lt.... 

-6.0 31210 .297 0 4.9 14.3 
5 .0 307 . 180 5 • 1 14.2 
5 -6.0 316 .324 5 5.2 14. I 

4 -6.0 297 .346 5 .5 13.8 

5 5 -6.0 297 .239 5.8 13.5 

" 
6 -6.0 295 .273 5 5.9 13.4 

5 7 -6.0 95 .356 0 5.7 13.6 

POINT STAT P TEMP DELTA P YAW ANGL %02 % CO2 

6 I -6.0 301 .236 5 4.9 4.3 
6 2 -6.0 303 173 0 4.7 4.5 
6 :3 -6.0 302 .244 0 5.0 14.2 

6 4 -6.0 295 .422 0 5.3 14.0 
6 5 -6.0 295 .390 0 5.8 13. 
6 6 -6.0 .268 0 5.7 13.6 

7 -6.0 296 .476 5 5.7 13.6 

TAP POINT STAT P TEMP DELTA P YAW ANGL %02 'Yo CO2 

7 \1) 304 .197 15 4.9 14.3 
7 2 -6.0 30 .179 10 4.8 14.4 
7 :3 -6.0 301 .144 15 4 8 14.4 
7 4 -6.0 .034 0 5.3 14.0 
7 5 -6.0 290 .034 5 5.6 1 7 
7 6 -6.12l 290 .136 5 5.9 1 .4 
7 7 .0 294 .429 10 5.7 13.6 

TAP POINT STAT P TEMP DELTA P YAW ANGL %02 % CO2 

e -6.0 306 .373 5 4.8 14.4 
8 2 -6.0 301 .493 5 4.9 14.3 
8 :3 -6.0 299 092 0 5 1 14.2 
8 4 -6.0 293 .649 0 5.2 14. 
8 5 -6.0 293 .092 IS 5.4 13 9 
8 6 -6.0 .222 5 5.5 13.8 
8 7 .0 298 .502 0 .5 3.8 

1 1 
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APPENDIX 5 

GAS SAMPLING GRID SKETCHES 
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APPENDIX 6 

PRESSURE DROP, AIR RESISTANCE, AND DRAFT LOSS CALCULATIONS 
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APPENDIX 7 

AVERAGE FUEL ANALYSIS AND CARBON LOSS CALCULATIONS 
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APPENDIX 8 

AIR AND GAS FLOW CALCULATION METHODOLOGY 



CALCULATION METHODOLOGY FOR SECONDARY AIR HEATER 
GAS OUTLET CONDITIONS AND FLOw 

The air heater gas outlet is can not 
air heater gas be measured on this unit due to the 

outlet flues However, the are excellent for the 
air heater outlet and air heater gas outlets, and can 

unit Since two out of three be measured with the 

can 
locations 

air heater gas outlet) 
as the measurements at any of the other 

Below is the calculation used this contract. 

Attachment C contains a summary of the locations and the 
that were at each location, as well as 

size for each test station with the 
• the , 02 and C02 were we 

head measurements. (fuel was 
calculated per PTC 4.1, 

For balance calculations, B&w 
gas are based upon NASA·272. 

to the attached schematic of the actual 

air 
based on 

calculated based on 
Heat Loss Method. 

heat of air and flue 

I, calculate the (the average of two 
of the air 
air heaters 
test data 
basis): 

below , however, there is sufficient 
on an individual air 

1. Total gas flow to air heaters, PTC 4 .1 based 
on 02 & C02 the economzier, 

2A. APCO method 
Gas flow 

individual air heaters 
the total calculated flow 

TCH·082687 

1 above) based on the measured 

+ 
calculated 

* / 
* / 

-1 

Total measured gas flow 
gas flow to air heaters 

Gas flow to 
- Gas flow to 

to air heaters. 

AR's. 
AR's 

1 



2B. B&'W method 
Calculate gas 
based on measured 
heater flow is the 

and gas flow 

'Where: 

gas flow to individual air heaters . 
the heat balance 

air 
between total gas flow to the air 

air heater. 

Wamll - Measured air flow to 
Hamll 

3. Calculate the 
PTe 4.3. 

air heater ~c.~~c.~c, 'WahI15B, conventional per 

4. Calculate 

schematic 
calculation of total 

heater gas outlet 
heater may be 
left side of the boiler. 

the 
PTC 4 3. 

air heater 

for purposes of 
and 

Individual air 
measured data from or 

5 Calculate total heater • wahllS. per PTC 4.3 
based on 02 and C02 measurements at [14] and [lS]. 

6. Calculate the air heater , 'Wah 11 SA , difference. 

WahllsA - 'Wahl15 • wahllsB 

7. Calculate the gas 

TahUS 

8. 

PTC 4.3 
of the 

The of flue gas 

the heaters 
based on the 

air. Tah1lS. 

* wahll5A + TahllSB * 'WahI15B) / 'WahllS 

air heater(s) 
in accordance with the 

of flue gas @ 

/ 

moisture in the as well as the 
above is a function of 

gas composition. 
Moisture in flue a function of 

and must be calculated for each 

TCH·082687 

air at the location in 
location as described below 



9. moisture in flue gas the economizer, H14, and 
moisture the air heater, H14B, per PTC 4 3. 

10. Calculate moisture in 
mass balance per the 

the heater 

M14A - * 
llA. APeD method 

heat balance 
Calculate individual air heaters 

lIB. B&W method - Calculate air flow the air heater' 
heat balance. air flow is the difference between total air 
flow to the burners less the Total air flow to the 
burners is calculated 2 , 
infiltration at full load. 

TCH 082687 3 

1 



REVISION 

NO. 51-1££1 ____ _ 
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REVISION 

( 
OB NO. SHEET ____ _ 

1 



( 
\ 

TESTS 
TESTS 

3A, 4A, SA 
3AC, 4AC, SAC 

1. 

3. 

Air Heater 
economizer 

'f 

OF CALCULATIONS 

02 / Plant Measured PA Flow 
C02 / Plant Measured PA Flow 

- Calculate based on the 
is the This 

Calculation Sheet - air heater 
to house inlet 

Outlet Calculation - Calculate the 
gas outlet with and without 

, total air heater air heater 

4. 

TESTS 3MO, 4MO, SMO -
TESTS 3MC, 4MC, SMC 

AH Calculation Sheet ( 

02 / Measured air and gas flows 
C02 / Measured air and gas flows 

1. Calculation Sheet Calculate based on the 
composite flue gas is the This 
total gas 

2. Air Heater Calculation Sheet - air heater 
economizer gas out to house inlet. 

3. 

balance. 

4. Calculation Sheet 

5. Calculation Sheet - Calculate the 
outlet with and 

the 

air heater 

6. Calculate 
sheet in 

7. 

TCH·102387 

air heater air flow 

AH 

·1 

heat balance 

Calculation Sheet 

1 

the 

the. 
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TEST 1A . 1155 1605 : 850 MY DRY RUN FINAL CALCULATION JDR-ll0488 

CALCULATED SECONDARY AH GAS OUTLET CONDITIONS 

LVG ENT LVG ENT LVG TOTAL 
ECON PRI PRr SEC SEC LVG 

AH'S 

02. % 3.07* 2.96* 6.31* 3.07* 3.94 4.26* 
CO2, % 15.74 15.83 12.87 15.74 14.97 14.69 
EXCESS AIR, % 16.7 16.0 42.1 16.7 22.6 .9 
H20 IN GAS. % 5 31 5.34 4.54 5.31 5.10 5.03 

T F 107 1* 520.1* .7* 646.3* 
HAIR, 6.6 1.4 
T AIR CALC, F 520.5 640.1 

TGAS, F 733.2* 721.7* .0* 733.2* 307.5 306.8* 
H GAS. 55.2 56.9 56.7 
H GASC, 65.3 59.4 60.1 
T GAS 339.9 317.2 319.8 

WT AIR, 835.1 5236.0 0.0 
WT GAS, 7380.0 842.0 1015.6 6538.0 6839.0 7854.7 
AH LKG, 173.7* 301.0 474.7* 

* DENOTES MEASURED VALUES-. PRI AH AIR BY-PASS FLOW 588.6 
MOIS IN AIR DA .0070 

( WI AIR LVG SEC BY HT BAL - 5176.3 

( 

1 1 



TEST lA 
CONTRACT CORRECTED TEST lA 

SUMMARY FOR CONTR. wITH TEST 
CONDITIONS CONDITIONS 

Fuel CONTRACT TEST 
Air 64 
Air 0 
Air Flow ( 
AH Air Pass Flow 497.8 588.6 588.6 
Mill Inlet F .2 0.0 351.1 
Ave Ent AH F 66.7 66.8 90.3 

Gas Econ F 736 0 733.2 733. 
Gas Flow Ent AH 7210 7223 7380 
Ave Gas AH F 281.6 306.8 
Ave Gas AH F 294.7 304.8 319.8 

Excess Air Econ % 17.0 17.0 16.7 
Excess Air AH % 24.9 
Excess to Burners % 15.0 15.0 14.6 
AH 484 475 

Moisture In Air DA .0067 .0067 .0070 
Gas Wt Econ Fuel 9.999 10.585 
Air Wt to Burners Fuel 9.471 10.017 

Wet Gas Wt Econ Fuel 10.554 11.179 

Losses % 
Gas 4.84 5.19 5.05 

H20 in Fuel (2) 5.15 .88 .95 
H2 in Fuel 4.30 4.24 
Moisture in Air .07 .06 .06 
Unburned Combustible .20 .10 .10 
Radiation .17 .17 .16 
Unaccounted (3) 1.00 .50 .50 

Summation of Losses 11.43 11.20 11.06 

% 88.57 88 80 88.94 

Unit MKB 6691.5 6691. 5 6782.3 
Fuel MKB 7555.0 7535.5 7625.7 
Fuel Rate 686.2 684.4 660.2 

(1) Includes Pass Flow (2) Includes H2 in Fuel Loss 
(3) Includes Manufacturer's of .5 % 

TEST 1A . 1155-1605 . 850 MY DRY RUN FINAL COMPOSITE AH JDR-1l0488 

( 

1 



.. 
TEST 2A : . 1025-1530 : 850 MY D MILL OUT FINAL CALCULATION JDR-ll0488 

CALCULATED SECONDARY AH GAS OUTLET CONDITIONS 

LVG ENT LVG ENT LVG TOTAL 
ECON PRI PRI SEC SEC LVG 

AH'S 

02, % 3.01* 3.02* 5.99* 3.01* 3.68 3.97* 
CO2, % 15.69 15.68 13.07 15.69 15.10 14.85 
EXCESS AIR, % 16.3 16.4 39.0 16.3 20.8 22.7 
H20 IN GAS, % .06 5.06 4.36 5.06 4.90 4.84 

T AIR, F 89.0* 527.4* .8* 631.1* 
HAIR, 2.2 -2.9 
T AIR CALC, F 527.8 643.9 

T GAS, F 724.3* 714.4* 302.0* 724.3* 288.1 289.8* 
H GAS, 55.1 51. 9 52.3 
H GASC, 64.6 53.8 55.0 
T GAS 338.1 295.5 300.1 

WT AIR, 730 1 5166.0 0.0 
WT GAS, 7310.0 793.5 935.7 6516. 6746 3 7682.0 
AH LKG, 142.2* 229.8 372.0* 

* DENOTES MEASURED VALUES. PRI AH AIR BY-PASS FLOW - 712.8 
MOIS IN AIR, DA .0049 
WT AIR LVG SEC BY HT BAL - .7 

1 



TEST 2A 
CONTRACT CORRECTED TEST 2A 

SUMMARY FOR CONTR. wITH TEST 
SHEET CONDITIONS CONDITIONS 

Fuel CONTRACT TEST 
Air 64 
Air 0 
Air (1) 
AH Air Pass Flow 497.8 712.8 712.8 
Mill Inlet F 397.2 0.0 312.8 
Ave Air Ent AH F 66.7 66.9 72.4 

Gas Econ F 736.0 724.3 724.3 
Gas Flow Ent AH 7210 7207 7310 
Ave Gas AH F 281.6 289.8 
Ave Gas AH 294.7 296.6 300.2 

Excess Air Econ % 17 .0 17.0 16.3 
Excess Air AH % 22 7 

to Burners % 15.0 15.0 14 2 
484 372 

Moisture In Air DA 0067 .0067 .0049 
Gas wt Econ Fuel 10.003 10 929 
Air Wt to Burners Fuel 9 475 10.357 

Wet Gas Wt Econ Fuel 10.558 11.511 

Losses % 
Gas 4. 5.01 4.99 

H20 in Fuel (2) 5.15 .87 .79 
H2 in Fuel 4.29 4.34 
Moisture in Air .07 .06 .04 
Unburned Combustible .20 .06 .06 
Radiation .17 .17 .16 
Unaccounted (3) 1. 00 .50 .50 

Summation of Losses 11.43 10.96 10.88 

% 88.57 89.04 89.12 

Unit MKB 6691. 5 6691.5 6770.5 
Fuel MKB 7555.0 7515.2 7597.1 
Fuel Rate 686 2 682.6 635.0 

(1) Includes Pass Flow (2) Includes H2 in Fuel Loss 
(3) Includes Manufacturer's of .5 % 

TEST 2A 1025-1530 850 MW D MILL OUT FINAL COMPOSITE AH JDR-110488 

1 



TEST 3A : : 1320-1715 . 846 MW E MILL OUT FINAL CALCULATION JDR-l10488 

CALCULATED SECONDARY AH GAS OUTLET CONDITIONS 

LVG ENT LVG ENT LVG TOTAL 
ECON PRI PRI SEC SEC LVG 

AH'S 

02, % 3.09* 2.52* 6.23* 3.09* 3 91 4.25* 
CO2, % 15.68 16.18 12.92 15.68 14.96 14.66 
EXCESS AIR, % 16.9 13.3 41.2 16.9 22.4 .8 
H20 IN GAS, % 5.21 5.34 4.48 5.21 5.01 4.94 

T AIR, F 89.2* 526.9* 68.8* 638.8* 
H 2.2 2.7 
T AIR CALC, F 527.4 636.1 

GAS, F 729 7* 715.4* 300.4* 729.7* 299.4 299.5* 
HGAS, 54.8 .54.8 54.8 
H GASe, 66.7 57.3 58.2 
T GAS 345.4 308.8 312.7 

WT AIR, 704.6 5254.0 0.0 
WT GAS, 7420.0 776.7 952.3 6643.3 6930.4 7882.7 
AH !..KG, 175.6* 287.1 462.7* 

* DENOTES MEASURED VALUES. PRI AH AIR BY-PASS FLOW 750.2 
MOIS IN AIR, DA ". .0070 
WI AIR LVG SEC BY HT BAL - 5228.7 

'-



Fuel 
Air 
Air 
Air Flow ( 
AH Air Pass Flow 
Mill Inlet 
Ave Air Ent AH 

Gas Econ 
Gas 
Ave Gas AH (Incl 
Ave Gas AH (Excl 

Excess Air Econ 
Excess Air AH 
Excess Air to Burners 
AH 

Moisture In Air 
Gas Wt Econ 
Air Wt to Burners 

Wet Gas Wt Econ 

Losses 
Gas 

H20 in Fuel 
H2 in Fuel 
Moisture in Air 
Unburned Combustible 
Radiation 
Unaccounted 

Summation of Losses 

Unit 
Fuel 
Fuel Rate 

(1) Includes Pass Flow 
(3) Includes Manufacturer' 

TEST 3A 1320 1715 

( 

F 
F 

F 

F 
F 

% 
% 
% 

DA 
Fuel 
Fuel 
Fuel 

% 

% 

MKB 
MKB 

CONTRACT 
SUMMARY 
SHEET 

497.8 
397.2 

66.7 

736.0 
7210 

281.6 
294.7 

17.0 

15.0 
484 

.0067 

4.84 
(2) 5.15 

07 
.20 
.17 

(3) 1.00 
11.43 

88.57 

6691. 5 
7555.0 

686.2 

H2 in Fuel Loss 
% 

TEST 3A 
CORRECTED TEST 3A 
FOR CONTR. WITH TEST 

CONDITIONS CONDITIONS 

CONTRACT TEST 
64 
0 

750.2 750.2 
0.0 303.1 

66 9 73.2 

729.7 729.7 
7231 7420 

299.5 
308.8 312.8 

17.0 16.9 
24.8 

15.0 14.8 
463 

.0067 .0070 
10.000 10.895 

9.472 10 319 
10.555 11.494 

5.27 5.29 
88 .81 

4.31 4.35 
.06 .07 
.09 .09 
.17 .16 
.50 .50 

11.28 11.27 

88.72 88.73 

6691.5 6779.2 
7542.3 7640.3 

685.0 645.6 

846 MW E MILL OUT FINAL COMPOSITE AH JDR-l10488 

1 



TEST 4A : : 1045 1435 : 850 MW F MILL OUT FINAL CALCULATION JDR-l10488 

CALCULATED SECONDARY AH GAS OUTLET CONDITIONS 

LVG ENT LVG ENT LVG TOTAL 
ECON PRI PRI SEC SEC LVG 

AH'S 

02, % 3.24* 3 04* 6.36* 3.24* 3.88 4.20* 
CO2, % 15.53 15.71 12 78 15.53 14.97 14.68 
EXCESS AIR, % 17.8 16 6 42.5 17.8 22.2 24.5 
H20 IN GAS, % 5.12 5.17 4.41 5.12 4.97 4 91 

T AIR, F 88.1* 524 9* 67.2* 631. 8* 
HAIR 2.0 -3.1 
T AIR CALC, F 525.3 632.4 

T GAS, F 722.4* 707.8* 300.9* 722.4* 293.3 294.2* 
H GAS, 54.9 53.2 53.4 
H GASC, 65.7 55.1 56.2 
T GAS 342.1 300.6 305.0 

WT AIR, 704.0 5338.0 0.0 
WT GAS, 7506.0 785.2 946.6 6720.8 6949.2 7895.8 
AH LKG, 161. 3* 228.5 389.8* 

* DENOTES MEASURED VALUES. PRI AH AIR BY-PASS FLOW - 754.8 
MOIS IN AIR, DA .0071 
WT AIR LVG SEC BY HT 5343 6 

1 



TEST 4A 
CONTRACT CORRECTED TEST 

SUMMARY FOR CONTR. 
SHEET CONDITIONS 

Fuel CONTRACT TEST 
Air 64 
Air 0 
Air Flow (1) 
AH Air Pass Flow 497.8 754.8 754.8 
Mill Inlet F 397 2 0.0 300.8 
Ave Air Ent AH F 66.7 66.9 71. 7 

Gas Econ F 736.0 722.4 722.4 
Gas Flow Ent AH 7210 7218 7506 
Ave Gas AH F 281.6 294.2 
Ave Gas AH F 294.7 302.0 305.1 

Excess Air Econ % 17 .0 17.0 17 8 
Excess Air AH % 24.5 
Excess Air to Burners % 15.0 15.0 15.7 
AH 484 390 

Moisture In Air DA .0067 .0067 .0071 
Gas wt Econ Fuel 9.997 11.082 
Air wt to Burners Fuel 9 469 10.502 

wet Gas wt Econ Fuel 10.552 11.680 

Losses % 
Gas 4.84 5.12 5.20 

H20 in Fuel (2) 5.15 .88 .75 
H2 in Fuel 4.30 4.32 
Moisture in Air 07 .06 .07 
Unburned Combustible 20 .12 .12 
Radiation .17 .17 16 
Unaccounted (3) 1. 00 .50 50 

Summation of Losses 11.43 11.15 11.12 

% 88.57 88.85 88.88 

Unit MKB 6691. 5 6691.5 6818.1 
Fuel MKB 7555.0 7531.2 7671.1 
Fuel Rate 686.2 684.0 642.6 

(1) Includes Pass Flow (2) Includes H2 in Fuel Loss 
(3) Includes Manufacturer's of .5 % 

TEST 4A 1045~1435 850 MW F MILL OUT FINAL COMPOSITE AH JDR-lI0488 

1 



TEST SA . : 1005 1415 : 847 MW H MILL OUT FINAL CALCULATION JDR-110488 

CALCULATED SECONDARY AH GAS OUTLET CONDITIONS 

LVG ENT LVG ENT LVG TOTAL 
ECON PRI PRI SEC SEC LVG 

AH'S 

02, % 3.08* 3.09* 6.06* 3.08* 3.74 4.06* 

CO2, % 15 72 15.71 13.09 15.72 15.13 14.86 

EXCESS AIR, % 16.8 16.9 39 6 16.8 21. 2 23.4 

H20 IN GAS, % 5.28 5.28 4.59 5.28 5.13 5.06 

T AIR, F 85.6* 519.4* 64.0* 629.1* 
HAIR, 1.4 -3.9 

AIR CALC, F 519.8 635.5 

T F 722.9* 709.7* 301.2* 722 9* 283.6 286.0* 
H GAS 55.0 50.8 51.4 
H GASC, 64.7 52.7 54.2 
T GAS 337.7 290.8 296.5 

\.IT AIR, 811.2 5196.0 0.0 
\.IT GAS, 7338.0 882.8 1041.1 6455.2 6678.1 7719.2 
AH LKG, 158.4* 222.9 381.2* 

* DENOTES MEASURED VALUES PRI AH AIR BY-PASS FLOw 620.8 
MOIS IN AIR, DA .0075 

( \.IT AIR LVG SEC BY HT BAL - 5256.4 

1 



TEST SA 
CONTRACT CORRECTED TEST SA 

SUMMARY FOR CONTR. WITH TEST 
SHEET CONDITIONS CONDITIONS 

Fuel CONTRACT TEST 
Air 64 
Air 0 
Air (1) 
AH Pass Flow 497.8 620.8 620.8 
Mill Inlet F 397.2 0.0 333 2 
Ave Air Ent AH F 66.7 66.9 68.7 

Gas Econ F 736.0 722.9 722.9 
Gas Flow Ent AH 7210 7204 7338 
Ave Gas AH F 281.6 286.0 
Ave Gas AH F 294.7 295.4 296.6 

Excess Air Econ % 17.0 17.0 16.8 
Excess Air AH % 23.4 
Excess Air to Burners % 15.0 15.0 14.7 
AH 484 381 

Moisture In Air DA .0067 .0067 .0075 
Gas wt Econ Fuel 10.004 10.838 
Air wt to Burners Fuel 9.476 10.258 

Wet Gas wt Econ Fuel 10.559 11.442 

Losses % 
Gas 4.84 4.98 5.01 

H20 in Fuel (2) 5.15 .87 .85 
H2 in Fuel 4.29 4.29 
Moisture in Air .07 .06 .07 
Unburned Combustible 20 .05 .05 
Radiation 17 .17 .16 
Unaccounted (3) 1.00 .50 .50 

Summation of Losses 11.43 10.92 10.93 

% 88.57 89.08 89.07 

Unit MKB 6691.5 6691. 5 6763.2 
Fuel MKB 7555.0 7511.8 7593.1 
Fuel Rate 686.2 682.3 641.3 

(1) Includes Pass Flow (2) Includes H2 in Fuel Loss 
(3) Includes Manufacturer's of .5 % 

TEST 5A 1005 1415 847 MilT H MILL OUT FINAL COMPOSITE AH JDR-110488 

1 



TEST 6A : : 1025 1435 : 849 MW G MILL OUT FINAL CALCULATION JDR-ll0488 

CALCUlATED SECONDARY AH GAS OUTLET CONDITIONS 

LVG ENT LVG ENT LVG TOTAL 
ECON PRI PRI SEC SEC LVG 

AH'S 

02. % 3.01* 2.91* 6.13* 3 01* 3.69 4.02* 
CO2, % 15.85 15.94 13.09 15.85 15.25 14. 
EXCESS AIR, % 16.3 15.7 40.3 16.3 20.8 23·.2 
H20 IN GAS, % 5.19 5.21 4.46 5.19 .03 4.95 

T AIR, F 93.3* 522.7* 71.4* 634 9* 
HAIR. 3.2 -2.1 
T AIR CALC, F 523.1 644.1 

T GAS, F 728.4* 713.8* 302.4* .4* 293.1 294. 
H GAS, 55.3 53.2 53.5 
H GASC, 65.5 1 56 3 
T GAS 341.0 300 5 305 2 

WI AIR, 778.4 5138.0 0.0 
WI GAS, 7293.0 836.5 1000.0 6456.5 6685.7 7685.7 
AH LKG, 163.5* 229.2 392.7* 

* DENOTES MEASURED VALUES. PRI AH AIR BY-PASS FLOW - 662 4 
MOIS IN AIR, DA - .0065 
WI AIR LVG SEC BY HT BAL 5224.5 

( 

1 1 



Fuel 
Air 
Air 

Flow 

Ave Ent AH 

Gas 
Gas 
Ave AH 
Ave AH 

Excess Air Econ 
Excess Air AH 
Excess Air to Burners 
AH 

Moisture In Air 
Gas Wt Econ 
Air Wt to Burners 

Wet Gas Wt Econ 

Losses 
Gas 

H20 in Fuel 
H2 in Fuel 
Moisture in Air 
Unburned Combustible 
Radiation 
Unaccounted 

Summation of Losses 

Unit 
Fuel 
Fuel Rate 

(Includes Flow 
(3) Includes Manufacturer's 

TEST 6A 1025-1435 

F 
F 

F 

F 
F 

% 
% 
% 

DA 
Fuel 
Fuel 
Fuel 

% 

% 

MKB 
MKB 

CONTRACT 
SUMMARY 
SHEET 

497.8 
397.2 
66.7 

736.0 
7210 

281 6 
294.7 

17.0 

15.0 
484 

.0067 

4.84 
(2) 5.15 

.07 

.20 

.17 
(3) 1. 00 

11.43 

88 57 

6691 5 
7555.0 

686.2 

H2 in Fuel Loss 
% 

TEST 6A 
CORRECTED .TEST 6A 
FOR CONTR. WITH TEST 

CONDITIONS 

CONTRACT 
64 

0 

662.4 662 4 
0.0 327 1 

66.9 76 2 

728.4 728.4 
7212 7293 

294.3 
299.3 305.3 

17 0 16.3 
23.2 

15.0 14.2 
393 

.0067 .0065 
10.005 10.728 

9.477 10.140 
10.561 11.315 

5.07 5.01 
.87 .88 

4.30 4.21 
.06 .06 
.04 .04 
.17 .16 
.50 .50 

11 01 10.86 

88.99 89.14 

6691.5 6766.8 
7519 4 7591. 2 

683.0 644.6 

849 MW G MILL OUT FINAL COMPOSITE AH JDR-110488 
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TEST 7A1 : : 2355-0040 : 433 MY 50% LOAD FINAL CALCULATION JDR-ll0488 

CALCULATED SECONDARY AH GAS OUTLET CONDITIONS 

LVG ENT LVG ENT LVG TOTAL 
ECON PRI PRI SEC SEC LVG 

AH'S 

02, % 6 59* 6.70* 8.62* 6.59* 7.57 7.68* 
CO2, % 12.54 12.45 10.76 12.54 11.69 11.59 
EXCESS AIR, % 44.7 45.7 68. 44.7 55.1 56·.3 
H20 IN GAS, % 4.33 4.30 3 83 4.33 4.09 4.06 

T AIR, F 99.5* 507.3* 70 9* 574.7* 
HAIR, 4.7 -2.2 

AIR CALC, F 507.7 569.3 

T GAS, 654.8* 647.2* 296.1* 654.8* 251.1 256.3* 
H GAS 53.4 42.2 43.5 
H GASC, 60.4 45.2 46.8 
T GAS 323.0 262.5 269.1 

WT AIR, 436.7 3531.0 o 0 
WT GAS, 4777.0 518.8 593.4 4258.2 4542.2 5135 6 
AH LKG, 74.6* 284.0 358.6* 

* DENOTES MEASURED VALUES. PRI AH AIR BY-PASS FLOW' 374.8 
MOIS IN AIR, DA - .0052 
WT AIR LVG SEC BY HT BAL 3492.3 

1 



TEST 7Al 
CONTRACT CORRECTED TEST 7Al 

SUMMARY FOR CONTR. fJITH TEST 
SHEET CONDITIONS CONDITIONS 

Fuel CONTRACT TEST 

Air 64 
Air 0 
Air Flow (1) 
AH Air Pass Flow 497.8 374.8 374.8 

Mill Inlet F 397.2 0.0 320.7 

Ave Air Ent AH F 66.7 65.6 76.3 

Gas Econ F 736.0 654 8 654.8 

Gas Flow Ent AH 7210 7143 4777 

Ave Gas AH F 281.6 256 3 

Ave Gas AH F 294.7 261. 8 268.9 

ExcesS Air Econ % 17.0 17 .0 44.7 
Excess Air AH % 56.3 
Excess Air .to Burners % 15 0 15.0 40.8 
AH 484 359 

DA .0067 .0067 .0052 
Econ Fuel 10.001 13.335 

Wt to Burners Fuel 9.473 12.605 
Wet Gas Wt Econ Fuel 10.556 13.937 

Losses % 
Gas 4.84 4.28 5.20 

H20 in Fuel (2) 5.15 86 .84 
H2 in Fuel 4.24 4.30 
Moisture in .07 .05 .05 
Unburned .20 .08 .08 
Radiation .17 .30 
Unaccounted 3) 1.00 .50 .50 

of Losses 11 43 10.18 11.27 

% 88 57 89.82 88.73 

Unit MKB 6691.5 6691.5 3603.3 
Fuel MKB 7555.0 7449.9 4061. 0 
Fuel Rate 686.2 676.6 342.7 

( Includes Pass Flow (2) Includes H2 in Fuel Loss 
(3) Includes Manufacturer' of .5 % 

TEST 7Al 2355 0040 433 MW 50% LOAD FINAL COMPOSITE AH JDR-l10488 

1 



TEST 7A2 : : 0240-0355 : 435 MW 50% LOAD AFTER SOOTBLOWING RH JDR-1104BB 

CALCULATED SECONDARY AH GAS OUTLET CONDITIONS 

LVG ENT LVG ENT LVG TOTAL 
ECON PRI PRI SEC SEC LVG 

AR'S 

02, % 5.82* 5.91* 9.16* 5.82* 6.78 7.12* 
CO2, % 13.22 13.14 10.29 13.22 12.38 12.08 
EXCESS AIR, % 37.5 38.3 75.7 37.5 46.6 50.2 
H20 IN GAS, % 4.51 4 49 3.69 4.51 4.29 4.20 

T AIR, F 99.0* 499.2* 70.6* 560.4* 
HAIR, 4.6 2.3 
T AIR CALC, F 499.9 563.9 

T GAS, F 640.5* 632.2* 296.9* 640.5* 240.9 249.1* 
H GAS, 53.5 39.8 4l. 8 
H GASC, 65.9 42.3 45.3 
T GAS 344.3 250.9 262.9 

WI AIR, 439.6 3271.0 0.0 
WI GAS, 4507.0 576.4 722.1 3930.6 4172.2 4894.3 
AH LKG, 145.7* 241 6 387.3* 

* DENOTES MEASURED VALUES. PRI AH AIR BY-PASS FLOW - 366.8 
MOIS IN AIR, DA ... .0052 
WI AIR LVG SEC BY HT BAL 3294.9 



TEST 7A2 
CONTRACT CORRECTED 

SUMMARY FOR CONTR. 
SHEET CONDITIONS CONDITIONS 

Fuel CONTRACT TEST 
Air 64 
Air 0 
Air ( 37 
AH Pass Flow 497.8 366 8 366.8 
Mill Inlet F 397.2 0.0 318 8 
Ave Ent AH F 66.7 65.6 76.2 

Gas F .0 640 5 640.5 
Gas 7210 7132 4507 
Ave AH F 281.6 249 1 
Ave AH F 294.7 255.9 263.0 

Excess Air Econ % 17.0 17.0 37.5 
Excess Air AH % 50.2 
Excess Air to Burners % .0 15.0 33.5 
AH 484 387 

In Air DA .0067 .0067 .0052 
Wt Econ Fuel 10.001 12.685 

to Burners Fuel 9.473 11.954 
Wet Gas Econ Fuel 10.556 13.285 

Losses % 
Gas 4.84 4.15 4.S0 

H20 in Fuel (2) 5.15 .86 .84 
H2 in Fuel 4 23 4.29 
Moisture in Air .07 .05 05 
Unburned Combustible .20 .OS .08 
Radiation .17 .17 .30 
Unaccounted (3) 1. 00 .50 .50 

Summation of Losses 11.43 10.04 10.86 

% 88.57 89.96 89.14 

Unit MKB 6691 5 6691. 5 3583.7 
Fuel MKB 7555.0 7438.3 4020.3 
Fuel Rate 686.2 675.6 339.3 

(1) Includes Pass Flow (2) Includes H2 in Fuel Loss 
(3) Includes Manufacturer's of .5 % 

TEST 7A2 0240-0355 . 435 MW 50% LOAD AFTER SOOTBLOWING RH JDR-I10488 
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TEST 8A . . 0515-0715 : 646 MW 75% LOAD FINAL CALCULATION JDR-l10788 

CALCULATED SECONDARY AH GAS OUTLET CONDITIONS 

LVG ENT LVG ENT LVG TOTAL 
ECON PRI PRI SEC SEC LVG 

AH'S 

02, % 3.62* 3.89* 7.21* 3.62* 4.58 4.90* 
CO2, % 15 12 14 89 11 98 15.12 14.28 14 
EXCESS AIR, % 20.3 22. 51.1 20.3 27.2 29.7 
H20 IN GAS, % 5.18 4.32 5.18 4.96 4.87 

T AIR, F 93.9* 523.7* 69.0* 603 7* 
HAIR, 3.4 2.7 
T AIR CALC, F 524.2 616.4 

TGAS, F 697.5* 684.8* -306.3* 697.5* 268.0 273.1* 
H GAS, 56.2 46.8 48.1 
H GASC, 67.8 49.4 51.6 
T GAS 350.3 277 .9 286.5 

\IT AIR, 562.9 4113.0 0.0 
\IT GAS, 5728.0 676.4 824.7 5051. 6 5317.5 6142.2 
AH LKG 148.2* 266.0 414.2* 

* DENOTES MEASURED VALUES. PRI AH AIR BY-PASS FLOW - 489. 
MOIS IN AIR, DA - .0067 
\IT AIR LVG SEC BY HT BAL 4213 .4 

1 



Fuel 
Air 
Air 
Air Flow AH ( 
AH Pass Flow 
Mill Inlet 
Ave Ent AH 

Gas Econ 
Gas Flow Ent AH 
Ave AH 
Ave AH 

Excess Air Econ 
Excess Air AH 
Excess Air to Burners 
AH 

Moisture In Air 
Gas Wt Econ 
Air Wt to Burners 

Wet Gas Wt Econ 

Gas 

( 
H2O in Fuel 
H2 in Fuel 
Moisture in Air 
Unburned Combustible 
Radiation 
Unaccounted 

Summation of Losses 

Unit 
Fuel 
Fuel Rate 

) Includes Pass Flow 
(3) Includes Manufacturer's 

TEST 8A 0515 0715 

F 
F 

F 

F 
F 

% 
% 
% 

DA 
Fuel 
Fuel 
Fuel 

% 

% 

MKB 
MKB 

CONTRACT 
SUMMARY 
SHEET 

497.8 
397.2 
66.7 

736.0 
7210 

281.6 
294.7 

17.0 

15.0 
484 

.0067 

4.84 
(2) 5.15 

.07 

.20 

.17 
(3) 1.00 

11.43 

88.57 

6691 5 
7555.0 

686.2 

H2 in Fuel Loss 
% 

TEST 8A 
CORRECTED 
FOR CONTR. 

CONDITIONS 

CONTRACT 
64 
0 

489.5 
0.0 

66.1 

697.5 
7180 

281.4 

17.0 

15.0 

.0067 
10.002 

9.474 
10.557 

4.69 
.87 

4.27 
.06 
.07 
.17 
.50 

10.63 

89.37 

6691 5 
7487.4 

680.1 

646 MW 75% LOAD FINAL COMPOSITE AH 

TEST 8A 
WITH TEST 

CONDITIONS 

TEST 

489.5 
325.6 

74.1 

697.5 
5728 

273.1 
286.6 

20.3 
29 7 
17.6 

414 

.0067 
11.268 
10.644 
11.883 

4.81 
.81 

4.39 
.06 
.07 
.21 
.50 

10.B5 

89.15 

5139.8 
5765.3 
482.0 

JDR-ll078B 
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APPENDIX 9 

ORSAT VERSUS ANALYZER COMPARISON 
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APPENDIX 10 

SOOTBLOWING SUMMARY 
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